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Executive Summary

Project History and Justification

Health care delivery and related higher educa-
tion have experienced unprecedented growth and
change over the past decade. The evolution of
information exchange technology and simulation-
based learning, as well as changes in the global
marketplace and increased population diversity,
call for a dynamic approach to preparing the next
generation of nurses and health care professionals.

The College of Nursing at the University of Utah is no
exception, experiencing growth and change in all
the missions of the University: education, research
practice and service. Fortunately, previous efforts,
at the master planning level as well as the strate-
gic planning level, have positioned the College of
Nursing to be ready for the growth and change, as
well as an international leader in research and edu-
cation for nursing and health care.

In order to advance this position, the College of
Nursing has made significant investments in re-
search and research infrastructure that have al-
ready yielded steady growth in extramural research
funding. Recent recruitment of tenure-track faculty

University of Utah College of Nursing

with promising research programs attest to this fact.
Further evidence is a recent increase in NIH rank-
ing for research funding among schools of nursing
nation-wide.

Furthermore, the College of Nursing has embraced
technologies for distance-learning formats to maxi-
mize its reach, not only to rural areas in Utah, but
to students, faculty and practitioners around the
globe. The College of Nursing leads the University
in programs and courses that utilize distance tech-
nology in web-based programs (RN to BS, Geron-
tology Certificate program, Teaching in Nursing MS
and Certificate, Rural NP program) and teleconfer-
encing (PhD in Oncology Nursing).

The College of Nursing’s 2007-2010 Strategic Plan
captures their vision and goals, as well as challeng-
es they are anticipating:

- The student body will increase in diversity, will
come from all over the world, will be multicultural,
multilingual, and will possess widely-varied learn-
ing styles and social skills.
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- Students will prefer hands-on patient simulation
and customizable, self-directed learning over tra-
ditional lecture and a non-linear, recursive curricu-
lum.

- Students and faculty will see their educations as
a process, engaging in life-long learning. They will
demonstrate process-based competencies tied
to emergent global models, partnering with col-
leagues across disciplines.

- Faculty will balance technological advancements
with the core concepts of relationship-based care
and the principles of health and wellness through
mentoring and role modeling.

- The College of Nursing will be widely recognized
for its pioneering interdisciplinary collaboration. It
will redefine the “art of nursing” - collaborating with
expert clinicians and researchers, coaching pa-
tients in self-management and embracing alterna-
tive approaches to care.

University of Utah College of Nursing

While the Strategic Plan provides vision and direc-
tion for the College of Nursing, its facilities stand in
stark contrast to the vision and the program itself.

During Master Planning (2005) it was determined
that the College of Nursing should stay in the ex-
isting location since it is in close proximity of Hos-
pitals and is adjacent to related Health Sciences
buildings (See Section 2 for details). However, the
existing College of Nursing Building (originally built
in 1968) is at capacity, and is substandard in terms
of functional and energy efficiency, utility infrastruc-
ture, and current life safety and building code com-
pliance.

The structural system for the entire building does
not meet minimum requirements to resist lateral
forces such as earthquakes (seismic forces). Fire
suppression systems and alarm devices are in-
adequate and inconsistent throughout the build-
ing. The existing stairs do not meet current code
requirements for common use, and are even more
deficient with respect to emergency egress. Haz-
ardous materials, such as asbestos in the original
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architectural finishes, present a health risk. Addi-
tionally, elevators, mechanical (HVAC) and plumb-
ing equipment, telecommunications and data
equipment, and electrical systems and equipment
are beyond their life expectancy in most cases and
need to be completely replaced.

Ad hoc remodels over the past 40 years have result-
ed in space layouts unsuited to current and future
needs, and inconsistent architectural finishes and
lighting strategies. Shared areas such as student
lounges, meeting rooms, copy / fax / work rooms,
and break rooms are limited. Faculty offices are of
inconsistent size and quality, and are scattered on
several levels of the building, thus reducing opera-
tional efficiency. The existing simulation lab is un-
dersized and obsolete. The existing lab does not
have the infrastructure or the space for state-of-the-
art patient simulation. Also, the existing simulation
lab lacks storage space.

Relatively recent remodels to the majority of the
existing classrooms and existing auditorium have
improved the educational environment, but still lack

University of Utah College of Nursing

the technology to maximize all formats of teaching/
learning. A recent remodel of the west side research
office suite provided much needed improvementto the
research environment, but due to budget constraints,
did not include any building systems upgrades.

In addition to obsolete mechanical systems, the ex-
isting windows are evidence of the building’s lack of
energy efficiency. The existing single-pane glazing
does not provide an adequate thermal barrier to the
fluctuating temperatures outside of the building.

Lastly, existing restroom fixtures are inadequately
distributed among men and women, and are incon-
sistently located on various floors throughout the
building. Additionally, the existing restrooms do not
meet ADA accessibility standards.

Given the existing conditions, it has become imper-
ative to significantly renovate and upgrade the ex-
isting facility and its infrastructure in order to align
the facility with life-safety and code requirements
and the vision and strategic planning goals (see
Section 4 for details).
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Planning for the Future

In December of 2007, The State of Utah Depart-
ment of Facilities Construction and Management
contracted ajc architects to work with the University
of Utah and the College of Nursing to create this
Program Document for the renovation to the exist-
ing College of Nursing Building. ajc was tasked to:
interview users, summarize the program of spaces
and document the users’ related requirements and
adjacencies; analyze the existing building and its
systems; provide a preliminary construction cost
estimate; provide costs for comparable projects;
and provide test-fit floor plans for verification of the
program.

A project vision was defined by the Working Com-
mittee at the initial kick-off meeting, which included
the points listed below:

- Accommodate current and future growth of the
College of Nursing.

- Improve adjacencies and operational efficiencies
of Faculty and Research offices (in conjunction
with shared work and break rooms).

University of Utah College of Nursing

- Program a state-of-the-art simulation learning
center. This Center will be a state-of-the-art core
facility for the University, not only for the Health
Sciences campus, but for the State as well.

- Upgrade infrastructure and systems.

- Provide an asbestos-free building and working
environment.

During the interview process, ajc met with represen-
tatives from the following departments and groups:
The Dean’s Office and Administration; Academic
Affairs and Student Services; Research; Acute and
Chronic Care Division; Health Systems / Community
Based Care Division; Faculty Practice; Simulation
Learning Center, Information Technology; Under-
graduate Students: Graduate Students; and Doc-
toral Students.

Guided by the vision and the interviews, ajc and the
Working Committee developed program scenarios
that accommodated each of these groups to the
extent allowable by the existing building and legis-
lative approval.
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Building Program Summary (see Section 5 for details)

Level Preferred Stacking / Adjacency Existing GSF Available Programmed NSF / GSF*
1 Simulation Learning Center 7,565 11,536 / 16,995**
2 Classrooms, Student Spaces, 17,300 11,875/ 17,463
Student Services
3 HSCBC, Faculty Practice, and IT 17,300 12,010/ 17,662
4 Administration and 17,300 11,405/16,772
Acute and Chronic Care
5 Research 18,700 12,740/ 18,735
TOTAL*** 77,461 59,566 / 87,597

* Gross Square-Footage includes 68% efficiency factor.

“* Figure includes approximately 9,430 GSF of space captured from existing Level 1 covered parking

area.

“** Additional space not included in the levels above: Lower Parking Level - Storage and Receiving (350
GSF), and additional mechanical rooms and electrical rooms (1,900 GSF) and Mechanical Sub-basement

(4,550 GSF)

H University of Utah
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The summary indicates that the College of Nursing
program (at 87,597 GSF) is in line with the available
existing space (87,300 GSF). This figure includes
approximately 9,430 GSF of new additional space
on Level 1 (captured from the existing covered
parking area) as suggested in the Master Plan and
approved by the Legislature.

The summary also illustrates the preferred stack-
ing / adjacency scenario for the renovated build-
ing: Level 1 = Simulation Learning Center; Level 2 =
Classrooms, Student Spaces, and Student Servic-
es; Level 3 = Offices and shared work and meeting
spaces for the Health Systems/Community Based
Care Division, Faculty Practice, and IT; Level 4 = Of-
fices and shared work and meeting spaces for the
Acute and Chronic Care Division, and the Dean’s
Office and Administration; Level 5 = Offices and
shared work and meeting spaces for Research.

The preferred program scenario assumes that all
but one of the existing classrooms and the audi-
torium on Level 2 will remain as is (with only mi-
nor renovation for new seismic bracing and light

University of Utah College of Nursing

fixtures and some upgrades to include distance-
learning technology). The space currently occu-
pied by the existing classroom (Room 205) will be
reprogrammed as it is under-utilized and obsolete.
The program also assumes that the recently remod-
eled Research office suite on the west side of Level
5 will remain as is (with only minor renovations for
new seismic bracing and new circulation space for
the new core layout). The existing mechanical and
electrical rooms in the sub-basement and on the
lower parking level will be reused.

The program accounts for current needs as well as
foreseeable growth. (83) private offices are needed
to meet current requirements, and an additional (32)
private offices are included for future growth. Simi-
larly, (16) work stations are needed to meet current
requirements, and an additional (4) are included
for future growth. (4) 2-person shared offices are
needed for current requirements, and an addition-
al (4) are included for future growth. (6) 4-person
shared offices are required for current needs, and
an additional (2) are included for future growth.
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Other spaces and amenities considered that were
already provided in the recently constructed Health
Sciences Education Building (HSEB) were eliminat-
ed from the program to minimize redundancy. See
the appendix for additional spaces considered, but
not included in the final program.

The scope of this Program Document does not in-
clude relocating parking stalls lost to the new ad-
ditional space captured on Levels 1 or the Lower
Parking Level.

University of Utah College of Nursing
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Building Renovation Cost Summary

The construction budget for the proposed renova-
tiontothe College of Nursing Buildingis $11,865,859
("hard costs” only). The current cost estimate for the
proposed program (87,597 GSF) is $15,966,675.
This estimate affords $182 per square-foot which
is in line with construction costs for comparable
projects (see Section 6 for comparable project cost
information). This estimate includes both remodel
and related site work, as well as premiums to meet
DFCM's High Performance Building Rating Sys-
tem and LEED Silver certification requirements. An
add option for LEED Gold certification and related
design requirements is indicated on the estimate
-5.0% ($798,334) . Costs are based on a construc-
tion start date of June 2009. See Section 6 for the

Proposed Renovation Cost Model Line Items

detailed estimate. Removal of hazardous materials
is not included in this cost estimate.

While the current cost estimate indicates that the
building is in line with construction costs for compa-
rable projects, the estimate is over available funds.
During Programming, a Value Engineering Session
was held to review and discuss possible cost sav-
ing options for the project - see the summary on
the following page, and Section 6 for details. At this
time, it is expected that additional funds will need to
be provided in order to align the construction costs
within available funds. Accurate cost modeling will
continue to be required throughout subsequent de-
sign phases.

Architectural $ 4,509,976*
Structural $ 1,253,728*
Mechanical $ 3,508,300*
Electrical $ 2,025,050*
Site work $ 273,000*
SUBTOTAL* $11,570,054*

* Cost before mark-ups: General Conditions (10.0%), Bonding (1.0%), Overhead and Profit (7.0%),
Design Contingency (10.0%), and Inflation to Bid Date (10.0%) - See Section 6 for mark-up details.

TOTAL RENOVATION COST (including mark-ups)

University of Utah College of Nursing

$15,966,675 (hard costs only)
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Summary of Value Engineering Options

During the Programming Phase, a Value Engineer-
ing Session was held to review and discuss pos-
sible cost saving options for the project as it moves
into design. The following items are being consid-
ered for cost savings, and are anticipated to adjust
the total construction cost as follows:

Architectural ltem #1: $ 450,000
Mechanical Item #1: $ 135,000
Mechanical Item #2: $ 150,000
Mechanical Item #6: $ 25,000
Possible Cost Savings: $ 760,000
Construction Estimate: $15,996,675
Less possible VE Items: $ -760,000

$15,236,675

See Section 6 for detailed descriptions of each of
the items listed above.

University of Utah College of Nursing

Project Schedule

The proposed schedule for the College of Nursing
Building Renovation project is as follows:

Selection of CM/GC & AE July 2008
Schematic Design August 2008

College of Nursing Relocation  January 2009

Asbestos Abatement January 2009
Start of Construction June 2009
Construction Substantial

Completion June 2010
Occupancy August 2010

See Appendix F for a detailed As-Proposed Time-
line prepared by DFCM.
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Site Analysis

This site analysis is provided to describe the exist-
ing site conditions and site work required to sup-
port the renovation to the existing College of Nurs-
ing Building described in this Program Document in
order to identify the effects of the site on the project
cost, and project schedule (see Sections 3, 4, and
5 for Existing Condition Summary, Building Require-
ments, and Individual Space Outline respectively).
In general, site work proposed at this programmat-
ic level is minimal and primarily related to mechani-
cal and electrical utilities. No major architectural
site work or landscaping is proposed at this time.
However, this site analysis information is concep-
tual in nature, and should serve as a foundation for
a more detailed site analysis in subsequent design
phases. The diagrams and images included at the
end of this section illustrate the existing conditions
and work described in the text below.

Location
The existing College of Nursing Building is ideally

located for its purposes in the heart of the Univer-
sity of Utah Health Sciences Campus. General

University of Utah College of Nursing

boundaries consist of North Campus Drive to the
north, 1900 East/Medical Drive South to the west,
Fort Douglas to the south, and the foothills of the
Wasatch Front Mountain Range to the east. The
College of Nursing Building is located north of the
Pharmacy Building, and south of the University
Hospital, Primary Children’s Medical Center, and
the School of Medicine. The recently constructed
Health Sciences Education Building (HSEB) is di-
rectly east of the Nursing Building.

HSEB provides academic space for the Health
Sciences campus, including classroom space,
student study spaces, and a cafe. This interdisci-
plinary facility provides spaces that bring Health
Sciences faculty and students together in one cen-
trally located place. Some teaching functions cur-
rently residing in the College of Nursing Building
will be relocated into the neighboring HSEB.

While other spaces for future building have been
identified on the Health Sciences campus, the Col-
lege of Nursing Master Plan (ajc architects, 2005)
confirmed that there is no compelling advantage to
relocate the College of Nursing. The existing site
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is consistent with the goals of the Campus Master
Plan for the College of Nursing to remain in its current
location.

The site offers spectacular views of the Salt Lake
Valley to the west and south. Views to the north are
of the clinical care elements of the Health Sciences
Campus and the foothills beyond. While glimpses of
the mountains to the east are possible from the up-
per levels of the College of Nursing Building, HSEB
blocks most of this view.

Site Functions and Relationships

The primary vehicle access to the College of Nursing
Building is via Mario Capecchi Drive. UTA bus, cam-
pus shuttles, and TRAX serve the Health Sciences
Campus. The Campus Master Plan for the University
of Utah is to provide peripheral parking with shuttle
service throughout the interior of campus. Access to
the lower level parking is from 1900 East (on the west
side of the building). There is a parking lot directly
north of the building and under the north half of the
building on Level 1.

Pedestrians coming to/from main campus cross over
Mario Capecchi Drive via the Legacy Bridge, which
connects to a wide sidewalk directly east of the Col-
lege of Nursing Building. This sidewalk is the major
pedestrian access, and serves students walking to
and from student housing and those using the ex-
isting shuttle stop to the south. Students, staff, and
visitors arriving by automobile generally park in a
parking structure to the east of the HSEB building
and filter through the Health Sciences Campus to the
main entry on the east side of the College of Nursing
Building. This path has a significant grade change.

University of Utah College of Nursing

The approach to the building from the TRAX stop to
the west leads people through the buildings and sky-
walks west and north of the College of Nursing Build-
ing. Here, there is also significant grade change.
Access from the north is primarily from the Hospital,
via the School of Medicine Building, to the College of
Nursing Building’s main east entrance. It is crucial to
maintain the east entrance as it connects the College
of Nursing Building to the Hospital, to HSEB and to
the parking structure.

While the north entrance does serve the limited num-
ber of people able to park in the north parking lot, this
is primarily the service entrance to the building. This
access will need to be reconsidered as the program
proposes locating the high-security Simulation Learn-
ing Center on Level 1, and thus minimizes the opportu-
nity for general access to the building from this level.

The south entrance to the building on Level 1 is not
heavily used as it provides little connectivity to campus
pathways, parking, and related facilities. It is primarily
used by the clinical education functions and staff lo-
cated on Level 1. As these functions will be relocated
to the upper levels of the building, and the Simulation
Learning Center will require a high level of security, the
use of this entrance will continue to be minimal.

An under-utilized plaza exists on the west side of the
building. There is no existing access to the building
from the west side. Currently, the program does not
include any functions that will increase the utilization
of the plaza. However, with some creativity, and the
proper approvals, this space could be connected via
an exterior stairway to the student spaces on Level
2 in order to “activate” this outdoor space. This re-
lationship should be studied further in subsequent
phases of design.
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Code and Easement Restrictions

Fire truck access must be maintained along the
sidewalk running directly east of the building. As all
new construction will be within the footprint of the
existing building, there are no other code or ease-
ment restrictions that have been identified for the
existing College of Nursing Building site.

Geotechnical Considerations

The College of Nursing is located within the Wa-
satch Fault Zone and is located quite close to the
fault. Geologic seismic hazard mapping indicates
that this site could experience severe lateral ground
shaking. However, no geotechnical report is avail-
able for the College of Nursing Building at this time.
A final geotechnical report must be completed prior
to subsequent design phases in order to establish
proper design criteria for new foundations that may
need to be added for the additional seismic brac-
ing required. Some issues that will need to be ad-
dressed include, but are not limited to: Soil bear-
ing capacity, structural fill requirements, potential
differential settlements, etc. See Structural Design
Criteria in Section 4 for additional information.

Topographic Survey

A broad-scale contour map was provided by the
University, and is included in this section for refer-
ence only. The contour map indicates a drop of ap-
proximately 14 feet from the main entrance on the
east side of Level 2 to the plaza on the west side
of Level 1. This allows for a significant amount of
natural daylight on the north, west, and south sides

University of Utah College of Nursing

of Level 1. However, a detailed topographic sur-
vey is not available at this time. It is assumed that
the topography for this site will not be significantly
impacted as all new construction will be within the
footprint of the existing building.

Existing Utilities

See the Existing Utilities Plan included in this sec-
tion for reference of the following items:

Water: A 16” ductle iron water line runs from north
to south on the west side of the College of Nursing
Building, under 1900 east.

Chilled Water: A 12” chilled water line is located
on the east side of the College of Nursing Building,
where it connects to the building on the southeast
corner.

High Temp. Water: 3", 6”, and 10" high tempera-
ture water lines run essentially west to east between
the College of Nursing Building and the Pharmacy
Building, where it connects to the building on the
south side. The lines run north and south along the
east side of the building, then continue to the east
on the north side of HSEB.

An abandoned high temperature water line exists
on the west side of the building.

Sanitary Sewer: The sanitary sewer lines run from
the east on the north side of HSEB, then continue
north and south along the east side of the College
of Nursing Building. The line continues to runs east
to west between the College of Nursing Building
and the Pharmacy Building.
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Storm Drain: 15” storm drain lines run both the east
and west sides of the College of Nursing Building.
On the east side, the line runs along the north side
of HSEB, then continues to the south along the east
side of the College of Nursing Building. On the west
side, the line runs east to west towards 1900 east.

Communication: (12) 5” conduits for communica-
tion lines run west to east between the College of
Nursing building and the Pharmacy building. These
lines continue on both the east and the west side of
the building.

High Voltage Electrical: A high voltage electrical
line runs north to south along 1900 East, and con-
nects to the College of Nursing Building on the
southwest corner.

Proposed Utility Upgrades/Modifications

Water: Replace the existing 4" domestic water
main to the building. Underground water service
piping shall be type K wrapped copper and enter
the building into a pressure reducing station and
main building shut-off valve.

Fire riser shall be a new feed to the building and
shall be tied into the existing fire line at building
exterior.

Sewer: Provide a new 6” sewer main and tie into
the existing 6” line adjacent to the building. Design
team shall verify that the 6” line has the capacity to
handle the new remodel of the College of Nursing
building. Sewer piping shall be cast iron. No-
hub piping is not allowed underground. Provide
cleanouts as required by code.

University of Utah College of Nursing

Storm Drainage: Building roof drain piping shall
surface drain. Roof drain piping inside the building
shall be insulated. Primary and secondary roof
drain system shall be provided. Roof drains shall
be tied into campus storm drain system.

Electrical Distribution: Deliver primary electrical
service to the building from the campus 12,470
V distribution system. Abandon and remove the
old 7,200 V service to the building and provide
new 12,470 V service from an adjacent manhole
that was installed from the Red Butte substation
to the Health Science Education building located
southeast of the Nursing Building. Provide a new
4-way switch in manhole to connect to existing feed
to the HSEB and new feed to the Nursing Building.
Provide new transformers and VFI switch in a new
transformer vault for the Nursing Building.

Communication: Provide (4) new 4” duct banks into
the building from an existing telecommunications
manhole located to the southeast of the building.
The existing 2” conduit duct bank can be left in
place and used to the extent possible.

See the Mechanical and Plumbing, and Electrical De-
sign Criteria in Section 4 for additional information.

Independent Testing and Surveying

DFCM shall be responsible for testing and survey-
ing. DFCM shall contract for geologic survey, soil
investigation, surface contours, and any other sur-
veys as required. These surveys are not included in
the Program Document, and are to be provided, as
required, prior to subsequent design phases.
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Existing Conditions Summary

The existing College of Nursing Building (originally
built in 1968) has been well maintained for over 40
years, but is now at capacity, and is substandard
in terms of operational and energy efficiency, util-
ity infrastructure, and current life safety and build-
ing code compliance. The text below and the plans/
images on the following pages illustrate the existing
conditions of the building.

Architectural:

The brick masonry exterior of the building is in good
condition. Modifications to the brick should be lim-
ited to areas impacted by structural upgrades for
seismic bracing. Similarly, the existing roof mem-
brane is in good condition and is still under warranty.
See Section 4 for details.

The Existing Space Utilization plans included in this
section illustrate that ad hoc remodels over the past
40 years have resulted in space layouts unsuited to
current and future needs, and inconsistent architec-
tural finishes and lighting strategies. Shared areas
such as student lounges, meeting rooms, copy/fax/
work rooms, and break rooms are limited. Faculty
offices are of inconsistent size and quality, and are
scattered on several levels of the building, thus re-
ducing operational efficiency.

University of Utah College of Nursing

The existing simulation lab (included in the origi-
nal 1969 construction) is used by almost 30 faculty
members, yet it is only in use 80% of its open hours.
Itis poorly laid out for current teaching methods, and
is undersized and obsolete. Last remodeled in 1992,
it currently occupies 4,600 square-feet. The existing
simulation lab does not have the infrastructure or the
space for state-of-the-art patient simulation. Also,
the existing simulation lab lacks storage space.

Relatively recent remodels to the majority of the ex-
isting classrooms and existing auditorium have im-
proved the educational environment, but still lack
the technology to maximize all formats of teaching/
learning. Similarly, a remodel of the west side 5th
floor Research Office suite provided much needed
improvement to the research environment, but due
to budget constraints, did not include any building
systems upgrades.

In addition to obsolete mechanical systems, the ex-
isting windows are evidence of the building’s lack
of energy efficiency. The existing single-pane glaz-
ing does not provide an adequate thermal barrier to
the fluctuating temperatures outside of the building.
The Program proposed to replace the windows. See
Section 4 for details.
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There is an existing problem with box elder bug in-
filtration. Areas of the building, including the enve-
lope, will need to have any cracks, holes, and gaps
carefully sealed in order to address this issue.

Lastly, existing restroom fixtures are inadequately
distributed among men and women, and are incon-
sistently located on various floors throughout the
building. Additionally, the existing restrooms do not
meet ADA accessibility standards.

Structure:

The College of Nursing Building’s steel framed
structure is supported on concrete columns at the
parking level. The seismic force-resisting system
consists of reinforced masonry shear piers at exte-
rior, and steel moment frames in the orthogonal di-
rection. Reinforced concrete shaft walls at stair and
elevator towers also function as shear walls.

The structural system was designed and built pri-
or to the knowledge of Northern Utah’s high risk
for earthquakes. In a Seismic Evaluation Report
(Reaveley Engineers) it was determined that the
building does not have the inherent characteristics
to perform well during a significant earthquake. The
structure does not meet current code requirements
to resist lateral forces such as earthquakes (seismic
forces). A copy of the seismic report is included in
Appendix B. The structural system requires seismic
bracing retrofit. See the Structural Design Criteria in
Section 4 and the Seismic Evaluation Report in the
Appendices for detailed information.

Fire Suppression:

Though the existing fire suppression systems and
alarm devices have been upgraded at various
times over the life of the building, they have been
determined to be inadequate in many cases and
are inconsistent throughout the building. The pro-

University of Utah College of Nursing

gram assumes that the fire suppression system will
be upgraded to meet current code, campus, and
fire marshal rules and regulations - see Section 4 for
detailed information.

Stairways:

There are two existing stairways in the north - south
core of the building. Neither of the existing stairways
meet current code requirements for emergency
egress. Doors to the stairways do not have smoke
gaskets. Risers, treads, and handrails have gaps
greater than 4”, which does not meet IBC require-
ments. Existing risers are open and have gaps over
57, and existing landings have gaps over 7” which
does not meet IBC requirements. Existing stair
landing widths are 43 1/2”, which is less than the
minimum width required by the IBC (related to the
width of the treads, 48 1/2” in this case). None of the
handrails are continuous as is required by the IBC.

Hazardous Materials:

It has been determined that several asbestos con-
taining materials (including ceiling tiles, floor tiles,
structural fire-proofing, fire doors, pipe insulation,
and various adhesives/compounds) are present
building-wide. As asbestos is a hazardous mate-
rial, these items will need to be completely removed
from the building in order to provide a healthy work-
ing environment. See the Asbestos Survey and As-
sessment (IHI Environmental, April 17, 2008) in Ap-
pendix C for detailed information.

Elevators:

The original Westinghouse elevators are still operat-
ing in the building. As the building is over 40 years
old, this is well beyond the average 25-30 year life-
expectancy of a typical elevator. It has been de-
termined reliability of the elevators is substandard
and elevators’ safety is questionable. The elevators
do not have fire service (no way of knowing to let
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passengers out in the event of a fire). Additionally,
the current system may not maintain the elevator
car doors in a closed position during a high speed
stop. Modernization of the elevators will significantly
improve these life-safety issues as well as energy
efficiency. The Program Document proposes to re-
place the elevator systems entirely. See the eleva-
tor report (ThyssenKrupp Elevator, April 29, 2008)
included in the Appendix D.

Mechanical (HVAC) and plumbing equipment, elec-
trical systems, telecommunications systems and
equipment are original in most cases, and are well
beyond their life expectancy, and need to be com-
pletely replaced.

The College of Nursing Building is currently heated
by high temperature water from a central plant. High
temperature water is routed to the original shell and
tube hot water converter located in the mechanical
sub-basement. It is well beyond its 24 year life ex-
pectancy. The main hot water distribution pumps,
compression tank, and coil circulating pumps are
also beyond their life expectancy. Cooling for the
building is currently provided by one original water
cooled chiller in the mechanical sub-basement, and
is supplied by a central plant. The chiller, cooling
tower are in poor condition. The pumps and the air
handler are well beyond ASHRAE's recommended
service of life. Conditioned and fresh air is distrib-
uted to the building by one air handling unit located
in the mechanical sub-basement. Fresh air is intro-
duced to the building via a fresh air well and lou-
ver on the east side of the building. Air is relieved
through a relief air louver and well at the south side of
the building. These systems are beyond ASHRAE's
recommended service of life.

It is anticipated that new heating, cooling and ven-
tilation systems will significantly improve the energy

University of Utah College of Nursing

efficiency of the building. See the Mechanical De-
sign Criteria in Section 4 for detailed information.

Existing plumbing systems, including water heater,
water distribution systems, plumbing fixtures, and
piping are in fair to poor condition building-wide,
and are beyond their life expectancy. Plumbing fix-
tures, including lavatories, water closets, and drink-
ing fountains do not consistently meet ADA require-
ments. See Plumbing Systems Design Criteria in
Section 4 for proposed upgrades.

Existing electrical transformers show signs of leak-
age and need to be replaced. The vault does not
provide adequate working clearances. The main
low-voltage gear is original and is obsolete and
needs to be replaced. Existing panelboards and
conduit are original equipment, have little room to
add to, and are obsolete. A small 30kW diesel gen-
erator is located indoors on the lower parking level.
Emergency lighting in the building is inadequate
to meet the current minimum code requirements.
The generator is not sized for new loads required
for adequate emergency power and lighting. See
Electrical Systems Design Criteria in Section 4 for
detailed information regarding related upgrades
and replacements.

Existing telecommunication systems are served with
2” conduits. The current campus standard is 4” con-
duits. These systems are proposed to be upgraded
during the renovation. See Electrical Systems De-
sign Criteria in Section 4 for detailed information.

Given the existing conditions, it has become im-
perative to significantly renovate and upgrade the
existing facility and its infrastructure in order to align
the facility with life-safety and code requirements
and the vision and strategic planning goals (see
Section 4 for details).
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Architectural Design Criteria

Identity, History and Growth, and Justification

Over the last decade, health care delivery and re-
lated higher education have experienced unprece-
dented growth and change nationwide. The College
of Nursing at the University of Utah is no exception,
experiencing growth and change in all the missions
of the University: education, research practice and
service. In addition to a nursing shortage across
the country, there is also a nursing faculty short-
age. The evolution of information exchange tech-
nology and simulation-based learning, as well as
changes in the global marketplace and increased
population diversity, call for a dynamic approach to
preparing the next generation of nurses and health
care professionals.

The College of Nursing has expanded its program
in a strategic response to this growth and change.
Total student enrollment average for years 2000
through 2005 was 463 students. Currently, 581
students are enrolled for the 2007-2008 Academic
Year (over 25% growth), including 303 undergradu-
ate students, and 278 graduate students.

University of Utah College of Nursing

Faculty has experienced similar growth, and is cur-
rently at 110 (including Full-time Clinical/Research,
Tenured, Tenure Track, and Part-time Clinical) and
staff (both Academic and Research) is at 44. With
the program’s continued success, the College is
planning for growth of both students and faculty to
continue into the near future.

Fortunately, previous efforts, at the master plan-
ning level as well as the strategic planning level,
have positioned the College of Nursing to not only
be ready for the growth and change, but to be an
international leader in research and education for
nursing and health care.

In order to advance this position, the College of
Nursing has made significant investments in re-
search and research infrastructure that have al-
ready yielded steady growth in extramural research
funding. Recent recruitment of tenure-track faculty
with promising research programs attest to this fact.
Further evidence is arecent increase in NIH ranking
for research funding among schools of nursing.
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Furthermore, the College of Nursing has embraced
technologies for distance-learning formats to maxi-
mize its reach, not only to rural areas in Utah, but to
students, faculty and practitioners around the globe.
The College of Nursing leads the University in pro-
grams and courses that utilize distance technology
in web-based programs (RN to BS, Gerontology
Certificate program, Teaching in Nursing MS and
Certificate, Rural NP program) and teleconferencing
(PhD in Oncology Nursing).

The College of Nursing’s 2007-2010 Strategic Plan
captures their vision and goals, as well as challeng-
es they are anticipating:

- The student body will increase in diversity, will
come from all over the world, will be multicultural,
multilingual, and will possess widely-varied learning
styles and social skills.

- Students will prefer hands-on patient simulation
and customizable, self-directed learning over tradi-
tional lecture and a non-linear, recursive curriculum.

- Students and faculty will see their educations as
a process, engaging in life-long learning. They will
demonstrate process-based competencies tied to
emergent global models, partnering with colleagues
across disciplines.

- Faculty will balance technological advancements
with the core concepts of relationship-based care
and the principles of health and wellness through
mentoring and role modeling.

- The College of Nursing will be widely recognized
for its pioneering interdisciplinary collaboration. It
will redefine the “art of nursing”— collaborating with
expert clinicians and researchers, coaching patients

University of Utah College of Nursing

in self-management and embracing alternative ap-
proaches to care.

While the Strategic Plan provides vision and direc-
tion for the College of Nursing, its facilities stand in
stark contrast to the vision and the program itself.

During Master Planning (2005) it was determined
that the College of Nursing should stay in the exist-
ing location since it is in close proximity to Hospitals
and is adjacent to related Health Sciences buildings
(See Section 2 for details). However, the existing
College of Nursing Building (originally built in 1968)
at approximately 77,461 GSF, is at capacity, and is
substandard in terms of functional and energy ef-
ficiency, utility infrastructure, and current life safety
and building code compliance.

The structural system for the entire building does not
meet minimum requirements to resist lateral forces
such as earthquakes (seismic forces). Fire suppres-
sion systems and alarm devices are inadequate and
inconsistent throughout the building. The existing
stairs do not meet current code requirements for com-
mon use, and are even more deficient with respect
to emergency egress. Hazardous materials, such as
asbestos in the original architectural finishes, pres-
ent a health risk. Additionally, elevators, mechanical
(HVAC) and plumbing equipment, telecommunica-
tions and data equipment, and electrical systems
and equipment are beyond their life expectancy in
most cases and need to be completely replaced.

Ad hoc remodels over the past 40 years have result-
ed in space layouts unsuited to current and future
needs, and inconsistent architectural finishes and
lighting strategies. Shared areas such as student
lounges, meeting rooms, copy / fax / work rooms,
and break rooms are limited. Faculty offices are of
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inconsistent size and quality, and are scattered on
several levels of the building, thus reducing opera-
tional efficiency.

The existing simulation lab is undersized, under-uti-
lized and obsolete. The existing lab does not have
the infrastructure or the space for state-of-the-art
patient simulation. Also, the existing simulation lab
lacks adequate storage space.

Relatively recent remodels to the majority of the ex-
isting classrooms and existing auditorium have im-
proved the educational environment, but still lack
the technology to maximize all formats of teaching/
learning. Similarly, a remodel of the research office
suite provided much needed improvement to the re-
search environment, due to budget constraints, did
not include any building systems upgrades.

In addition to obsolete mechanical systems, the ex-
isting windows are evidence of the building’s lack of
energy efficiency. The existing single-pane glazing
does not provide an adequate thermal barrier to the
fluctuating temperatures outside of the building.

Lastly, existing restroom fixtures are inadequately
distributed among men and women, and are incon-
sistently located on various floors throughout the
building. Additionally, the existing restrooms do not
meet ADA accessibility standards.

Given the existing conditions, it became a University
priority to significantly renovate and upgrade the ex-
isting College of Nursing Building and its infrastruc-
ture in order to align the facility with life-safety and
code requirements, the State’s High Performance
Building Rating System, and the College of Nursing’s
vision and strategic planning goals.

University of Utah College of Nursing

In December 2007, DFCM contracted with ajc ar-
chitects and consulting engineers to work with the
College of Nursing to develop and refine a program
of spaces to be included in the building renovation.
This section elucidates the essence of the renova-
tion project and is intended to be the foundation for
subsequent design phases.

The majority of the project is an extensive interior reno-
vation with a complete mechanical / electrical systems
upgrade to rectify serious concerns listed above.

The interior renovation to the College of Nursing Build-
ing will provide a safe, healthy, comfortable and en-
ergy-efficient environment that can accommodate the
current needs, as well as future growth, for administra-
tors, researchers, practitioners, faculty and students.

The removal of hazardous materials (asbestos) from
the existing building is a critical first step in the reno-
vation process. Removal of all finishes containing
asbestos will provide the most healthy environment
possible for research, practice, teaching and learn-
ing. See the Hazardous Materials Report in Appen-
dix C for details.

New structural bracing near each of the four corners
of the existing building, on the east and west side, as
well as bracing on the north end of the building will
provide seismic resistance required for a modern
building. See the Structural Design Criteria in this
section for details.

The interior renovation will include new mechanical/
electrical systems and distribution throughout the
entire building. Levels 1 through 5 will be significant-
ly reconfigured/renovated to improve efficiency, flex-
ibility, continuity (way-finding), and shared / common
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spaces. The renovation includes the core spaces on
every level (restrooms, stairs, elevators, and electri-
cal and telecom/data rooms).

The interior renovation will provide a significant up-
grade to the Simulation Learning Center. This Center
will be a state-of-the-art core facility for the University,
not only for the Health Sciences campus, but for the
State as well. Additionally, while existing classrooms will
be maintained, increased technological capacity will
allow the College to improve and grow its global reach
through successful distance-learning programs.

While the project is largely an interior remodel, there
is some work associated with the exterior of the
building, including: site work associated with provid-
ing new or modified utility lines to adequately serve
the new mechanical/electrical systems; and replac-
ing existing single-pane exterior windows with new
energy-efficient window systems through-out the
entire building. The need for new landscaping/hard-
scaping will be minimized to that which is needed for
repairs due to demolition/construction operations.
See Section 2 for details.

Functional Relationships

The people, activities, and relationships already in
the facility will be relatively unchanged. Students,
Faculty, Staff, Researchers, and Administration will
continue to use the auditorium and classrooms, the
Simulation Learning Center, and offices and related
support spaces. However, the renovation will make
significant improvements to access and adjacency.
Student functions will be consolidated on Levels 1
and 2. Offices for faculty, researchers, and admin-
istration will be consolidated on Levels 3, 4, and 5.
The following paragraphs describe the function of
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each level in detail. Also, see Section 5 for the Space
Program and Area Summary and Building Organiza-
tion and Stacking diagrams.

An expanded Simulation Learning Center will be an
essential element in nursing education, providing
students, faculty, and practitioners access to state-
of-the-art technology and facilities. It will occupy
the entire floor of Level 1. In order to maximize the
potential square-footage, approximately 9,430 GSF
will be captured from existing covered parking in ad-
dition to existing square-footage on this level, for a
total of approximately 16,700 GSF.

The classrooms and the auditorium will remain on Lev-
el 2. Reconfigured student study/lounge space will be
provided on this level. The new study/lounge space
will offer multiple mode computer connectivity as well
as various arrangements of seating and tables (formal
and informal). Academic Affairs and Student Services
will be relocated to Level 2 to provide students with
greater access the services needed/provided.

With the proposed relocation of the Simulation Learn-
ing Center to Level 1, nearly 7,000 GSF will be freed up
on Level 3 for offices and growth. Faculty and Adminis-
trative offices will remain on Levels 3 and 4, but will be
reconfigured to maximize efficiency and flexibility while
accommodating currently preferred adjacencies. Cen-
trally located common spaces, conference rooms, and
shared work and break rooms will provide opportuni-
ties for collaboration and connection across groups.

The Health Systems/Community Based Care
(HSCBC) Division and Faculty Practice prefer to be
adjacent, and may be colocated on Level 3. IT work
and storage space will also be located on Level 3.
On Level 4, an administrative suite will identify and
define the Dean’s office, and maintain immediate
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adjacency to the Associate Deans, Directors and re-
lated support spaces. The Program Document pro-
poses to locate the Acute and Chronic Care (ACC)
Division on Level 4.

Level 5 will continue to house the Research Offices.
The west side of Level 5 was recently remodeled
and modifications will be limited to those neces-
sary for seismic bracing and some minor mechani-
callelectrical work. The east side of Level 5 will be
completely renovated for Research offices and re-
lated meeting and project spaces.

Simulation Learning Center

The Simulation Learning Center (SLC) is a core
facility for the University of Utah, promoting inter-
disciplinary education throughout the Health Sci-
ences. It is used by the College of Nursing, and
other Health Sciences academic departments, and
it will continue to be utilized by hospital educa-
tors for training and certification of hospital nurs-
ing staff. The relocation / renovation of the SLC will
contribute to the College of Nursing Strategic Plan
by developing and implementing activities to assist
faculty and students in engaging multiple learning
modes. Similarly, it will support faculty and staff by
providing access to new teaching technologies.

Nearly 400 students annually use of the SLC. Al-
most thirty members of the College of Nursing fac-
ulty teach courses that rely on the SLC. One teach-
ing assistant and six clinical faculty associates
work with the faculty using the facility. In addition
to the director, there are currently two full-time staff
members that oversee the SLC.

The following project objectives have been identi-
fied for the relocation / renovation of the SLC:

University of Utah College of Nursing

* Replace/supplement in-patient clinical experience
for nursing and other health sciences students, as
well as hospital and clinics personnel.

e Create space capable of promoting interdisciplin-
ary education and engaging employees, students,
and faculty from all health sciences colleges and
hospitals and clinics in patient care simulation with
increased fidelity.

¢ Provide space for simultaneous specialty simula-
tion such as isolation, critical care (adult, pediatric,
neonatal), total maternity care, pediatric care as well
as rehabilitation and home care.

¢ Provide adequate central storage and workspace
for staff, TA's, and director.

e Separate classroom demonstration area from simu-
lation space and provide non-interfering small group
meeting areas which may double as nursing stations.

¢ Provide space to display/store models as well as
adjacent surfaces to work with these items in indi-
vidual or small group settings.

¢ Increase patient safety by requiring students to
familiarize themselves with the objects and equip-
ment of patient care as well as repeated practice in
a simulated setting prior to actual patient contact.

e Update and revise related building security and
access components to allow longer operating hours
and thus increase availability and use.

e Provide space in which to house and utilize the

cutting edge technological developments in simula-
tion mannequins.
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The Program for the new SLC includes (10) rooms
for high-fidelity simulators, which are to be supported
by (2) immediately adjacent control rooms with vision
access to the simulators. Open floor area for pods of
beds (24 total), and (4) private rooms will provide the
required space for lower-fidelity simulation for both
small groups and individuals. The open floor area
will also provide the SLC with some flexible space.
(4) procedure rooms, (2) centrally located debriefing
rooms, and centrally located nurses stations (with
adjacent medicine preparation rooms, medicine
storage rooms, and laundry rooms) will support the
simulation spaces. General storage rooms with ade-
quate space for mannequins and parts are included
in the program. A central reception area should be
located near the elevators, with a waiting area, and
access to restrooms, changing rooms, and personal
lockers. See the Program Spreadsheet and Level 1
Test-Fit Floor Plan in Section 5 for illustration. See the
Mechanical and Plumbing, Electrical, and Technol-
ogy Systems Design Criteria in this section for related
systems information. Also, See the Simulation Lab
Equipment Planning Checklist in Appendix G.

Master Plan Reconciliation

The Program Document is consistent with the intent
of the College of Nursing Master Plan (2005 by ajc ar-
chitects), the Learning Resource and Simulation Cen-
ter Renovation and Expansion Program Document
(2004 ajc architects), and the Research Program
and Fifth Floor Master Plan (2002 Thomas Petersen
Hammond Architects). However, in order to align the
Master Plan with the current budget and available
space, the total programmed space has been re-
duced from 93,891 GSF (as proposed in the Master
Plan) to 87,597 GSF (see Section 5 for details).
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Form and Architectural Finishes

As this project is essentially an interior remodel, the
program does not necessitate any substantial varia-
tion from the existing physical shape of the College
of Nursing Building. While the program proposes to
enclose the first floor, minimal to no change to the
building’s form / mass is expected. However, there
will be an opportunity for moderate exterior improve-
ments where the existing building envelope is im-
pacted by the new seismic bracing solution on the
north, east, and west facades. Similarly, where new
stairways are required to reconcile the building with
code requirements, there will be opportunities to en-
hance the character of the building’s envelope. New
architectural and structural elements and materials
will provide an opportunity to communicate that the
College of Nursing Building is a state-of-the-art edu-
cational facility, and should reflect the recent design
direction of other new facilities on the Health Scienc-
es Campus such as HSEB. It is anticipated that brick
masonry, metal, and glass would be appropriate
materials, and each should be considered for their
aesthetic value as well as their contribution to LEED
Silver design goals. The extent of architectural modi-
fications to the exterior of the building will depend
on internal changes dictated by detailed code and
structural analysis, and thus will need to be studied
during subsequent design phases.

The renovation to the College of Nursing Building is
a long-term investment. Both exterior and interior ar-
chitectural finishes should be selected for durability
and ease of maintenance as well as sustainability,
and aesthetics. Life-cycle costs in comparison with
project financial projections and value-engineering
considerations should be considered.
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Internal Relationships

In addition to the functional relationships described
in the preceding text, other important factors must be
considered in subsequent design phases; person-
nel interaction, circulation, natural light, and views.
Each of these elements should be considered for
both student spaces and faculty, staff, research, and
administration spaces.

Personnel Interaction:

In the true interdisciplinary nature of the facility’s oc-
cupants, interaction and collaboration among the
following groups should be encouraged to the high-
est degree possible:

Students among different programs

Graduate and PhD students

All Students and Faculty

Faculty among different departments and programs
Faculty, Staff, and Administration

In order to promote interaction, all public and semi-
public spaces should be centrally located - near
common lounge / lobby spaces, work rooms, copy /
fax rooms, break rooms, elevators, stair ways, and
restrooms, and should be in proximity to the major
programmatic elements of the facility.

Circulation:

External circulation is already defined for the main
entry point to the facility on Level 2 (classrooms).
The program assumes that existing external circu-
lation paths will continue to route personnel and
visitors to the main entry point on Level 2. However,
new external circulation and access points will need
to be considered on Level 1 where the new infill for
the Simulation Learning Center will be located. The
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highly secure nature of the Simulation Learning Cen-
ter presents a challenge to personnel circulating
from the parking lot on the north side into the build-
ing. The Test-Fit floor plans propose only secondary
access points on Level 1.

While internal circulation will be modified with the re-
location of the stairways, the general circulation pat-
tern will remain essentially the same. The east - west
core of the building provides the main access to
the common lobby, classrooms, auditorium, student
lounge and elevators on Level 2 . The north- south
core of the building on all levels provides access
from central lobbies / lounges to restrooms and stair
ways. On levels 3 through 5, double-loaded corri-
dors branch to the east and west from the main core,
providing efficient access to offices, work rooms,
etc. Single-loaded corridors are to be minimized.

Natural Light and Views:

Windows are a much sought-after commodity in most
campus facilities. Additionally, natural light and views
are critical to a successful LEED certified building
design. In general, the program assumes the prior-
ity to provide every possible office with natural light
and a view. Where this is not possible, strategies to
“borrow” light should be utilized. Conference Rooms
should also be considered for natural light and views
where possible. See the Test-Fit floor plans in Sec-
tion 5 for illustration.

An alternative open floor plan layout was studied
during programming to maximize natural light (as
well as office space) for as many people as pos-
sible, and is provided in Appendix E.
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Code Narrative

The existing Nursing Building is assumed to be
non-compliant in various areas. The major area of
non-compliance is assumed to be the stairs and
the associated exits through it. The existing build-
ing appears to meet the requirements for Type 111B
construction based on building materials, fire sprin-
klers, and allowable area.

The existing building structure is masonry, con-
crete, and steel, Type IlIB construction (assumed).

Code Analysis
Part 1 - Codes, Regulations, and Safety

The governing codes for this project are listed be-
low. The Design Team and Architect of Record will
need to be verify at the beginning of the design
phase all required codes and regulations. It is the
Design Team and Architect of Record’s responsi-
bility to utilize all latest revisions, editions and ad-
opted versions. The following list presents current
applicable code issues and is not a complete list
of applicable codes.

e International Building Code (IBC) 2006*

e International Plumbing Code (IPC) 2006*

e |nternational Mechanical Code (IMC) 2006*

e International Fire Code (IFC) 2006*

e |ife Safety Code NFPA 101**

¢ National Electrical Code (NEC) 2005**

e Laws, Rules and Regulations of the Utah State
fire Marshall

e The Utah Code for Energy Conservation in New
Building Const. (ASHRAE Standard 9.1.1989)
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These materials comply with code for this type of
construction. The partition walls of the interior ap-
pear to be gypsum board over metal studs. The
shaft walls appear to be concrete.

Doors at stair enclosures appear to be rated, how-
ever they do not have smoke seals. Rated corridors
are not required per table 1017.1 (with sprinkler
system). Where fire barrier walls may be required
to separate uses, the door/ frame assemblies are
not rated.

e Americans with Disability’s Act Title Ill, (ADA)
rev. 1994

e Utah Division of Facilities and Construction
Management Design Criteria

e State of Utah High Performance Design
Standards

e Utah State Facilities Design and Construction
Design Guidelines

¢ |[CC/ANSI A117.1-2003 Accessibility Design
Standards

e American Society of Heating, Refrigeration and
Air Conditioning ASHRAE

* with Amendments.
** with Utah Amendments.

In addition, the design Team and Architect of Re-
cord will be required to coordinate their efforts with
the Campus Design and Construction Department
and DFCM.
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Part 2

Occupancy Group

(Chapter 3) Area* Height Stories
Tabul (508) | (508.
(T503) ar Mixed 3.3)
Const Tabular Aa (T503 | Increas | Tabular | Increas Use Area
Floor Name Occup. Type* (T503) . ) e (T503) e Type* | Ratio
Sub-base  Mech F-2 -8B 18,000 | 54,000 55 20=75 3 1=4 SuU .08
S-2 26,000 | 78,000 55 20=75 4 1=5 U
Basem’t Park'g/Off  S-1 -8B 17,500 | 50,500 55 20=75 3 1=4 .32
F-2 18,000 | 54,000 55 20=75 3 1=4 SuU
Learning B 19,000 | 57,000 55 20=75 4 1=5 SuU
1" Level Center A-3, -8B 9,500 | 28,500 55 20=75 2 1=3 SuU 37
_ B 19,000 | 57,000 55 20=75 4 1=5 SuU
2" Level Student A-3 -8B 9,500 | 28,500 55 20=75 2 1=3 SuU .55
B 19,000 | 57,000 55 20=75 4 1=5 SuU
3" Level Faculty F-2 1-B 18,000 | 54,000 55 20=75 3 1=4 SuU .30
4" Level Admin B -8B 19,000 | 57,000 55 20=75 4 1=5 SuU .30
5" Level Research B 1I-B 19,000 57,000 55 20=75 4 1=5 SuU .33
Building
Total A-3 1-B N/A 171,000 N/A N/A N/A N/A N/A 2.25

*Construction Type shall be the most restrictive occupancy req. for entire building (508.3.2 & 508.3.3)
*Area — Total Building Area dependant on Mixed Use Type (506.4 or 506.4.1)
*Mixed Use - IU=Incidental Use / AU=Accessory Use / SU= Separated Use / NSU= Non-separated Use

Part 3 - Area Modifications (506)

1) Frontage

2) Area

Aa = At+(At x If) + (At x Is) = (Provide analysis)
Used: Automatic sprinkler increase 200% < one level; 300% = one level (At x Is)

University of Utah

College of Nursing

If =[F/P-0.25] W/30 = (Provide analysis) = not used
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Part 3 (continued)

Section 506.4.2; automatic sprinkler system
Aa = 57,000 sf times 3 =171,000 sf allowable area; (proposed = 87,300 sf)

Existing and Proposed Areas in square feet:

Floor Existing Building + Building Addition = Totals
Sub-base 4,543 0 4,543
Basem't 23,952 0 23,952
Level One 7,104 9596 16,700
Level Two 17,300 0 17,300
Level Three 17,300 0 17,300
Level Four 17,300 0 17,300
Level Five 18,700 0 18,700
Total 87,300

3) UNLIMITED AREA (507) = not used

Part 4 - Heights and Stories (504)

Exterior Wall Grade Plane Elevation

North =99 +/-
South =99 +/-
East =99 +/-
West =99 +/-
Average G.PE. =99 +/-

Stories / Height Stories Elevation 1st story above G.P.E.
Sub-Basement 72’-0” (28’ below) (no)
Basement 88-0” (13™-9” below) (no)
1st 100’-0” (GPE) (yes)
2nd 113-9”
3rd 128’-5”
4th 142'-2"
5th 155’-11”

Total 5 (stories/Above GP)  156'.42 (Bldg Ht.) = 56.42 ft.

Part 5 - Automatic Fire Sprinkler (903. T503, 506.3)

Provided vyes
(Yes) Required 200% Area Increase

Fire-Resistance
(No)  Substitution 20 ft Height Increase; allowed hgt. = 75 ft.
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Part 6 - Occupancy Separations (T7508.3.3)

Occupancy / Occupancy

S2/B
F2/B
S1/A3
A3 /B

Incidental Use Area Separation (T5K08.2)

Rating

IBC / Ul Design #

to be determined
to be determined
to be determined
to be determined

Parking garage (section 406.2) = 1 hour and provide automatic fire —extinguishing system

Part 7 - Other Building Elements (T601 and T602)

Element

Interior Bearing Wall

Interior Non-Bearing Wall

Structural Frame
Exterior Bearing wall

Shaft Enclosure (403.3.2)

Floor Construction
Roof Construction
Stairs (1020.1)

Material

Rating IBC / UL Design #/other

NOO-2NDNOOO

to be determined
to be determined
to be determined
to be determined
to be determined
to be determined
to be determined
to be determined

Part 8 - Exterior Wall Fire Ratings and Opening Protection (704)

North for

Non-

Occup. Bearing Bearing Protection

yes

South for

N/A

Non-

Occup. Bearing Bearing Protection

yes

East for

N/A

Non-

Occup. Bearing Bearing Protection

yes

West for

N/A

Non-

Occup. Bearing Bearing Protection

yes

University of Utah

N/A

College of Nursing

Opening Const
Material Required Design #
unlimited N/A
Opening Const
Material Required Design #
75% N/A
Opening Const
Material Required Design #
unlimited N/A
Opening Const
Material Required Design #
unlimited N/A

Parapet IBC / UL
no N/A
Parapet IBC / UL
no N/A
Parapet IBC / UL
no N/A
Parapet IBC / UL

no N/A
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Part 9 - Exit Requirements

(1004) (1019, 1015)  (T1005.1) (1014..3) (1014, 1017)  (1016)

# of # of Min. Stair Common Aisle or Travel
Floor Occupant exits Width Path Corridor Dist.
Sub-base 15 1 100 400
Basement 114.5 2 100 250
1st Level 226 2 N/A 50 (smoke) 33.90(44") 250
2nd Level 521(T1019.1) 3 34.73 (44/48) 50 (smoke) 78.15(44") 250
3rd Level 138 2 13.80 (44/48) 100 20.70(44") 300
4th Level 197 2 39.40 (44/48) 100 29.55(44") 300
5th Level 169 2 16.90 (44/48) 100 25.35(44") 300

Total Floor 1,380.5

Part 10 - Additional Requirements

Accessible Means of Egress (1007)= two Accessible means of Egress is required from each level.
Accessible Route (3409.7)

Special Occupancy Requirements (Chapter 4)

Seismic Loads (1613)

List of Deferred Submittals / Phased Work / Changes (106)

Statement of Special Inspections (1704)

Part 11 - Fixture Count

Fixture Required Provided (per Test-fit)
WC Male: 11 Female: 14 25 27

Lavatories Male: 8 Female: 8 16 25

Drinking Fountain 6* I

Service Sink 5 5

* Does not include accessibility count.
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Structural Design Criteria

The structural design for this project should provide
a building system which will integrate with the
program requirements for space layout, as well as
with the architectural and building service needs,
while meeting current code standards for vertical
and horizontal load carrying capacity.

The building structure shall be designed in
accordance with the 2006 Edition of the International
Building Code.

Codes and standards that apply to the design of
this building are:

e 2006 International Building Code

e ASCE 7-05 Minimum Design Loads for Buildings
and Other Structures

¢ DFCM Design Manual, March 15, 2006

e ASCE 41-06 Seismic Rehabilitation of Existing
Buildings

e American Institute of Steel Construction (AISC)
with Commentary

e ACI 318 Building Code Requirements for
Reinforced Concrete

e American Welding Society (ANSI/AWS) D1.1
Structural Welding Code
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Geotechnical Criteria

No geotechnical report is available for the building
at this time. A final geotechnical report should
completed to establish proper design criteria for
new foundations that may need to be added to the
building, or for the evaluation of the suitability of
existing foundations to support increased load.

The following design issues should be discussed
in the project geotechnical report. Other design
issues may need to be considered as the project
progresses.

Soil bearing capacity

Structural fill requirements

Potential differential settlements

Potential for expansion or collapse of soils due to
moisture changes

Liguefaction potential

Groundwater restrictions

Seismic considerations, coefficients, fault traces, etc.
Lateral bearing pressures — active and passive
Alternate foundation systems

Pavement sections

Strategies for augmenting existing foundations
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The College of Nursing Building is located within
the Wasatch fault zone and is located quite close
to the Wasatch Fault. It is anticipated that the fault
most likely lies to the east along the base of the
mountains. This should be verified by the final
geotechnical report.  Geologic seismic hazard
mapping indicates that this site could experience
severe lateral ground shaking. For the College
of Nursing building, the contour maps in the IBC
indicate that horizontal spectral accelerations (Ss)
are 1.77 g with one second spectral accelerations
(S,) equal to 0.79.

Existing Building Structure

The College of the Nursing Building was constructed
in 1968. This building consists of a 4 story office
and classroom building above 2 levels of parking
structure. The upper level of the parking structure is
at ground level. The parking structure was repaired
in 1988.

The office and classroom portion of the building
is a steel framed structure supported on concrete
columns and walls at the lower parking levels. The
columns at the upper steel framed portion consist
of wide flange sections that are spliced at the
second and fourth floors. The suspended floor
slabs consists of 3” light weight concrete over 1 72"
deep composite metal deck. The concrete slab is
reinforced with #3 bars at 12” o.c. each way. The
metal deck at floors bears on wide flange beams
with composite construction.

The roof structure is comprised of 2 ¥2” light weight
concrete on 1 %" deep, 22 Ga. Metal deck. The
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roof slab bears on wide flange steel beams.

The parkingfloor consists ofa4 2" reinforced concrete
slab supported by post tensioned concrete beams.
The post tensioned concrete beams are supported
by reinforced concrete columns and walls.

The lateral force resisting system consists of short
reinforced masonry shear piers at the exterior,
and steel moment frames in the two orthogonal
directions at the interior of the building. The
Reinforced concrete shaft walls located at the stairs
and elevator core function as shear walls to resist
lateral forces. Steel moment frames consist of steel
wide flange columns and beams with bolted end
plate connections. The concrete slabs at the floors
and roof function as rigid horizontal diaphragms at
these levels.

Evaluation of Existing Lateral Force Resisting
System

The lateral force resisting system was evaluated
based primarily on information contained in the
original contract drawings for the building. Field
investigation of the existing structure was limited,
and no testing was performed. The findings of this
evaluation are summarized in Seismic Evaluation
Report prepared for ajc Architects dated June 23,
2005.

A computer analysis of the existing lateral force
resisting system for the building was performed as
part of this evaluation. A number of deficiencies
were identified in the existing lateral force resisting
system. The primary deficiencies thatwere identified
are excessive lateral drift in the building, shear
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stresses in the concrete shear walls and masonry
piers that exceed allowable limits, and deficiencies
in the existing bolted end plate connections at
the ends of the moment frame beams. Other
deficiencies were also identified. Please see the
evaluation report for a more detailed discussion
of the deficiencies identified in the lateral force
resisting system.

Upgrade of
System

Existing Lateral Force Resisting

Schematic retrofit approaches were developed in
the evaluation report for each of the deficiencies
identified. These retrofit schemes were developed
based upon knowledge of existing deficiencies
and engineering judgment. The following
recommendations were made for upgrading the
existing structure.

Addition of a new concrete shear wall located at the
north end of the upper classroom/office floors, and
running in the east-west direction, will significantly
reduce the shear in the existing masonry and
concrete shear walls. The new shear wall will
also shift the center of rigidity of the lateral force
resisting system closer to the center of the upper
floors and reduce undesirable torsional deflections
in the building.

The addition of new steel braced frames is
recommended at the east and west exterior walls
of the building. The new braced frames will
reduce earthquake forces imposed on the existing
concrete shear walls at the stair and elevator
core, as well as the existing steel moment frame
at the interior of the building. The braces are also
intended to reduce lateral drift in the building to
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acceptable limits under the code. The schematic
approach is to construct these new braced frames
on the existing column lines at the east and west
exterior walls. The existing columns will most likely
need to be reinforced to resist overturning forces
in the braced frames. It may also be possible to
add new columns along side the existing columns
where the new braced frames are constructed. |t
is anticipated that two new braced frames will be
placed at both the east and west walls. Existing
foundations under the new braced frames will most
likely need to be strengthened and augmented to
resist sliding and overturning forces in the braced
frames.

Other options for seismically upgrading the existing
building should be studied and evaluated as the
design of the project progresses. The approach
outlined in the evaluation report was proposed to
concentrate seismic upgrade work at the exterior
walls of the building to provide easier construction
access and minimize disruption to the interior
spaces of the building. If it becomes apparent
that other seismic upgrade options may be more
economical or feasible for the building, these
options should be studied during the schematic
design phase of the project.

New Stairs and/or Revisions to Existing Stairs

Architectural programming has recommended
adding new stairs to the building and revising
existing stairs to facilitate better flow between floors.
The impact of new or revised stairs on existing floor
structures shall be considered with the objective
of reducing the degree of demolition and revisions
to the existing floor structures, while still providing
proper flow between floors.
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Future Building Expansion

Future vertical expansion of the building is not
anticipated and no provisions should be made in
the structural design for future vertical expansion.

Horizontal expansion of the existing facility could
take place in the future, although this is not
anticipated at this time. It should be assumed
future horizontal expansions will be self supporting
for both gravity and lateral loads. The structural
modifications and upgrades need not be designed
to support future horizontal or vertical expansions.

Additions and Alterations to Existing Structure

Additions and alterations to the existing structural
system of the building shall comply with 2006 IBC
Chapter 34, particularly Section 3403.2 dealing
with structural additions and alterations. The
College of Nursing Building will have an occupant
load greater than 500 people. As a result it is
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classified as an Occupancy Category Il building
for new construction under ASCE 7-05. Appropriate
importance factors shall be applied to the design
of new construction where required by the building
code for Occupancy Category Il

Testing and Inspections

The Architect/Engineer, and the selected testing lab,
shall perform periodic construction observations,
testing, and special inspections, as outlined in
Chapter 17 of the International Building Code.
The design engineer shall list all required special
inspections on the contract drawings, and perform
periodic construction observations as required by
the A/E agreement. Costs for special inspections
and testing services will be paid for directly by the
owner.
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Mechanical and Plumbing
Systems Design Criteria

General Mechanical

The design and construction of the University of
Utah College of Nursing Remodel and Addition shall
comply with the current State of Utah Division of
Facilities and Construction Management’s Design
Criteria as well as the current University of Utah
Design Standards.

The mechanical and plumbing systems for
the buildings shall be energy conserving and
suitable for the building occupancy. Systems and
equipment shall have a proven history of providing
efficiency and optimal energy conservation. The
systems shall comply with the State of Utah High
Performance Building Rating System as further
detailed. The mechanical and plumbing systems
shall be designed in a manner to facilitate regular
maintenance.

The control system shall be an electronic DDC
system tied into the central campus control system,
either the Staeffa Talon front end, or the Johnson
Metasys front end. Provide complete operation
and maintenance manuals at the completion of the
project as well as a complete set of record drawings
and specifications.
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All equipment shall be clearly labeled. Equipment,
piping and ductwork shall be painted and labeled
as required by the University of Utah guidelines.

Design Conditions

The mechanical system shall be designed to
maintain comfort condition in accordance with
ASHRAE Standard 55, ASHRAE 90.1-2004, the
DFCM A/E Design Guidelines, and University of
Utah Design and Construction Standards.

Elevation: 4750 Ft.
Lat/Long. 41°15’ N, 111°57° W
Ambient:
Summer 97°F DB 62°F WB
Winter 0°F DB
Indoor Conditions
Summer 75°F
Winter 72°F
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Envelope U-values

Building envelope shall be designed in
coordination with mechanical systems in order
to achieve the High Performance Building
Rating system Requirements.

Ventilation Rates: ASHRAE 62-1 — 2004

Internal Heat Gain:
People: ASHRAE Estimates for

Level Activity

ASHRAE Estimates or

manufacturers data for

the following:

e Computers

e Copy Machines

e TV Monitors

e Other heat producing

equipment

Equipment:

ASHRAE 90.1 — 2004
adjusted as necessary for
special occupancy or

Lights:

task
requirements.

Applicable Codes

The mechanical system throughout the building
shall be designed and installed in accordance with
the most recently adopted of the following codes
and standards:

e |ife Safety Code
¢ |International Building Code (IBC) including all
appendices
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International Mechanical Code (IMC)

International Plumbing Code (IPC)

International Energy Conservation Code (IECC)

International Fuel Gas Code (IFGC)

National Electrical Code (NEC)

National Fire Protection Association (NFPA)

ASHRAE 90.1 - 2004

ASHRAE Standard for Ventilation 62-1 2004

ASHRAE Guides and Standards (ASHRAE)

State of Utah Boiler and Pressure Vessel Rules

and Regulations

e American Society of Mechanical Engineers
(ASME)

e American Standards Association (ASA)

e American Society of Testing Materials (ASTM)

e Sheet Metal and Air conditioning Contractors
National Association (SMACNA)

e (QOccupational Safety and Health Administration
(OSHA)

e DFCM Indoor Air Quality Criteria

e Utah State Division of Facilities and
Construction Management (DFCM) ~ Architect /
Engineer Design Guide.

e University of Utah Design Standards

Systems Considered
Dual Duct System

Advantages. The existing system is a dual duct
system. We looked at the possibility of replacing
the components, but staying with the dual duct
system. The primary advantage of this option
would be that the project could potentially be
remodeled in phases by staying with the original
system. Since the project will not need to be done
in phases, this advantage is not as valuable. There
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is still the advantage of directly connecting the
recently remodeled 5" floor west side system, and
the classrooms and auditorium on the 2" floor if
desired.

Disadvantages. The dual duct system typically
does not control as precisely as other systems,
such as a single duct VAV with reheat system. It
also typically uses more energy due to the mixing
of air, although a neutral deck and variable flow
technology can make it operate much more
efficiently than the existing constant volume system.
Another disadvantage is physical space. The shaft
size and ceiling heights will be constrained by the
existing building, and feeding every box with 2 full
size ducts requires more space.

VAV with Reheat

Advantages. The VAV with reheat system is very
adaptable to individual temperature control, and
will easily accommodate the University standard
of individual temperature control. It also has a lot
of flexibility for additional temperature control and
future renovations. The system is very energy
efficient, and has many opportunities to optimize
energy usage. It is a proven, tried and true
reliable system, which typically results in reduced
maintenance costs, and reduced problems or
failures associated with lack of maintenance.

Disadvantages: There are recently renovated areas
that already have the dual duct system installed.
This system will require replacing the existing
boxes, routing new heating water to the new boxes,
and making ductwork modifications upstream of
the existing boxes. Another disadvantage is that
the overhead supply and overhead return in the
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heating mode does not typically mix as well closer
to the floor and at the perimeter. This situation can
be aggravated depending on furniture layout near
the perimeter.

Underfloor or Raised Floor Displacement Ventilation

Advantages: The underfloor displacement
ventilation system is designed to deliver a better
air quality to the space by displacing the air, rather
than mixing it. This also gives an ability to provide
warmer discharge air temperatures. A major
advantage of the underfloor system is the flexibility
to quickly and inexpensively re-distribute the air in
remodels, in order so save money in what is called
office churn.

Disadvantages: The underfloor system tends to
work better for large open office areas, such as
areas with lots of cubicles. When there are multiple
hard offices, the ability to provide individual office
temperature control is reduced, and cost to do so
increases. The perimeter areas still need re-heat
piping, which reduces the flexibility and increases
the cost in areas with a lot of perimeter. The flexibility
of office churn is really reduced with an increased
amount of perimeter zones, and hard offices, both
of which are abundant in this building.

AV Cooling, Perimeter Radiant Fin Tube Heating

Advantages: The VAV cooling system is very
flexible, and gives the opportunity to provide
individually controlled cooling in as many zones as
desired. The quality of heat from perimeter radiation
is very desirable, and in an existing building where
the building skin may not be as thermally efficient,
perimeter radiant heat would help pick up the skin
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heating load very effectively.

Disadvantages: If interior spaces have only
overhead cooling with no method of heat, they
can be sub-cooled by continuously bringing in
the minimum amount of ventilation air. Even if a
particular room has both the overhead cooling
and the perimeter heating, the cool drafts from the
ceiling can be very undesirable, even though the
room temperature is acceptable. Ifre-heatis added
to the overhead system, it can reduce or eliminate
the problems with sub-cooling and drafts, however
the system with overhead re-heat and perimeter
heat will have to sources of heat, and along with
that an increased construction cost.

Recommendations

Due to the type of use and the existing conditions
of the building, we recommend using the VAV with
reheat system. This system will most efficiently
meet the University’s requirements for individual
temperature control, while maintaining a high level
of energy efficiency, and maintainability. Although
it will impact the recently renovated spaces, the
impact should be limited enough to be feasible.
Depending on budget, we recommend considering
perimeter fin tube radiation in addition to the reheat
at the boxes. See the following more detailed
description of the individual components for the
recommended system.

Heating System

Heating source shall be campus supplied high
temperature water. High temperature water shall be
converted to building heating water at a new shell
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and tube high temp converter per the University
guidelines chapter 8. The campus high temp water
has been recently modified and upgraded with a 6”
stub-out for this building. This project shall connect
to the existing high temp stub-out, and bring a new
high temp feed into the building. Building heating
water shall be 180°F heating water and shall be
distributed through a two pipe, direct return system
to the building. Hot water pre-heat coils shall be
installed at air handling units, and hot water re-heat
coils shall be installed at the VAV boxes. Design
team shall evaluate the possible use and associated
cost and benefit of perimeter fin tube radiation with
the owner, particularly on the fifth level where a
portion of the floor is exposed.

The hot water pumps shall be designed with 100%
redundancy. The hot water system shall consist
of hot water distribution pumps with variable
frequency drives, pre-heat coil circulating pumps,
air eliminator, and expansion tank complete with
automatic make-up water system. The entire hot
water system shall be controlled by a DDC control
system, and completely integrated into the existing
campus central control system. Provide a building
BTU meter to measure instantaneous flows, as
well as cumulative flows. Flow meter shall have a
manual reading at the building, as well the ability
to communicate readings via the central control
system.

Cooling System

Cooling source chilled water provided by central
chiller plant. Replace the existing 6” chilled water
feed, and re-connect to existing campus chilled
water loop outside the building. See campus
chilled water master plan. Building chilled water

Building Renovation Program Document



loop shall consist of a tertiary building chilled water
pump with a variable frequency drive.

Building chilled water system shall be completely
integrated with the campus central control system.
Chilled water supply piping shall supply 45° F
chilled water to cooling coils located in building
air handling units. Coils shall be designed for a
10° F water temperature rise. Provide a building
chilled water flow meter to measure instantaneous
flows (in gpm), as well as cumulative flows in (in
gallons). Flow meter shall have a manual reading
at the building, as well the ability to communicate
readings via the central control system.

Computer server rooms/ Teledata rooms shall be
provided with independent dedicated precision
cooling units, with roof mounted condensers.
Provide cooling in simulation lab control rooms,
which will have multiple computers, monitors,
etc. Design team shall coordinate exact cooling
requirements for control rooms.

Air Systems

Air system for the buildings shall be a VAV with
reheat system. VAV system shall be designed in
accordance with University Standards Chapter 6,
including a dedicated VAV box for each classroom
and office. Include aminimum 2 personal computers
per person in each office for load calculations.
Coordinate other heat load sources during design.
The 5" floor west side, as well as 2 classrooms and
the auditorium on the 2nd level have been recently
renovated. The intent of this renovation will be to
limit the construction in these areas as much as
possible.
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The existing dual duct boxes shall be replaced with
single duct VAV boxes, and the existing pneumatic
thermostats shall be replaced with DDC. The low
pressure ductwork downstream of the box shall
remain, and the existing cold ducts upstream of
the box shall be used as the new primary duct
wherever possible.

Provide 2 air handling units for back-up capacity.
Air handlers will need to be designed to be broken
down and re-assembled in room as necessary to
be installed in the existing basement mechanical
room. Each air handling unit shall be provided with
hot water pre-heat coils, and chilled water cooling
coils. Each air handling unit shall have 100%
economizer capability, with separate return/relief
fans.

Roof mounted belt driven exhaust fans shall be
provided for the restrooms, custodial closets,
electrical rooms, copy rooms, elevator rooms and
break rooms. Rooms with similar use, function,
and schedule may be combined in the same fan
systems. The exact number and location of the
fans shall be determined during design. Exhaust
ducts shall be routed to roof fans. Size fans and
exhaust mains for additional 25% future capacity
per University standards. Building exhaust fans
shall be controlled via the BMS.

Outside air ventilation shall comply with ASHRAE
Standard 62-1 2004. Outside air shall be controlled
by carbon dioxide sensors to provide adequate
ventilation, as well as improved energy efficiency.
The systems shall be capable of 100% outside air
and 100% relief air in economizer load. The number
and location of fresh air inlets, and relief air outlets
shall be determined during design.
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All ductwork shall be insulated metal duct with
volume dampers for all supply and exhaust diffusers
or grilles. Classroom and office air distribution
systems shall be designed to provide a quiet
comfortable learning and working environment.
Supply ductwork shall be routed to each floor
through a central shaft from the mechanical room.
Size the supply ductwork in the shaftlarge enough to
accommodate for some additional future capacity,
per the University's request. The same shaft shall
be used for return. Return air in space shall be
ceiling plenum return, with sound boots at grilles.
Floor return, particularly on the fifth floor shall be
evaluated by the design team as a possible option to
achieve better temperature distribution in the space.

Building Controls Systems

The control system shall be an electronic DDC
system tied into the central campus control system,
either the Staeffa Talon front end, or the Johnson
Metasys front end.

The air handling system shall be controlled by a
DDC control system that is 100% integrated into
the campus central control system. Building air
handling system controls shall include air handler
VFD control with duct static pressure re-set,
air handler discharge temperature control and
reset, VAV box space temperature and discharge
temperature control, VAV minimum outside air re-
set based on occupancy sensors, building static
pressure control, outside air damper control, etc.

The heating system shall be controlled including
remote BTUH/GPM monitoring, hot water re-set, hot
water pump VFD speed with pressure re-set, etc.
The cooling system shall be controlled with remote
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BTUH/GPM monitoring.  Additional specifics of
the controls system shall be coordinated with the
University during design.

Plumbing Systems

Plumbing systems shall be designed to meet the
International Plumbing Code as adopted by the
State of Utah, D.F.C.M. Guidelines and University
of Utah Design and Construction Standards.

Re-connect to existing domestic water main.
Provide new building PRV station, and water meter
with remote reading through the BMS.

Domestic Hot Water shall be provided by a shell
and tube heat exchanger connected to the campus
high temp water. The shell and tube heat exchanger
shall circulate a domestic water storage tank per
the University’s design standards.

Plumbing fixtures shall be manufactured by the
same source. Provide ADA compliant fixtures
as required by code, and where called out in the
individual space requirements. Provide water
closets, sinks, lavatories, and any other fixtures
as detailed in the individual space requirements.
Faucets shall be sensor operated low flow (0.5
gpm), and shower heads shall be low flow (1.5
gpm). Water closet flush valves shall be dual
flush. The additional maintenance considerations
associated with waterless urinals seem to make
them undesirable for the University on this project;
however, as technology continues to develop, the
design team shall re-evaluate the possibility of
waterless urinals with the University during design.
Ultra low flow urinals (pint flush) shall also be
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considered at that time. Coordinate with simulation
lab for nurse’s sink requirements.

Provide floor mounted service sinks and wall
mounted hand sinks in the custodial closets
indicated in the individual space requirements.

Provide mixing valves on ADA bathroom fixtures.

As required by the design, lavatories shall be either
cabinet mounted or wall mounted self supporting
fixtures,

Water closets shall be wall mounted flush valve
type with elongated bowl and open front seat.

Floor drains shall be provided in all bathrooms,
custodial closets, mechanical equipment rooms
and laundry rooms.

Water treatment for the heating hot water and chilled
water systems shall be provided and system shall
match existing campus system. The University of
Utah water treatment organization is West Water
Treatment.

Exterior Hydrants shall be provided for hose
connections.

Specialty Piping

Simulation lab is intended to be a representation
of actual hospital work areas. Each mock patient
bed shall have standard medical gas headwalls.
Provide medical vacuum to each headwall, and
provide regular compressed air to all other outlets
for simulation of medical gas. Include nurse’s alarm
stations and emergency shut-off valves in a typical
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hospital type layout also for training. Air compressor
and Vacuum shall be located in a dedicated room
on the lower parking level.

Fire Protection Systems

Fire sprinkler protection shall be provided suitable
for the building type and occupancy. The entire
building shall be sprinkled. Re-connect to existing
fire main. Verify size and capacity of existing fire
main, and design system based on actual flow
test at building. System shall comply with NFPA,
Campus Fire Marshal and State of Utah Fire Marshal
requirements.

Fire alarm main panels shall be installed by the main
front entrance used by the fire department, and the
exact placement shall be decided during design in
conjunction with the campus Fire Marshal.

The fire sprinkler inspector’s test shall be piped into
a drain or sewer to prevent water damage.

The fire sprinkler inspector test shall be of the
simulated sprinkler head type, and not the glass
bulb type.

The fire alarm contractor shall provide a “dry” set of
contacts to tie into the central campus annunciator
panel.

Allfire rated doors shall be supplied with a magnetic
door hold open that is tied into the fire alarm system.
Upon activation of a fire alarm or power failure, they
shall release.

The contractor shall provide documentation of the
acceptability of all fire-safing materials used.
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Utilities
Water

Replace the existing 4” domestic water main to the
building. Underground water service piping shall
be type K wrapped copper and enter the building
into a pressure reducing station and main building
shut-off valve. All interior above grade water piping
shall be type L copper. All culinary hot and cold
water piping shall be insulated.

Provide interior water meters per University
Standards for culinary hot and cold water at this
building. Flow meters shall measure instantaneous
flows (in gpm), as well as cumulative flows in (in
gallons). Flow meter shall have a manual reading
at the building, as well the ability to communicate
readings via the central control system.

Fire riser shall be a new feed to the building and
shall be tied into the existing fire line at building
exterior.

Sewer

Provide a new 6” sewer main and tie into the existing
6” line adjacent to the building. Design team shall
verify that the 6” line has the capacity to handle the
new remodel of the College of Nursing building.
Sewer piping shall be cast iron. No-hub piping is
not allowed underground. Provide cleanouts as
required by code.

Storm Drainage

Building roof drain piping shall surface drain. Roof
drain piping inside the building shall be insulated.
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Primary and secondary roof drain system shall be
provided. Roof drains shall be tied into campus
storm drain system.

Sustainable Design - Mechanical and Plumbing

State of Utah High Performance Building Rating
System

This project will be required to adhere to the State of
Utah High Performance Building Rating System as
it applies to remodel projects. See DFCM Design
Requirements, High Performance Building Rating
System for in depth descriptions of prerequisites
and sustainability points. Theintentistouse 1.5% of
the construction budget for improved sustainability
and energy efficiency measures. The following is
a summary of mechanical and plumbing design
requirements and possible credits to pursue in
order to comply. Design team in conjunction with
the owner shall make the final determination of
exactly which credits to pursue.

Mechanical and Plumbing Prerequisites

3.1.D.a. New building envelope components
shall be designed to be 10% better
than ASHRAE 90.1-2004 minimum
requirements.

3.1.D.c. Mechanical systems shall be designed

to meet minimum performance based on

ASHRAE90.1-2004.

55.A. DFCM shall engage a 3 party
commissioning agent.
5.5.B. Design decisions shall be made using

life cycle cost analysis.

Building Renovation Program Document



55.C.

5.5.D.

55.E.

5.5.1.

5.5.J.

5.6.A.

System shall be designed without CFC
based refrigerants.

Ventilation system shall be designed
in accordance with the most current
adopted version of ASHRAE Standard
62. (currently 2004 ed)

Roof drains and any other plumbing or

HVAC system drains shall be designed

to avoid standing water around or in the
building.

Filtration media shall be replaced prior to
occupancy.

Thermal comfort systems shall be
designed to comply with ASHRAE
standard 55.

DFCM shall engage a 3" party energy
specialist to evaluate different energy
saving measures, and coordinate these
with the design team, commissioning
agent, and possibly with available utility
company energy credits. Iltems with

a payback of less than 3-5 years are
strongly encouraged, as long as they will
be compatible with this building and the
University’s requirements.

Mechanical and Plumbing Potential Sustainability

Credits:

5.7.B.2. Demand controlled ventilation using CO2

5.7.C.1

University of Utah

sensors. 1 point

On site renewable energy. Both solar

College of Nursing

57.D.2.

5.7.D.3.

5.7.E.

57.F

5.7.1.

5.7.J.

water heating, and photovoltaic cells
may be considered and evaluated with
the owner and the design team as a
means to provide a percentage of on site
renewable energy. 1-2 points

Pollutant source control, including the
following:
1. Source ventilation systems for areas

such as copy rooms, janitorial rooms, etc.

1 point
2. Select particle arrestance filtration
rated at 65 percent or better. 1 point

1. Construction Indoor Air Quality
Management Plan 1 point

2. Complete building flush with
100% outside air for 15 days prior to
occupancy. 1 point

Additional Commissioning 2 points

Improve acoustical performance.
Depending on level of testing and
documentation, design system to limit
noise from exterior sources, HVAC
systems, and other sources. 1-2 points

Water Efficient Fixtures and Appliances
(with the exception of waterless urinals
per the University’s request) 2 points

Provide energy metering for campus
chilled water, campus high temp water,
natural gas, domestic water, and other
utilities as required by electrical and
landscaping. 1 point
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5.7.J.2. Provide continuous metering of
equipment as specified in HPBRS
including motor loads greater than 20
HP, variable speed drives, chilled water
pumps, heating water pumps, outside
air economizer, supply air static pressure
and volume, etc. 1 point

LEED-CI
Mechanical and Plumbing Recommendations

If the University decides to pursue LEED -
Commercial Interiors for this project, the following
is a brief description of some mechanical and
plumbing sustainable approaches that are required,
and some recommended items that should be
considered. Design team in conjunction with the
owner shall make the final determination of exactly
which credits to pursue.

LEED CI Prerequisites and Credits

Design Approach

Water Efficiency Credit 1.1: Water use reduction by
20%.

Use dual flush valves at water closets, low flow
faucets and showers. Consider with University
waterless or ultra-low flow urinals. Coordinate with
HPB 5.7.1.

Energy and Atmosphere Prerequisite #1:
Fundamental Commissioning

Engage a 3 party commissioning agent per
DFCM HPB pre-requisite.

Energy and Atmosphere Prerequisite #2: Minimum
Energy Performance

All equipment shall be designed to meet or exceed
current energy codes. Coordinate with DFCM
requirements section 3.

Energy and Atmosphere Prerequisite #3: CFC
Reduction in HVAC&R Equipment

All cooling equipment shall be designed and
specified without CFCs. Coordinate with HPB
5.5.C.

Energy and Atmosphere Credit 1.3A: Optimize
Energy Performance (minimum equipment
efficiency, and appropriate zoning and controls)

All equipment shall be designed to meet more
stringent energy requirements which exceed code
minimums. Provide increased temperature control
zoning. The University standard of individual
temperature control for each office will come very
close to meeting this requirement.

Energy and Atmosphere Credit 2: Enhanced
Commissioning

Engage a 3 party commissioning agent in the
design phase of the project. Coordinate with HPB
5.7.E.
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LEED CI Prerequisites and Credits

Design Approach

Indoor Environmental Quality Prerequisite #1:
Minimum IAQ Performance

System shall be designed in compliance with
ASHRAE 62.1 — 2004.

Indoor Environmental Quality Credit 1: Outside Air
Delivery Monitoring

Include CO2 demand controlled ventilation and
outside air measuring. Coordinate with HPB
5.7.B.2.

Indoor Environmental Quality Credit 3.1:
Construction IAQ Management Plan, During
Construction

General Contractor shall implement a construction
IAQ management plan. Coordinate with HPB
5.7.D.3.

Indoor Environmental Quality Credit 3.2:
Construction IAQ Management Plan, Before
Occupancy

Prior to occupancy, building shall be flushed with
outside air for 2 weeks to remove any contaminants
from indoor air. Coordinate with HPB 5.7.D.3.

Indoor Environmental Quality Credit 6.2:
Controllability of Systems, temperature and
ventilation

Provide increased level of temperature control for

individual occupants. Requirements resemble the
University’s individual office control standards and
credit EA1.3.A.

Indoor Environmental Quality Credit 7.1: Thermal
Comfort — Compliance

Design HVAC systems for optimal comfort
ranges. Include automatic temperature controls.
Coordinate with HPB 5.5.J.

Indoor Environmental Quality Credit 7.2: Thermal
Comfort - Monitoring

Provide post-occupancy building survey of thermal
comfort, and develop a plan to correct deficiencies
that arise.
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Electrical Systems Design Criteria

Codes which are applicable to the design of the
electrical systems are listed below. Comply with
each of the latest adopted publications.

e ADA, Americans with Disabilities Act
e ASHRAE 90.1 Energy Code
e DFCM, Division of Facilities Construction and
¢ Management, Design Criteria
e DFCM, High Performance Building Rating
System
e EIA/TIA, Electronics Industries Association/
Telecommunications Industry Association
¢ |IBC, International Building Code
¢ [ESNA, Illuminating Engineering Society of North
America
e NFPA, National Fire Protection Association
(applicable sections including but not limited to):
NFPA 70, National Electrical Code
NFPA 72, National Fire Alarm Code
e UL, Underwriter=s Laboratories
e Utah State Fire Marshal Laws, Rules and
Regulations
e University of Utah Design Standards
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Power Distribution
Site Medium Voltage Service and Distribution:

The existing Nursing Building is currently fed from
the old 7,200 V distribution system that is being
phased out. New primary electrical service shall be
delivered to the building from the campus 12,470V
distribution system. Abandon and remove the old
7,200 V service to the building and provide new
12,470V service from an adjacent manhole that was
installed from the Red Butte substation to the Health
Science Education building located southeast of
the Nursing Building. Provide a new 4-way switch
in manhole to connect to existing feed to the HSEB
and new feed to the Nursing Building. Having the
new 12,470V distribution so closely available to
the building provides a good opportunity to make
the conversion from the old 7,200V system to the
12,470V system. Provide new transformers and VFI
switch in a new transformer vault for the Nursing
Building.

Building Renovation Program Document



Low Voltage Service and Distribution:

The existing 120/208V secondary service and
distribution for the building shall be replaced in
its entirety. This effort will need to be phased to
maintain power to portions of the building that
will be operational during the demolition and
construction activities. Service at 277/480V should
be considered due to the size of the building and
the fact that all mechanical equipment will be
replaced.

The electrical service shall be sized for a minimum
10 watts/square foot for 277/480V loads and 5
watts/square foot for 120/208V loads, plus 50%
spare growth capacity on each system.

Provide a new main electrical room located in the
parking level adjacent to the transformer vault. The
transformers shall deliver 120/208V and 277/480V
service to new main switchboards. The main
switchboards shall have Square D “Powerlogic”
type digital metering to monitor all important
electrical parameters of the building such as volts,
amps, kVA, demand, power factor and harmonic
distortion. This meter shall have the capability to
be remotely monitored per campus standards. The
switchboards shall have provisions to add breakers
for future load growth. The main switchboards shall
distribute power to the various branch panelboards
for lighting, outlets and miscellaneous loads.
For power quality, loads shall be separated into
different feeders based on load type, such as
motors, lighting and outlets.

Motor control centers shall be provided for areas
where 3 or more motors are grouped. All 3-phase
motors shall be provided with phase-loss protection.
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Variable frequency drives shall be provided where
required for mechanical equipment and be in
compliance with DFCM and Campus requirements.
The VFD’s shall have filters to isolate the damaging
harmonics from the electrical distribution system.

New branch panelboards shall be provided in new,
vertically stacked electrical rooms. Locate the
electrical rooms centrally as much as possible in
order to make new and future circuit runs shorter
and less costly. Also, consideration shall be given
to the ease and accessibility of running new and
future circuits out of each room. An area of each
room shall be dedicated for current and future
riser conduits or busways so that wall-mounted
equipment will not impede vertical distribution.
Panelboards serving normal lighting and appliance
circuits shall be located on the same floor as the
circuits they serve, making circuit identification
and future work more convenient for the campus.
Panelboards serving the 120/208V system shall
be provided with insulated grounding bus bars,
in addition to the equipment grounding bus, for
equipment that requires an insulated/isolated
grounding conductor. Provide at least 50% spare
capacity for future growth and flexibility.

Outlet and lighting branch circuits shall be loaded
to no more than 80% of what is allowed by NFPA
70. Dedicated circuits shall be provided where the
load requires. On average, 6 outlets per circuit shall
be used. No more than 4 computer terminals per
circuit will be allowed. In some cases, fewer outlets
shall be on a circuit as required by the loads. Each
branch circuit homerun conduit shall have no more
than 3 circuits. All 120V multi-wire branch circuits
shall have a dedicated neutral conductor for each
circuit.

Building Renovation Program Document



Conductors shall be all copper and installed in
raceways, minimum %" C. Branch circuits shall
be sized to prevent voltage drop exceeding 3% at
the farthest load. The total voltage drop on both
feeders and branch circuits shall be designed to not
exceed 5%. This will ensure that all equipment in
the building operates most efficiently and minimize
power quality problems relating to voltage drop.

Equipment and Furniture: Power shall be run to any
equipment indicated in the program as requiring
power. Power requirements will need to be given to
the design team during the design to ensure that the
proper power and conduit is run to the equipment.

A fault current and coordination study shall be
performed by a licensed electrical engineer to
indicate available fault current at all points in the
distribution system. New equipment shall be
adequately rated for the amount of available fault
current.  System coordination shall be studied,
and fuses or breakers selected to ensure minimum
system outage due to overloads or fault currents.
The breakers shall be set with adjustable long
time, short time, instantaneous and/or ground fault
settings for optimum system coordination.

Power Quality and Reliability

With the many computers, audio/visual equipment
and sensitive electronics that are planned for the
building, it will be essential that the electrical system
deliver clean, reliable power to the equipment.
Failures due to poor power cannot be tolerated.
The following measures shall be taken to ensure a
high level of reliability and quality.
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Transient voltage surge suppression (TVSS) and
‘noise” protection shall be provided at service
equipment and on branch panelboards that serve
computer terminals. Tothe greatest extent possible,
TVSS units shall be integral to the panelboard or
switchboard to ensure that lead lengths do not
raise the clamping voltage and negate the use of
the TVSS unit. The TVSS shall protect the sensitive
electronics from disturbances that are generated
inside or outside of the building.

Provide a Lightning Risk Assessment per the NFPA
780. The result of the evaluation will indicate if a
lightning protection system is recommended. A
system of lightning rods on the roof with down
conductors to a counterpoise ground is proposed.
The system shall have a UL Master Label and
comply with NFPA 780.

Many power quality problems can be attributed to
grounding. Poor grounding can cause equipment
failures. The grounding system shall be installed
per NFPA 70, DFCM and Campus requirements.
An insulated equipment grounding conductor
shall be provided in all feeder and branch circuit
conduits. Other guidelines shall be followed, such
as IEEE Standard 1100-1999, Power and Grounding
Sensitive Electronic Equipment.

Outlets

The program space data sheets shall be used
as a guideline for placing outlets, however,
adjustments shall be made to suit the end users’
needs during the design and review process with
campus personnel. Where requirements cannot be
identified, the following shall be used as a general
guideline.
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Classrooms, Lecture Halls and other Instructional
Spaces: Provide outlets for instructor’s station,
audio/visual equipment and each student. Ensure
that there is at least one outlet for each 10’ of wall
space. Provide floor outlets, poke-throughs or
underfloor duct where stations or equipment cannot
be served directly from the wall without crossing
aisle space and where no access floor is provided.

Simulation Patient Rooms and Other Bed Locations:
These rooms should be designed as if it were a
hospital patient room. Provide multiple outlets at
the head of bed (or a hard-wired connection to
headwall unit with integral outlets) and around the
room. Provide red-colored outlets intermittently to
simulate availability of emergency power.

Student Commons Areas: Provide power outlets
for laptop computers, at least one duplex for each
group of 4 seats, but no less than one outlet per
each 12’ of wall space. Provide floor outlets where
stations or equipment cannot be served directly
from the wall without crossing aisle space.

Offices/Workstations: For each workstation, provide
one outlet dedicated to computer terminals and
one normal outlet, and one additional normal outlet
for every 10’ of wall space.

Conference Rooms: One outlet for every 10’ of
wall space, plus one outlet dedicated to computer
terminals on two walls.

Lounges/Breakrooms: Outlets on dedicated circuits
every 4’ on counter top plus dedicated outlets for
refrigerator, microwave, and disposal (switched at
counter top), plus one outlet for every 10’ of other
wall space in room.
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Counter tops (in general): One outlet every 4’; GFI
where within 8’ of a sink.

Restrooms/Shower Rooms: One GFI outlet near
each lavatory counter top.

Corridors, Lobbies: Provide at least one outlet every
25’, on alternating sides of the corridor or lobby.

Stairs: One outlet at the landing of each level.

Storage Rooms (small), Janitors Closets: One
outlet.

Building Exterior: One WP/GFI outlet near each
entrance.

Emergency Service and Distribution:

An emergency diesel generator shall be provided.
It shall be sized to power the emergency lighting,
fire alarm, elevators and other life safety loads in
the building. It shall also serve stand-by (optional)
loads such as data closets — equipment and
cooling, and the security system. Itis proposed that
the generator be located in a room at parking level,
with access via a lift-out hatch at grade level. The
fuel tank shall be sized for a minimum of 18 hours
at full load to keep the building operational during
extended outages. Two transfer switches shall be
used: one for life-safety loads and one for stand-
by (optional) yet important loads. Metering and
annunciation shall be provided at the generator, and
interfaced with the building management system.
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Lighting
Lighting - General:

The basis for design shall be the IES and its
Recommended Practices, such as RP1-93 “Office
Lighting”, RP3-00 “Lighting for Educational
Facilities”, RP-20-98 “Lighting for Parking Facilities”,
and RP-33-99 “Lighting for Exterior Environments”.
For exterior lighting, indirect lighting, and other
specialized task lighting, a point-by-point plot
of illuminance establishing conformance with
the Recommended Practices shall be furnished.
Exterior lighting fixtures shall be full-cut-off type to
minimize light trespass pollution. Energy-efficient
lamps and ballasts shall be used to maximize
energy conservation. Ballasts shall be 10% THD
to minimize system harmonics. The amount of
different lamp types shall be minimized, making
replacement and maintenance easier. Lamps shall
comply with EPA TCLP requirements.

ASHRAE 90.1 requirements shall be met and
exceeded to meet the overall project requirement to
beat this new energy code by at least 10%. Energy
savings design techniques such as daylighting
control, occupancy sensors, energy efficient lamps/
ballasts shall be used where practical to maximize
energy efficiency.

Parking, Pedestrian, and Street Lighting:

For the minimal amount of exterior lighting
required on this project, building-mounted, low-
glare HID luminaries compatible with the campus
surroundings shall be used. Where required, new
pole lights shall be added that comply with the
new Campus standard light pole. Exterior lighting
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shall be controlled with a photocell/timeclock
combination.

Interior Lighting:

In general, indirect lighting shall be used to the
greatest extent possible for glare control in spaces
where computer terminals are used. Where
indirect lighting conflicts with other systems, such
as projectors, then other low-glare fixtures shall be
considered, such as recessed indirect luminaires.
Rooms with audio/visual systems shall have lighting
with variable lighting levels including a separate
controlled zone to reduce glare and illuminance on
the audio/visual display. In rooms with projectors,
separate lighting control switches near the instructor
position shall be installed for ease of controlling
lighting during presentations. Any dimming shall be
provided with fluorescent fixtures — incandescent
fixtures should be minimized to the greatest extent
possible. An A/V interface shall be incorporated in
rooms with A/V equipment so that the lights can be
controlled through the A/V system.

For spaces where glare control is not required,
fluorescent, lay-in fixtures may be used. This
includes corridors, workrooms, restrooms, common
areas, equipment rooms and storage rooms.
Recessed fluorescent downlights shall be used
in areas where aesthetics call for an upgraded
appearance, such as in main lobbies.

Existing lighting systems may remain in recently
remodeled areas (new classrooms and conference
rooms on 2nd floor, and partial 5th Floor). The
existing Auditorium shall be provided with a new
lighting system and controls consisting of dimmable
cove lighting, downlighting, adjustable lighting for
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front of room and wall wash lights for front wall.
Integrate the lighting controls with the upgraded
audio/visual system that is also part of this project.

All interior lighting shall be controlled by some
automatic means. This shall include occupancy
sensors for smaller enclosed areas and timed
relay control for larger areas. The corridors and
common areas shall be controlled through the
building management system with local wall switch
override.

Interior Lighting

Exit and emergency lighting shall comply with the
IBC. Emergency lighting for means of egress to
1 fc average, 0.3 fc minimum, shall be provided.
Emergency lighting shall be included in restrooms,
electrical rooms, and communication rooms.

The following table shall be used as a guideline in
the lighting design for illuminance levels and control
methods:

Task [lluminance (fc) Control

Classrooms with fixed audiovisual 0.25/50 Occupancy Sensor with dimmed,
and switched zoned lighting

Computer Labs 15/50 Occupancy Sensor with Multi-level
switching and zoned lighting

Conference Rooms (without fixed audiovisual) 15/50* Occupancy Sensor with multi-level
switching

Conference Rooms (with fixed audiovisual) .25/50* Variable lighting control, zoned lighting

Toilet Rooms 20 Occupancy sensors, unswitched
emergency lighting

Storage, Active 30 Occupancy sensor and wall switch.

Storage Rooms, Inactive 10 Occupancy sensor and wall switch.

Stairways, Corridors 1/15 Unswitched emergency lighting,
programmable lighting control for
corridor lighting

Lobbies, Reception Areas General Lighting 30 Multiple Switches plus programmable
lighting control.

Office Lighting 50 Occupancy Sensor with manual off.

Mechanical, Electrical 20 Switch for normal and emergency
lighting

Janitorial 20 Occupancy Sensor

Exterior parking

1.0 fc average

Photocell/timeclock

Exterior walkways

0.5 average

Photocell/timeclock

Parking Structure

5 FC average Timeclock with “always on” night lights.

* Maximize CRI for selected lamp type
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Fire Alarm
Campus Fire Alarm and Life Safety:

An addressable/intelligent fire alarm system shall
be provided, complying with Utah State Fire
Marshall’s “Rules and Regulations”, U of U Campus
fire marshal requirements and the ADA. The system
shall be FCI by Nelson Fire as requested in the
Campus guidelines, and shall be connected into

the central fire alarm system.

Telecommunications Pathways
General

Comply with the latest University of Utah Design
Standards for Communications Wiring Systems.
This document is made part of this program by
reference. Coordinate all design with the Campus
Netcom department.

Site Service

Provide new (4) 4” duct bank into the building from
an existing telecommunications manhole located
to the southeast of the building. The existing 2”
conduit duct bank can be left in place and used to
the extent possible.

Riser Distribution

Stacked telecommunications closets shall be
provided to serve each floor of the building.
Coordinate size, equipment layout and wall space
with the Campus Netcom department. Closets shall
be located such that when cabling is routed through
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the raceway system provided, the distance will not
exceed 290 feet to the furthest outlet. Provide a
minimum of four 4” conduits from the MDF to the
stacked IDF locations and four 4” sleeves between
floors. If possible, stack the MDF below the IDF=s.
Provide both normal and emergency circuits to
each IDF, 3 each, with one fourplex per circuit.
Twenty-four hour HVAC is required in each closet
and shall be supplied with emergency power.

Horizontal Distribution

Provide a cable tray distribution network throughout
each floor and into the IDF closets. Extend the
cable tray around inside of the IDF closet to allow
cables to be routed within the room. Consider ease
of access to the tray system when the building is in
full operation. Limit cable tray routing to be above
corridors, common and similar areas. Where
ceilings are exposed or inaccessible, then provide
a bridge of equivalent conduit connecting the cable
trays in the accessible ceiling areas. Do not load
the cable tray and raceway system to more than
50% of what is allowed by cable fill requirements
of NFPA 70.

Voice/Data Drops

Each voice/data outlet location shall consist of a
4” square box with mud ring and two %" conduits
stubbed to the nearest cable tray. Locations will
be coordinated with the users during design. As
a minimum, provide one voice/data drop for each
workstation, fax machine, copy machine, desk,
computer terminal and teaching station. Where
wireless networks are being considered for student
access, still allow sufficient empty raceways for
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future hardwired connections should the wireless
system have insufficient bandwidth for evolving
applications.

Other Empty Conduit Systems

Provide empty conduit and boxes for other low-
voltage signal and communications wiring systems
that may be provided in this or other contracts,
such as audio/visual systems.

System Commissioning

As part of the LEED and High Performance Building
Rating System, commissioning will be an integral
process of the design and construction. Participate
fully with the Commissioning Agent during design,
and specify that the electrical systems installers
are part of the commissioning. As a minimum,
the following systems shall be included in the
commissioning process:

e Medium voltage equipment (transformers,
switches, cables)

e Main switchgear

e Lighting Control Devices and Systems

e Generators and Transfer Switches

e Motor Controllers

e Variable Frequency Controllers

e Fire Alarm Systems

e Security Systems
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Sustainable Design - Electrical
General

This project is under the requirements of the DFCM
High Performance Building Rating System, and is
also under consideration for LEED™ Certification.
The following general areas shall be addressed in
the electrical design in order to meet sustainable
design criteria:

Light Pollution Reduction:

Design exterior lighting using full cut-off luminaires.
Do not exceed 80% of the lighting power densities
for exterior areas and 50% for building facades and
landscape features as defined in ASHRAE/IESNA
Standard 90.1-2004, Exterior Lighting Section.

Optimize Energy Performance:

The lighting power density for the project shall be
at least 10% better than the requirements listed in
ASHRAE/IESNA Standard 90.1-2004. The most
energy efficient lamp and ballast combinations
that are feasible for the project should be used.
Give consideration for maintenance and lamp
replacement according to campus standards shall.
A variety of lighting control methods and lighting
power reduction techniques shall be considered,
based on type and use of each space, including
the following:

1. Corridors and Common Areas: Provide a lighting
relay control system that controls lights based on
time of day occupancy. For after hours, override
switches may be used that turn lights on for no
longer than one hour at a time.
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2. Enclosed Spaces (offices, conference rooms,
equipment rooms, etc.): Provide occupancy
sensors with local “off” override switches.

3. Daylighting Areas: For corridors and common
areas with daylighting, provide indoor photocells
to turn on/off artificial illumination, or to provide
stepped switching based on the amount of natural
daylighting available.  For normally occupied
interior spaces, consider the use of a photocell and
continuous dimming.

4. Exterior Areas: Control exterior lighting through
a photocell and timeclock combination. Campus
environments should have a minimal level of
security lighting throughout the dark night hours.

5. Task/Ambient Lighting: Energy consumption can
be greatly reduced by reducing the ambient lighting
and providing additional, separately controlled
lighting for individual tasks.

Controllability of Lighting:

Maximize the use of lighting controls by ensuring
that at least 90% of the occupants have individual
controllability of lighting in their respective work
area. Where open office furniture is used, then
separately switched task lighting mounted in the
systems furniture is preferred. For shared multi-
occupant spaces, provide variable lighting controls
to allow adjustment that meets group needs and
preferences.
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High Performance Building Rating System

The following specific areas shall be included in the
electrical design to meet the requirements of the
DFCM High Performance Building Rating System:

5.4.A(2): Participate in a Design Charrette to review
requirements to consider new exterior lighting to
be full cut-off to reduce night sky pollution. The
campus standard light pole for east (medical)
campus meets the full cut-off requirements.

5.5.B: Designer shall use life-cycle cost analysis
in making decisions about products, services and
construction to lower the State’s cost and to reduce
energy.

5.5.G: Design shall design the lighting system
according to the IESNA Lighting Handbook.

5.6.A: Participate in design meetings with the
Energy Specialist who will model the energy
consumption and reduction techniques considered
for the building. Provide information that will allow
the model to establish a baseline, and then energy
reduction strategies to improve over the baseline.
Consider all of the items discussed in the “General”
section above, as well as any other opportunities
that are presented or discussed.

5.6.B: While this building will exceed the 75,000
sqg. ft. limit of the Prescriptive approach, the items
listed in this section should all be considered to
help reduce the overall energy and be included in
the building energy model. These items include:
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¢ Design lighting power density to be at least 10%
savings over ASHRAE 90.1 allowances

e Use premium-efficiency T8 lamps and ballasts

e Provide daylighting/dimming controls: within 12’
of windows and 8’ of skylights

¢ Use occupancy sensors in all enclosed spaces

e Encourage at least 80% ceiling reflectance and
70% wall reflectance

5.7.A(1) a. Work together with the Architect to
determine if daylighting can be provided to 40% or
more of the space. Provide daylighting controls for
all areas with natural daylighting.

5.7.C(1): Provide preliminary design and cost for
on-site renewable energy, such as a photovoltaic
system, to reduce energy use by 5%.

5.7.J(1): Provide digital metering for the electrical
usage of the building. Provide data line connection
to allow meter to be remotely monitored per Campus
standards.

5.7.J(2): Provide separate sub-metering for
lighting loads and motor loads to allow for system
performance monitoring.

LEED for Commercial Interiors

The following specific areas shall be included in the
electrical design to meet the requirements of LEED
for Commercial Interiors (Cl):

SS Credit 1, Option F — Light Pollution Reduction:
Remove and replace any exterior lighting that does
not comply with dark-sky requirements, or that
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exceeds the allowable lighting power densities to
meet this credit. Use campus-standard full cut-off
fixtures

EA Prerequisite 2: Comply with ASHRAE/IESNA
90.1-2004. Assist in the energy modeling effort to
identify energy reduction measures and quantify
energy efficiency over baseline model.

EACredit1.1: Optimize lighting energy performance
by 15% - 35% below that allowed by ASHRAE/
IESNA 90.1-2004. Utilize the most efficient sources
feasible, while using products that are available
and maintainable. Take care not to over-design
lighting levels, and use the task-ambient approach
to the extent possible.

EA Credit 1.2: Optimize energy performance by
using daylighting controls in all regularly occupied
spaces within 15 feet of windows and under
skylights.

EA Credit 3, Case B: Provide separate sub-
metering for lighting loads and motor loads to allow
for system performance monitoring. Participate in
the development of a Measurement and Verification
plan.

EQ Credit 6.1: Provide lighting controls for at least
90% of occupants, enabling adjustments to suit
individual task needs and preferences. For shared,
multi-occupant spaces develop a shared lighting
control system that meets the needs of the users
and space.
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Technology Systems Design Criteria

Codes which are applicable to the design of the
technology systems are listed below. Comply with
each of the latest adopted publications. They
are part of this program by reference and are not
restated in the program narrative.

e ADA, Americans with Disabilities Act
e DFCM, Division of Facilities Construction and
Management, Design Criteria
e EIA/TIA, Electronics Industries Association/
Telecommunications Industry Association
¢ |BC 2000, International Building Code
e NFPA, National Fire Protection Association
(applicable sections including but not limited to):
NFPA 70, National Electrical Code
NFPA 72, National Fire Alarm Code
e UL, Underwriter’'s Laboratories
e |EEE Compliance: Comply with applicable
requirements of IEEE 208
e University of Utah Design Criteria
e Utah State Fire Marshal Laws, Rules and
Regulations
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e Standard Broadcast Wiring and Installation
Practices”, as excerpted from “Recommended
Wiring Practices,” Sound System Engineering,
(2nd Edition), D. Davis

¢ The Basics of Audio and Visual Systems Design,
Revised Edition, Ray Wadsworth / International
Communications Industries Association, INC.

Structured Cabling Systems
General

Voice/data cabling (structured cabling systems)
will include copper station cabling, copper and
fiber backbones, all terminations, wall plates,
patch panels, cross connects, racks and wire
management systems.

Voice and data service will originate from the
designated building demarcation, and will be
comprised of a combination of category 3 copper
cabling for voice, and single and multimode fiber
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for data. This cabling will terminate in the main
telecommunications room, or MDF. From the MDF,
a backbone of category 3 copper cable for voice,
and a combination of multimode and single mode
fiber cabling for data will be provided to each
subsequent wiring room or IDF on each of the floors
for voice and data signal distribution. From that
point, horizontal cabling will be provided to each
of the voice/data outlet workstation locations. All
voice and data cabling systems will be furnished
and installed by NETCOM.

Typical Voice/data Outlet

For non-teaching spaces, design each typical voice/
data outlet with 3 each category 6, RJ45 data jacks.
More or fewer outlets may be required to serve
specific needs in specialty areas. In classroom
and lab areas provide one each category 6, RJ45
data outlet for each student seat (unless directed
otherwise by authorized institution personnel during
the design process), and four each category 6,
RJ45 data outlets at each teaching station. In any
computer labs, design one each category 6, RJ45
data outlet for each computer station. All outlet wall
plates shall be one gang with provisions for up to
six RJ 45 jacks labeled to comply with institution
standards. Match color of electrical devices.
Cable each RJ45 data outlet with a 4 pair Category
6 cable. If systems furniture is installed coordinate
location of 3 each RJ45 outlets with cabling for
each workstation location.

Wireless Network
The building, and all immediately adjacent outdoor

areas, will be provided with reliable wireless local
area network coverage. Provide data outlets at
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Owner designated locations for wireless access
points to cover all interior areas, as well as to “spill-
out” into all immediately adjacent outdoor areas.
Design wireless access point data outlet with one
each category 6, RJ45 data jack mounted on a
single gang wall plate.

Telephone Outlet

Design telephone outlets for pay phones, elevator
panels, wall phones and other required uses. Install
4 pair Category 6 cable in a suitable plate for the
application.

Voice And Data System Active Electronics And
Passive Devices

All active voice and data system electronics
including, but not limited to, Ethernet switches,
routers, servers, PBX’s, telephone set instruments
etc... are not included in the scope of work for this
project. Theseitemswill be provided fromaseparate
budget, and are not part of the construction budget.
All passive devices including, but not limited to
cabling, termination devices, wall plates, patch
panels, connectors, open frame equipment racks,
cable runway, and cable management systems are
part of the construction budget.

Security Systems

General

All security systems will comply with established
campus standards. Systems will annunciate alarm

conditions to, and be completely monitored by,
the campus police department. Use only security
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vendors and installer that are pre-approved by the
University of Utah.

Card Access

A complete access control system will be specified
to control entry to all perimeter entry/exit points, and
at select sensitive interior spaces. The Simulations
Suites will require card readers at entrances to the
Suites, at the Control Rooms and at Storage rooms
containing high-cost or sensitive equipment. Card
readers will be the proximity type, and will comply
with established campus standards. Card readers
will report to central door controllers. Coordinate
door hardware to minimize the aesthetic impact to
the appearance of the building.

Video Surveillance

A complete video surveillance system will be
specified to provide for visual monitoring throughout
the existing parking structure, at all building entry/
exit points, at select main building thoroughfares,
elevator lobbies, at entrances to simulation suites,
inside the simulator control room, inside the simulator
storage room, and at select sensitive interior areas
as identified on the room data sheets. Cameras
will be specified for viewing of owner designated
subject areas, and installed in appropriately rated
enclosures. Signals from cameras will be connected
to a central switching/multiplexing system with
minimum 17” video monitors for viewing. All camera
images will be digitally recorded by DVR’s that are
local area network accessible.

Intrusion Detection
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A complete intrusion detection system will be
specified for electronic monitoring and status
reporting of all building entry/exit points, select
building thoroughfares, and at select sensitive
interior areas. Sensing devices will include door
position switches, motion sensors, and where/if
appropriate, glass break sensors. All sensing
devices will report to a zoned monitoring panel
for specific location identification of an alarm
condition.  The intrusion detection system will be
integrated with the video surveillance system for
priority viewing of security breach areas.

Emergency Phones

Emergency (Blue Light) telephones will be
specified. Provide density and alarm annunciation
based on established campus standards. At
a minimum, without implying limitation, locate
emergency telephones throughout the existing
parking structure, and throughout the building site
pedestrian areas.

Audio And Video Systems
General

Audio and video systems will be specified for
installation as part of the building construction
budget, to be completed with all building trades.
Audio and video systems will be specified for
designatedroomsinfullcompliance with established
campus standards. Audio and video systems in all
designated rooms will be similar in design, function
and operation to facilitate user friendly operation by
faculty from room to room.
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Existing Classrooms

Two existing classrooms are equipped with U of
U Health Sciences Education Building standard
classroom AV systems. The AV systems in these
classrooms will remain intact and fully operational
as they are now configured. In addition, the AV
systems in these existing classrooms will be
augmented with new video conferencing systems
for distance education. The distance education
equipment will include microphones for the
students and instructor, cameras for the students
and instructor, and supplementary video monitors
for the students and instructor. Each room will
be provided with the capability for connection to
the Utah Educational Network. In addition, each
room will be provided with a CODEC for individual
and simultaneous connection to distant locations.
Existing classroom AV equipment will be modified,
upgraded, and supplemented only as necessary
to accommodate the addition of the distance
education AV equipment.

Existing Lecture Hall

The existing lecture hall is equipped with an AV
system that is not compliant with the current U of U
Health Sciences Education Building standards for
lecture halls. The existing lecture hall system will
therefore be replaced with a lecture hall AV system
that is fully compliant with these standards. In
addition, the standard lecture hall AV system will be
supplemented with a distance education system.

The new AV system in the lecture hall will be provided
with fully integrated audio, video, and control
systems. The audio system will amplify the spoken
word from presenters, as well as amplify program
audio originating from media source playback
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devices such as computers and DVD players. The
spoken word originating from presenters will be
captured using wireless, lapel microphones and
lectern-mounted gooseneck microphones. Once
captured, the audio signal will be processed and
amplified to a speaker system.

The Existing Lecture Hall will be provided with a U
of U Health Sciences Education building standard
teaching station (lectern). Several media source
devices will be provided and housed at each
lectern. These devices will include, but not be
limited to, two permanent computers, inputs for
one portable computer, a DVD/VCR, a document
camera, and audio/video/data sources originating
from outside the classroom. Audio originating from
these source devices will be selected, processed,
and amplified to a speaker system. In compliance
with the Americans with Disabilities Act, a fixed
wireless assisted listening system will be provided.

Provide video systems for the large screen display
of subject matter. Size projection screens using
industry-wide accepted mathematical formulas
appropriate for the nearest and furthest viewers.
Locate projection screens in close coordination
with seating layouts to assure appropriate viewing
sight lines. Provide native 16:9 projectors with
a minimum native resolution of 1366 X 768. As
with screen sizing, utilize industry-wide accepted
mathematical formulas to calculate the required
light output for each projector to assure that
images will not be “washed out” by ambient room
lighting. Include all video system calculations in
the construction drawings.

Provide two projectors and two 16:9 format, electric
roll-up, tensioned cabled projection screens with
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the ability to display different images on the screens
simultaneously. In addition, provide the ability to
write electronically over one of the projected images
(annotation).

Distance education equipment will also be provided
including, but not limited to, microphones for the
students and instructor, cameras for the students
and instructor, and supplementary video monitors
for the students and instructor. The lecture hall will
be provided with the capability for connection to the
Utah Educational Network. In addition, the lecture
hall will be provided with a CODEC for connection
to distant locations.

Equip the lecture hall with an integrated control
panel for control of all audio and video system
components, lighting systems, and motorized
window coverings (where applicable). To meet this
need, a touch screen control panel will be provided.
The touch screen control panel will serve as the
control panel, lectern monitor, and the annotation
input device. Specify control system manufacturers
in compliance with established campus standards.
The touch screen control panel will be programmed
in full compliance with the end user’s desired button
layout, configuration, and labeling. In addition,
macros (multiple events) will occur when a button
on the touch panel is engaged.

Conference Rooms

Conference rooms will be provided with very basic
audio and video systems. Provide a single, smaller
scale, 16:9 format projector and electric roll-up,
tensioned cabled projection screen permanently
mountedineachroom. Size projection screensusing
industry-wide accepted mathematical formulas
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appropriate for the nearest and furthest viewers.
Locate projection screens in close coordination
with seating layouts to assure appropriate viewing
sight lines. Provide projectors with a minimum
native resolution of 1366 X 768. As with screen
sizing, utilize industry-wide accepted mathematical
formulas to calculate the required light output for
each projector to assure that images will not be
‘washed out” by ambient room lighting. Include
all video system calculations in the construction
drawings.

Provide a small audio system for the playback of
portable media source audio only. Provide wall or
floor mounted computer video, composite video
and S-video inputs, with their associated audio
signals, to the permanently mounted projector.
Resident source devices are not required in these
rooms. Provide a simple wall-mounted control
system to lower the screen, power the projector,
select the projector input, and control the sound
system volume.

Simulation Learning Center

A vendor will furnish and install simulation
mannequins, and related computer and control
equipment as part of the FF&E budget. The work
of this contract will include all required simulation
suite raceway systems needed to support the
mannequins and related equipment, beds, and
control equipment throughout the exam rooms and
simulation suite control room.

In addition, the work of this contract includes the
furnishing and installation of three cameras and
one microphone in all exam rooms. The required
camera positions are: At the head of the bed, the
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side of the room, and the front of the room. The
microphone is to be positioned in the center of the
ceiling. Provide color, pan/tilt/zoom cameras with
a minimum 480 lines of resolution, 1/3 CCD, and 2
[x minimum illumination. Include a camera remote
control system to select, position, zoom, and
focus cameras. Provide a flush-mounted, omni-
directional, condenser, boundary type microphone
for voice pickup.

Each exam room also includes a de-briefing room.
The work of this project includes the furnishing and
installation of an approximate 52” LCD monitor in
each de-briefing room. Each monitor will be wall
mounted, with raceway systems provided to an
input connection panel located at receptacle level
for connection to local computer systems.

All simulation suite rooms will be provided with a
hospital grade nurse call system. The nurse call
system will provide for emergency call, two-way
communication, and patient monitoring. Include
individual room pull-stations/communication
systems, and nursing station control systems.

Paging System

Provide an overhead paging system on the 1t floor.
Set up speaker zones to segregate appropriate
areas for minimal disruption of building operations.
Ataminimum, without implying limitation, segregate
speaker systems into zones for the simulation suite,
waiting and thoroughfare areas, and classroom
corridors.

Design the paging system to accept voice pages
which originate from any telephone set upon correct
DTMF code entry. Provide the ability for speaker
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zones to be selected via DTMF code entry from any
telephone set.

TV Distribution System

The campus TV distribution system will be extended
into the College of Nursing Building. An RF TV
distribution system will be provided for distribution
of campus audio and video signals throughout
the building. The TV distribution system will be
provided with cable, amplifiers, splitters, directional
couplers, terminators, outlets, and connectors. The
system will be the broadband type, for distribution
of low resolution, modulated audio and video
signals onto a carrier frequency. A minimum 750
MHz bandwidth will be specified, and all outlets will
be provided with between +5 and +10 dBu at each
building television outlet.

Clock System

The campus clock system will be extended
into the College of Nursing Building. Provide
distribution amplification for the campus central
clock controller signal throughout the building.
Connect clock correcting signal to each building
clock in compliance with the manufacturers written
instructions. Provide minimum 12" analog clocks
driven by self-starting, permanently lubricated,
sealed synchronous motors, and equipped with
sweep second hands and correcting solenoid
actuators. Power all clocks locally from 120 VAC.
Battery operated clocks are not acceptable.
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General Sustainable Design Criteria

State of Utah
High Performance Building Rating System

This project will be required to adhere to the State of
Utah High Performance Building Rating System as
it applies to remodel projects. See DFCM Design
Requirements, High Performance Building Rating
System for in depth descriptions of prerequisites
and sustainability points. The intentistouse 1.5% of
the construction budget for improved sustainability
and energy efficiency measures. The following is
a summary of design requirements and possible
credits to pursue in order to comply. Design team
in conjunction with the owner shall make the final
determination of exactly which credits to pursue.

The Design Team and DFCM should conduct a
Design and Technology Charrette at the beginning
of design to review the requirements of the
standard and strive for an integrated design of
energy efficiency and environmental measures.
Specifically for this project, the charrette shall also
consider sustainable site design including:

¢ Reuse of existing building to conserve our
resources;
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¢ Use local building materials and products
to support local economy and reduce the
environmental impacts from transportation;
e Encourage the use of public transportation;
¢ Provide recycling center.

Prerequisites

Fundamental Building Systems Commissioning
DFCM may engage a Commissioning Agent that is
not an individual directly responsible for project
design or employed by one of the designers.
Commissioning Agent shall ensure that fundamental
building components are installed and calibrated
to operate as intended.

Life-Cycle Cost Analysis: The Design Team shall
use life-cycle cost analysis in making decisions
about their investments in products, services,
construction, and other projects to lower the State
Government’s costs and to reduce energy and
water consumption.
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CFC Reduction in HVAC and Refrigeration
Equipment: The Design Team shall select HVAC and
refrigeration equipment without chlorofluorocarbons
(CFC) based refrigerants.

Ventilation Systems: Designer shall provide
mechanical ventilation system according to
Standard 62. Mechanical ventilation system shall
have the capability Design Requirements — 020608
75 to operate continuously during occupancy and
designed not to be easily shut-down or otherwise
defeated, such as blocked registers.

Fundamental Lighting Design: Designer shall
design the lighting system according to IESNA
Lighting Handbook.

Mold Prevention during Construction: Contractor
shall ensure porous type building materials, such
as wood, insulation, paper, and fabric, is kept dry to
prevent the growth of mold and bacteria. Materials
that have been affected by mold shall be abated or
replaced. Building insulation that is damp or wet for
72 hours shall be replaced.

Filtration Media Replacement before Occupancy:
Contractor shall ensure that filtration media is
replaced before occupancy.

Thermal Comfort: The Design Team shall ensure that
thermal comfort requirements are meet according
to Standard 55.

Building Envelope: New building envelope
components shall be designed to be 10% better
than ASHRAE 90.1-2004 minimum requirements.
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Mechanical Systems: Mechanical systems shall be
designed to meet minimum performance based on
ASHRAE90.1-2004.

Drainage Systems: Roof drains and any other
plumbing or HVAC system drains shall be designed
to avoid standing water around or in the building.

3rd Party Energy Specialist: DFCM shall engage
a 3rd party energy specialist to evaluate different
energy saving measures, and coordinate these
with the design team, commissioning agent, and
possibly with available utility company energy
credits. ltems with a payback of less than 3-5 years
are strongly encouraged, as long as they will be
compatible with this building and the University’s
requirements.

Energy Performance: Participate in design meetings
with the Energy Specialist who will model the energy
consumption and reduction techniques considered
for the building. Provide information that will allow
the model to establish a baseline, and then energy
reduction strategies to improve over the baseline.
Consider all of the items discussed in the “General”
section above, as well as any other opportunities
that are presented or discussed.

While this building will exceed the 75,000 sq. ft. limit
of the Prescriptive approach, the items listed in this
section should all be considered to help reduce
the overall energy and be included in the building
energy model. These items include:

¢ Design lighting power density to be at least 10%

savings over ASHRAE 90.1 allowances
e Use premium-efficiency T8 lamps and ballasts
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e Provide daylighting/dimming controls: within 12
of windows and 8’ of skylights

¢ Use occupancy sensors in all enclosed spaces

e Encourage at least 80% ceiling reflectance and
70% wall reflectance

Sustainability Credits

5.7.A(1) a. - Work together with the Architect to
determine if daylighting can be provided to 40% or
more of the space. Provide daylighting controls for
all areas with natural daylighting. 2-6 Points

5.7.B.2 - Demand controlled ventilation using CO2
sensors. 1 Point

5.7.C.1 - On site renewable energy. Both solar
water heating, and photovoltaic cells may be
considered and evaluated with the owner and the
design team as a means to provide a percentage
of on site renewable energy. Provide preliminary
design and cost for on-site renewable energy, such
as a photovoltaic system, to reduce energy use by
5%.

1-2 points

5.7.D.1 - Indoor Air Quality Credits: Low-Emitting
Materials. The Design Team shall select adhesives
and sealants, paints and coatings, carpet, and
composite woods with low-emitting materials.

Select adhesives and sealants that meet USGBC
LEED™NC, Credit 4.1, requirements. 1 Point

Select paints and coatings that meet USGBC
LEED™ -NC, Credit 4.2, requirements. 1 Point

University of Utah College of Nursing

Select carpets that meet USGBC LEED™ - NC,
Credit 4.3, requirements. 1 Point

Select composite woods that meet USGBC LEED™
- NC, Credit 4.4, requirements. 1 Point

5.7.D.2 - Pollutant source control, including the
following:

1. Source ventilation systems for areas such as
copy rooms, janitorial rooms, etc. 1 point

2. Select particle arrestance filtration rated at 65
percent or better. 1 Point
Air

5.7.0.3.1- Construction Indoor

Management Plan .1 Point

Quality

Complete building flush with 100% outside air for
15 days prior to occupancy. 1 Point

5.7.E - Additional Commissioning. 2 Points

5.7.F-Improve acoustical performance. Depending
on level of testing and documentation, design
system to limit noise from exterior sources, HVAC
systems, and other sources. 1-2 Points

5.7.G - Sustainable Material Credits: Recycled
Content. Designer shall select building products
that have incorporated recycled-content in major
materials from the Construction Products category
of the US Environmental Protection Agency (EPA)
Comprehensive Procurement Guidelines. Major
materials include parking areas, floor, roof, partition,
walls, or serving a structural function throughout
the building.
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1 Point - Four to seven major materials with
recycled-content.
2 Points - Eight or more major materials with

recycled-content.

5.7.H - Waste Reduction Credits: Site Waste
Reduction. Contractor shall ensure that construction
waste, demolition, and land clearing waste are
recycled, composted, and salvaged. “Recycle
Rate” is the ratio of recycled waste (by weight) to
total waste (by weight).

1 Point - Recycle Rate of 50 to 74 percent.
2 Points - Recycle Rate of 75 percent or greater.

5.7.1 - Water Efficient Fixtures and Appliances
(with the exception of waterless urinals per the
University’s request) 2 points

5.7.J.1 - Provide energy metering for campus
chilled water, campus high temp water, natural gas,
domestic water, and other utilities as required by
electrical and landscaping. Provide digital metering
for the electrical usage of the building. Provide
data line connection to allow meter to be remotely
monitored per Campus standards. 1 point

5.7.J.2 - Provide continuous metering of equipment
as specified in HPBRS including motor loads
greater than 20 HP, variable speed drives, chilled
water pumps, heating water pumps, outside
air economizer, supply air static pressure and
volume, etc. Provide separate sub-metering for
lighting loads and motor loads to allow for system
performance monitoring. 1 Point

University of Utah College of Nursing

LEED for Commercial Interiors

The following specific areas shall be included as
part of the Design Team’s analysis for achieving
LEED Certification for Commercial Interiors (CI).
The Design Team in conjunction with the owner
shall make the final determination of exactly which
credits to pursue.

Sustainable Sites

SS Credit 1 - Option F - Light Pollution Reduction:
Remove and replace any exterior lighting that does
not comply with dark-sky requirements, or that
exceeds the allowable lighting power densities to
meet this credit. Use campus-standard full cut-off
fixtures.

SS Credit 3.1 - Alternative Transportation, Public
Transportation Access: Building is located within 2
mile of commuter rail/1/4 mile of two or more public
or campus bus lines usable by tenant occupants.

SS Credit 3.2 - Alternative Transportation, Bicycle
Storage and Changing Rooms: Provide secure bike
storage with convenient shower facilities for 5% or
more of the tenant occupants.

SS Credit 3.3 - Alternative Transportation, Parking
Availability: No new parking will be added for
rehabilitation of the building.

Water Efficiency
WE Credit 1.1 - Water use reduction by 20%: Use
dual flush valves at water closets, low flow faucets

and showers. Consider with University waterless or
ultra-low flow urinals. Coordinate with HPB 5.7.1.
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Energy and Atmosphere

EA Prerequisite 1 - Fundamental Commissioning:
Engage a 3rd party commissioning agent per
DFCM HPB pre-requisite.

EA Prerequisite 2 - Minimum Energy Performance:
Comply with ASHRAE/IESNA 90.1-2004: Assist
in the energy modeling effort to identify energy
reduction measures and quantify energy efficiency
over baseline model. All equipment shall be
designed to meet or exceed current energy codes.
Coordinate with DFCM requirements section 3.

EA Prerequisite 3 - CFC Reduction in HVAC&R
Equipment: All cooling equipment shall be designed
and specified without CFCs. Coordinate with HPB
5.5.C.

EA Credit 1.1 - Optimize Energy Performance-
Lighting Power: Optimize lighting energy
performance by 15% - 35% below that allowed
by ASHRAE/IESNA 90.1-2004. Utilize the most
efficient sources feasible, while using products
that are available and maintainable. Take care not
to over-design lighting levels, and use the task-
ambient approach to the extent possible.

EA Credit 1.2 - Optimize Energy Performance-
Lighting Controls: Optimize energy performance by
using daylighting controls in all regularly occupied
spaces within 15 feet of windows and under
skylights.

EA Credit 1.3A - Optimize Energy Performance-
HVAC (minimum equipment efficiency, and
appropriate zoning and controls): All equipment
shall be designed to meet more stringent energy
requirements which exceed code minimums.

University of Utah College of Nursing

Provide increased temperature control zoning.
The University standard of individual temperature
control for each office will come very close to
meeting this requirement.

EA Credit 2 - Enhanced Commissioning: Engage a
3rd party commissioning agent in the design phase
of the project. Coordinate with HPB 5.7.E.

EA Credit 3, Case B - Energy Use, Measurement
and Payment Accountability: Provide separate sub-
metering for lighting loads and motor loads to allow
for system performance monitoring. Participate in
the development of a Measurement and Verification
plan.

EA Credit 4 - Green Power: Provide at least 50%
of tenant’s electricity from renewable sources by
engaging in at least a two-year renewable energy
contract.

Materials and Resources

MR Prerequisite 1 - Storage and Collection of
Recyclables: Provide easily accessible areas
through-out the building dedicated to the collection
and storage of non-hazardous materials for
recycling.

MR Credit 1.1 - Tenant Space, Long Term
Commitment: The College of Nursing is a “long-
term tenant” of this University of Utah Building,
(minimum of a 1- year commitment).

MR Credit 1.2 - Building Re-Use / Maintain 40%
of Interior Non-Structural Components: Maintain
at least 40% by area of the existing non-shell,
non-structural components (walls, flooring and
ceilings).
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MR Credit 2.1 - Construction Waste Management,
Divert 50% from Landfill: Develop and implement
a construction waste management plan, quantify
material diversion goals. Recycle and/or salvage
at least 50% of construction, demolition and
packaging debris.

MR Credit 2.2 - Construction Waste Management,
Divert 75% from Landfill: Develop and implement
a construction waste management plan, quantify
material diversion goals. Recycle and/or salvage
at least 75% of construction, demolition and
packaging debris.

MR Credit 3.1 - Resource Reuse, 5%: Use salvaged,
refurbished or reused materials for at least 5%

of building (construction) materials, excluding
furniture and furnishings.
MR Credit 3.2 - Resource Reuse, 10%: Use

salvaged, refurbished or reused materials for at
least 10% of building (construction) materials,
excluding furniture and furnishings.

MR Credit 3.3 - Resource Reuse, 30% Furniture
and Furnishings: Use salvaged, refurbished or
used furniture and furnishings for 30% of the total
furniture and furnishings.

MR Credit 4.1 - Recycled Content, 10% (post
consumer +1/2 Pre-consumer): Use materials,
including furniture and furnishings, with recycled
content such that the sum of post consumer
recycled content plus one-half of the post-industrial
content constitutes at least 10% of the total value of
the materials of the project.

University of Utah College of Nursing

MR Credit 4.2 - Recycled Content, 20% (post
consumer + Y Pre-consumer): Use materials,
including furniture and furnishings, with recycled
content such that the sum of post consumer
recycled content plus one-half of the pre-consumer
content constitutes at least 20% of the total value of
the materials of the project.

MR Credit 5.1 - Regional Materials, 20%
Manufactured Regionally: Use minimum of 20% of
the combined value of construction and Furniture
materials and product that are manufactures
regionally within a radius of 500 miles.

MR Credit 5.2 - Regional Materials, 10% Extracted
and Manufactured Regionally: In addition to the
requirements of MR 5.1, use a minimum of 10% of
the combined value of construction and furniture
materials and products extracted, harvested or
recovered, as well as manufactured, within 500
miles of the project.

MR Credit 6 - Rapidly Renewable Materials: Use
rapidly renewable construction and furniture
materials and products, made from plants that are
typically harvested within a 10-year shorter cycle,
for 5% of the total value of all materials and products
used in the project.

MR Credit 7 - Certified Wood: When using new wood-
based products and materials, use a minimum of
50% that are certified in accordance with the Forest
Stewardship Council’'s Principles and Criteria.
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Indoor Environmental Quality

EQ Prerequisite 1 - Minimum IAQ Performance:
System shall be designed in compliance with
ASHRAE 62.1 — 2004.

EQ Prerequisite 2 - Environmental Tobacco Smoke
Control: Provide a smoke-free environment.

EQ Credit 1 - Outside Air Delivery Monitoring:
(Including CO2 control and outside air measuring
station). Include CO2 demand controlled ventilation
and outside air measuring. Coordinate with HPB
5.7.B.2.

EQ Credit 3.1 - Construction IAQ Management
Plan, During Construction: General Contractor shall
implement a construction IAQ management plan.
Coordinate with HPB 5.7.D.3.

EQ Credit 3.2 - Construction IAQ Management
Plan, Before Occupancy: Prior to occupancy,
building shall be flushed with outside air for 2
weeks to remove any contaminants from indoor air.
Coordinate with HPB 5.7.D.3.

EQ Credit 4.1 - Low Emitting Materials, Adhesives
and Sealants: All materials, (adhesives, sealants
and primers), used in the building interior, must not
exceed allowable requirements.

EQ Credit 4.2 - Low Emitting Materials, Paints and
Coatings: All materials, (paints and coatings), used
in the building interior, must not exceed allowable
requirements.

EQ Credit 4.3 - Low Emitting Materials, Carpet
Systems: All materials, (carpet systems), used

University of Utah College of Nursing

in the building interior, must meet or exceed the
Carpet and Rug Institute’s Green Label Plus testing
and product requirements.

EQ Credit 4.4 - Low Emitting Materials, Composite
Wood and Laminate Adhesives: Composite wood
and agri-fiber product, including core materials,
must contain no added urea-formaldehyde resins.
Laminate Adhesives used to fabricate on-site and
shop applied assemblies containing these laminate
adhesives must contain no urea-formaldehyde.

EQ Credit 4.5 - Low Emitting Materials, Systems
Furniture and Seating: All systems furniture and
seating introduced into the project space that has
been manufactured, refurbished or refinished within
one year prior to occupancy to be Greenguard
Indoor Air Quality Certified.

EQ Credit 5 - Indoor Chemical and Pollutant Source
Control: Employ permanent entryway systems to
capture dirt, particulates from entering the building
at all high-volume exterior entryways.

EQ Credit 6.1 - Controllability of Systems, Lighting:
Provide lighting controls for at least 90% of
occupants, enabling adjustments to suit individual
task needs and preferences. For shared, multi-
occupant spaces develop a shared lighting control
system that meets the needs of the users and
space.

EQ Credit 6.2 - Controllability of Systems,
temperature and ventilation: Provide increased level
of temperature control for individual occupants.
Requirements resemble the University’s individual
office control standards and credit EA1.3.A.
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EQ Credit 7.1 - Thermal Comfort — Compliance:
Design HVAC systems for optimal comfort ranges.
Include automatic temperature controls. Coordinate
with HPB 5.5.J.

EQ Credit 7.2 - Thermal Comfort - Monitoring:
Provide post-occupancy building survey of thermal
comfort, and develop a plan to correct deficiencies
that arise.

Innovation in Design

ID Credit 1. - Innovation in Design: Utilize a LEED
Accredited Professional.
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Individual Space Outline
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Space Program and Area Summary

The information included in the Space Program
and Area Summary on the following pages was ob-
tained through interviews with departments/groups
identified by the College of Nursing. The informa-
tion has been verified and is intended to become
the foundation for subsequent phases of design.

The spreadsheet on the following pages is catego-
rized into the following: Building Levels; Depart-
ments/grouping; Function Area (room type); De-
scription (of area); Notes; Occupancy per room;
Square-foot per person; Net-Assignable-Square-
Footage (NASF); Quantity of rooms; and total Pro-
gram NASF for each room type as well as for the
each level of the College of Nursing Building. Room
quantities include both current needs and projected
future growth. Total Building Net Square-Footage
(NSF) and the Total Building Gross Square-Foot-
age (GSF) are detailed on the following page. GSF
includes an efficiency factor of 68% for all levels,
which was determined with the proposed Test-Fit
plan.

University of Utah College of Nursing

Initial programming exercises yielded a list of spac-
es that would require an amount of space greater
than the amount available in the existing building.
A list of spaces considered, but ultimately not in-
cluded in the final Space Program is included in
Appendix E for documentation.

Building Renovation Program Document



University of Utah College of Nursing Building Renovation Program Document



:20pI0IS BAIYOIY

[oAS7 Bupind 49N 0G€ :Buineoy- 860I0IS

800dg pawIWnIBold [OUCHPY

lz 9 v ¥ ¥ 9L ze €8 459 16618 459 00€'/8
0 z 0 0 0 0 zl Ll 459 ges'8l yoioesa|459 00481 S erel
0 0 0 0 4 L L ge 459 TLL91 210D OJUOIYD PUD SJNOY PUD UOIOLSIUILPY|48D  008°ZL v lene]
4 v ¥ v 0 z zl 62 459 299’11 1 PUD 800014 AINoo4’ DFOSH|4SD  008°ZL € |onel
0 0 0 0 L ¢ L L 459 €9v'LL SOOIAIBG JUSPNIS ‘SO0 JUSPNS ‘SWooIssPIO)48D  00€'LL z ool
0 0 0 0 L ¥ 0 L 439 59691 jejued BuiuioeT uoyoNUIS|4SD 00491 L jene]

HMOUS|  lueund|  HIMONS|  ueund 1004

seoWO|  seoWO|  SeOWO|  seoWO| HIMOYS| Wueuwnd| HMOuS|  iueund alonbg LOIIOUN/UOISIN/IUsWLDdS(
uosied-y| uosied-y uosied| uosied-z| suoyolg|  suopois =llle) [ Y=lelllle) 55019 159
poIoyS #| POIDUS #|-7 POIOUS #| POIOUS #|  MOM #|  WOM #| OloAId #| SIoAId # Buysixg

8002 0 Y2ION

spo8liyoIp ol

AIVININNS
BuisinN Jo 868]j0D Yoin Jo Alsieaun

Building Renovation Program Document

College of Nursing

University of Utah



c
[}
08l L 08l $9II0SSE00 PUD SPOd UINbaUUDUI JOJOINUIS 10} 860105 abDIo}S UNbaUUD | 'O obpnIoS| ¥ S
>
SUIOOISSDID o
9.G 4 88¢ ve cl ‘sjuspPNys 0 -g 10} Wooy Buysugeq/deld swiooIsso|D Buyeugeg/deld| o Puyeugeg/derd| ¢ M
IS
oSy z [evdd [oFd oI} saINPa20.d JO 8240nId PUD UOIDLSUOUISP 10} SUIOOY| UJOOy| 8INPad0ld| 'O w00y 8INpadold| ¢ ©
'SUJOOI J8Y}o Ul ©o0(d =y
Bup|o} 810 $8SSOI0 UBUM ‘©210DId O} sjUSPN}s AQ Pasn &9 (IM °
WJOOI S|y "udul| 10} 9B0I0}S “IID PassaIduIoD HuIS ‘Pad yona o
09¢ 4 081 SjuSPN)S z ‘syusiyod [0al Ag 8sn 10) paq jusiod | 10} LUOOY woOy| SJOAId wooy| ©o1400Id| P -
"usul| 104 9BDIOYS “IID PBsSBIAUIOD HUIS ‘POg YOnS o
08l L 081 sjuapNys z ‘uinbauupw Ag asn 10} paq juaiod | 10} UOOY uJoOy| SIDAId AuieoN | -0 =
‘uaul| 10} 8BDIOLS “IID PassSaIAdUUOD HUIS ‘Pag Yona w
08l L 08l sjuspPNYs g ‘uinbauupul Ag asn 10} paq jusaiod | 10} UIOOY W00} SI0Ald souoIpad| ‘q M
"YO0a SPSQ {7 UM SPOd 9 (D810 9OUDAISSAO [OIUSD UM o
JusWwBBUDILD POd SPINOId ‘SPOd € Y08 10} SHUIS Z SPIAOId o
‘usul| 10} 9BDIOYS “IID PSSBIAUIOD ‘UOKONS ‘Pag YonS yoos <
002’y vz S/l S|uaPN)S Z ‘uinbauupw Ag asn 10} paq juaiod | 10} DalY| Spaq 7 JO SPod siNPy-100|4 AlLBINg [PoIPSN | ‘| Bulupl] AlePI4 JOMoT| | o
suoyoun4 Aiiepld Jemo1 g M
091 4 08 'SpoWl 10} oBDIOIS ©BDIOIS UOHODIPBIN | 'Q
08l L 081 $01I0$$9000 PUD SPOd poddns JopojNulIs 10} 9B0IOIS oBpIo}S Joonulis| 'O obpios| 1 mna
(peUBISSD BID SOOI 858U} OUQ) UIOOY| WIS [DIOUOSN ‘»
oov z 002 0oz oI} PUD W00y 810D [0DWID SU} IDBU Palnd0] 80 PINOYS SUIOOY UJOOy| 8INPad0ld| 'O w00y @INpadold| € 5
SUJOOY WIS G JoHuOoul =z
O} WIOOY| [OHUOD | 'SUIOOI LIS JO UOIOAISSAO ‘seligodod 5
09¢ z 08l 0z 6 Buipiods] puD 08PIA ‘JUBUIAINDS |OJUOD UOKDINWUIS JO} LUOOY| UJOOY| |OJUOD IooiNulig| o uooy| [oJuoD| Z
(]
)]
'SLUOOY] WIS 8Uy4 JO |I0 O} UOKONS pup (ZO ou) I )
passaIduIOD IS SPINOId “ADY-X ‘WIBISAS Md “HDD USDIO UHMm SIooINUIIS >
BIDD [POIND SO dn J8s 8 O} UIOOI | UIO0) YOS Ul UISISAS AjUIBIOI ‘SIOIOINWIIS JUDjU| S
Buisuadsip apinold SIpUIULIBE BPIS-Pag SO Yons juswidinba ‘SIOOINWUIS PIIYD ‘SIooiNuliS
0002 oI} 002 HOddNs PUD ‘SJUSPNYS 17-g ‘POq UO IOJOINUUIS 10} UIOOY| |OJOUOSBN ‘SIOJOINWIIS HNPY| 'O SWIOOY] JoyoINuIS| |
=
UojoUNJ AYePId UBH v = ©
4SWYN # 4SWN d/4S # 000 SSJON uolduoseq SWDN 820dg P8Iy uoyound =
wioIBold ©
>
8002 '0g U2IoN =
seopds Jo uwpiBold @
[0}
z
c
S}OB1YID OlD =S

JejusD Bujwos| uoyoNWS : | [eAs]
BuisinN Jo 868][0D Ui JO AlsIaAIuN




=
(O]
IS
>
(@]
(@]
0 HIMOUD $9WO ('sied ) paious # )
0 JuainD saoO ('sied 1) paioys # c
0 HIMOUS $o040 ('sied g) paipys # =
0 JuainD saoO ('sied g) paioys # W
L HIMORS SUOHDIS SHOM # pt
1% JuslinD SUOHDIS YOM # nﬂ
0 HIMOYS S840 SIoAId # -
L JualinD $a21O BIPAId # o
oJoL (WDIB0Id Ul PaOPOWILIODDY) Jejus) Buiwnse] UOEDINWIS AIDWWING JUNOD 890 T
>
@]
B . c
G96'91 (Aousio3 890 / 49v) 489 I0j0L WinIBOKd o
968’11 49N [PjoL wipIBold o
(@]
<
00¢ 00¢ UILIOD8I8] PUD [DOI08|3| 'O o
ove 0zl (Aipuno) pajios| q m
002 001 (uaun) uosD| 'O AN v
JOHUD[/SUIO0LSSY o
068 [eTA%a sBuiBuoleq [puosiad 1o} $1e4007/sulo0y] BuiBunyD/SUI00ISSY| pUD suooy BuiBuoy) Juspnyg| ‘o yoddng juspnig| ¢ =
0 0 0 0 UOIDIS SSSINN 10 PBJ0007 UOHDIS HIOM HIMOUD| '} 2
>
0 0 0 0 SUUOQR| |0IJUOCD Ul PBlnd0] Uollo]S YIOM uoIoluyoL] | ‘e =z
0 0 0 0 UOIDIS SBSINN 10 pajoo0] UOUDIS HIOM SIOOUIPIO0D ap1| ‘P ©
(]
0cl 0cl 0cl L 100]} Ul 10 PIg UC paloo0| 80 UDD 82O ©2lO 8lbAld 1eBoUDA | 'O o
(0]
0sL 0SlL SC 9 Buoss uedo paly Buyiom uoydeosy|| 'q =
(@]
1siuoldadal AQ {No/uUl paxoayd &g UpD JOU4 SIY O
0S1L 0S1L 0S1L L JUBWISSSSSD [DIISAYd 104 ©BDIOIS Ul 4ING YHM--yseq uoidaosy| 3$oQ [OHUOD/Isiuodadsy| ‘o SOoO| ¢
ooy 002 0S % '$9IQANO SBDIOLS UM UOKOINBIUOD UOHDIS SSSINN UOHDIS SSSINN | 'O UOHDIS SOSINN| | -
®©
seondg Hoddng isjued BujuipseT uoyoNws D =
4SYN 4SYN d/4S # 000 SO|ON uolduoseq SWDN 820dg paly uolouny S
woiboid
>
8002 ‘0T U2IoN ‘»
seopds Jo wpiBold o
z
c
81981210 90 >

JejusD Bujwos| uoyoNWS : | [eAs]
BuisinN Jo 8698]|0D Ui JO AlsIaAuN




08 08 abplojs Alddns jpieuss HIMOID obpIog [pIBUSS) | "0
SO00HNS
00C 00¢ BUNIOM J0I} PUD B|CD}/SISJUNA/XDY/ACOD LM UIOOBIOM LTy Wooy (1) D8I MOM | 'P
00¢ 00¢ °H 8 61y wooy (1) WOy &dusIsjuo))| "o
s|ouaIoW
0 0 08 JUSUULNIOSI PUD S|l JUSPNYS JO) LUOOI 8BDIOIS PaJI0NUOD Ley wooy (1) abpiols all4| 'q
Apjeloag/uoldadsy]
06 06 Sl 9 O} Ju2D[PY D3I BUIOM IO} SSYINOD PUD SIIBYD palIo uadQ| Gz @o0ds (1) Buyiop uoydaosy| ‘o poddng| ¢
0cl 0ocl 0ocl L SO0 BIOAId| 22§ WOy (1) ©0UO OIS aud| '}
0cl 0ocl 0ocl L ©0UJO ©IoAld HIMOUID 20O AsIoAd |
HIMOUD (1)
091 08 08 L UOUDIS MIOM|  G0E Wooy (1) Hoddng yopaunQ| ‘P
ozl 0zl 0zl L OO SJONId|  £0g WOy (1) OO YyooaunQ| 0
palo ,B1Nns, dn 300| 10 820ds dn ¥O0|
00l 00l 00l L 0} |gp &g 0} PESN ,OHNS, SSYY Ojul AljUS 10} Julod [OJU0D UOUDIS YIOM |  GTr ©o0ds (1) Alpjeioag/uoldeday| 'q
1454
(¢100l} pUZ UO--DY$ PUD SUSPNYS I0BU PBJ0O0) ‘0€Y ‘6¢v '8CY
009 0cl 0cl L Allospl) spesu eBDI0ls/s8)l S|QRISPISUOD SADY SBOWO OO BIOAId| ‘9T SWOOY (G) SO0 JPIS| 'O SSOUIO| L
SOJINISS JUSpniS 'O
05z 052 BNJoJS 10} UOKODOT 2o0pdg usado Ao|dsig/ebuno/Aaqo| 'q
asn Joynduuio) doydoT 10y 20DdS YoM qo1 leinduwio) doydo ul
G/8 G/8 fels) [ Buyoas a|qo} puD BUDSS [DUUIOJU| ‘SIUSPNIS 10} 800dS YoM |  Juspnis a|aixald doig pup 22o0dg Yo Juspnig| ‘o L
soondg Juspnis ‘g
0l WOooIsSOD
0l WOoOoIsSDD
0g WOoO0ISSOID
G/ WOOISSDID
0l WOooIssSOD
"UINLOHPNY 8U4 Ul AY 9ppIB-dn SO [[om so 0l WOooIssSDD
SUIOOISSDIO Uosiad G/ UIOg pUD “WNLOYPNY 8y} O} Buluios] 0g WOoO0ISSOID
20UDISIg PP O} UOHDAOUSI 8y] “paprIBdn usaq aAby G/ WOOISSDID SUOIDD0T JuUBLND
002’8 002’8 JOU} [9AS] PUZ SU} UO PBJODI0| SUIOOISSDIO BUlsIXS 810 asay] 212 wnuoypny SUJOOISSDID | 'D| JO ADJS O} SWIOOISSDID | |
SWIOOISSDID 'V
4SYN 4SVN d/48 # 000 SSJON uoyduosag uoypo0T SUIBN 82nds paly uoyound
wpiBold Jeun)

8002 '0g U2IoN
seopdg Jo uwpIBold

S}OBHYOID OlD
SBOIAISS Juepnys ‘seopds Juepnis ‘SLIOOISSPID :Z [BAS]
BuisinN Jo 8698]|0D Ui JO AlsIoAuNn

Building Renovation Program Document

College of Nursing

University of Utah



N— O — 0000

HIMORID se0l0 ('sied ) paipys #
JuauND saoO ('s1ied ) paiobyg #
HIMORID seol0 ('sied g) paipys #
JuaiND saoO ('s1ed z) paioyg #
HIMORID SUOHDIS YIOM #

JualND SUOHDIS JIOM #

HIMOYS S2OWO SIOAId #

JuslinD SO0 SIPAId #

IojoL

(Wp1B0Id Ul PaopOWILOodY) S8IIAIBS JUSpNiS AIDUILUNG JUNOD) 82O

e’'LL

(Aousoy3 89'0 / 48V) 489 Ipjol wpibold

GL8'LL

48N [oJ0] WiniBold

099

08¢

Joyupr/sudoonsay| 'q

00¢

00¢

WILIOD88] PUD [0O10S)3|

poddng z 1oAa1

4SWN
woiboid

4SVN

d/4S

# 900

SSJON

uoliduosaq

UOUDo0T] BUIDN eonds Dely Uojouny
usun)

8002 ‘0T U2IoN
seopdg Jo WnIBold

SI08HYDID OfD
SBOIAIBS JuepnS ‘seopds JuspniS ‘SLIOOISSDID :Z [eA8]
BuisinN Jo 8698]10D Ui JO AlSISAIUN

Building Renovation Program Document

College of Nursing

University of Utah



TN_ ?N_ T

uosiad _.wo_toi _07 woo_toi ;

0cl uosiad {7 AjJuSLND--UOHISOd }JODIJUOD 22110 SIbAld
SOOIAIDS UHDBH Juspn)s :90110pId AYnon4 '3
091 L 09l 08 4 o|doad ¢ AjjuaLND--UOHISOd JOPHUOD|  SDIO PaIoys HIMOUO (1) uosied ¢-eolO| ‘o SSOO| L
QYIS SfIUSANT :8210DId AYNoDH g
0cl L ocl 09 4 UOHISOd 4OPJUOD | SO0 PaIoYS| 87y Wooy (1) uosied ¢-eolO| ‘o SSOO| L
210D SAID|IDd :B2OPId AYNODS D
HIMOUD (1)
0ce 4 091 08 4 o|doed ¢ AusiND--UOHISOd JOPJUOD | SO0 PaIpyS|  Z 1| Wooy (1) uosied ¢-eolO| ‘o SSOO| L
JOUOIIODId SSINN DUIOIPS( :901oDId AINOD4 g
0S1 L oSl 'S|DLBIOW [OUOHDONPS PUD BUIyO08} 10} 9BDIO)S 8INJ08S Y0 WOOy| Sipusio [pUoINPI-aB0IoS| 'q
‘(@o0ds payoo) SpPYD 10}
o] 1 oSl 0 UIHIM ©20ds payoo]) 300l-a|gnop b salinbal balo siyl|  oB0IolS 8indag €21 Wooy ofpIo)g 2INd8g| 'O poddng| ¢
*obDI0JS/SISND0] PUD UOHDINDIID 10} 4S G + UOSISd/4S 9€
@ SUOHDIS JIOM {7 “IBPIACIA YOS 10} SiauIcnd Bullly 8|0oX00| HIMOYS ()
oze L 0ze 08 4 ‘SI9Y00| SHOAId ‘'SUOHDIS HIOM 17 10} AoupdND20 S|dINIA Q0O PaIDYS|  Z | L Wooy () uosIad v -2l | P
1S 18¢ =
UOHDINDID/ sexoqioul/siajuld xoy/Adoo 104 45 0z L + 4S ST @
UMOPYDNO} | + UOSIad/4S 19 @ a|doad 1) siapund/Adoo/xoy
‘siopIA0Id BU} 10} SEXOQ|IDUL SPN|OUI Of DBIY "UMOP HIMOYS (2)
(0[0]4 L ooy 08 o] yono} | snid ‘ejdoad 7 10} SUOHDLS YIOM UM UJOOI oM ab10] UJOOY MOM| €21 wooy (g) UIOOY| HOM/2DO PaIoYS| "0
0ce 4 091 08 4 S0l paloys HIMOD (2) uosied ¢ - 20| 'q
ove 4 ocl 0ocl L S0UJO SIoAlld HIMOD (2) uosied [-eolO| g
uosiad
081 L 081 08l L 20O SIOAId| GO Wwooy (1) L- 2O Ioo8IIg SAINDBXT | ‘D SooO| |
BIDDUYDSH/BI00ULIg :22110DId AYNo{ 'Y
4SVN # 4SVN d/48 # 000 SSJON uoyduosag uoypo0T SUIDN 82pds paly uoyoun4
wpibold Jeund
v HIMOUS s80W0 ('s18d g) paIous # 8002 '0Z UOIPIN
1 uaun) saoo ('sied Z) paibys # $900dg Jo WipIBoIld
0 HIMQORO SUOHDIS MIOM #
0 luaiunDd sUoUDIS YIOM #
L HIMOUD $92UIO SIONId # SIO9UYDID Ol
€ jusund sSOO SIOAId # 11 pup sdyoId Andpd “OgOsH '€ [ere]

Buisiny Jo 8691100 YN JO Alsieaun

Building Renovation Program Document

College of Nursing

University of Utah

100



YiIosH AJUNUILIOD ajpnpoiBiapun :D9JSH

00e 051 £Z1 Wooy eboiojg| o yoddng| g
00l 00l 0ol L OO SJOAId| 0L Wooy (1) SO0 HOIS| O
801 wooy (1)
ore 0zl 0zl L SO0 SJOAId| 90| WOy (1) 90O AnoR4| g
winiBold
081 081 081 ! S0lJO SJOAId| 601 Wooy (1) dAHMWMIAN JO Jojoela| ‘o seoWO| |
winiboid dNHM/MAN :D80SH ‘H
'G 10} DBID HIOM SPIAOI SUll} SUUDS BUy4 Jo 801ds 8y} azi|iin
[IIM IO JON *S3JI} SIOAIID PUD SISNO0| YIM 820ds UMOP YoNo}
09¢ 09¢ 9¢ oL D Pa8BU JOY} SUOKDDO)| JOYLO WOl AYnoD) | Z SoY Ajuaund paIoys| 08G W00y SasN 200dg UMOQ Yono] Ayndp4| 'p
091 091 08 4 s19sn oMy Ag peIoys ©ojo || &oJO peIoys|  1Ze wooy (1) uosiad Z-e00O Anoo4| o
HIMOYS (v)
0ge wooy (1)
9z¢ wooy (1)
e wooy (1)
g1g wooy (1)
080’1 0cl 0ocl L SUOIDISHIOM 10 S&D1JO 8JPAlld ©Q PIN0D HIMOUD SO0 SJOAId| gL LE Wooy (1) uosiad |-8olO Anop4| g
winibold
08l 081 081 | "©01JO BulsIXS 18y SSA0| DN OO0 SJONId| |1 WOy (1)|  JeuolonId 8SINN JO Jojoeid| o SOOO| |
winIB0o.d JeuooDId 8SINN :DFOSH 'O
HIMOYS (1)
ove ocl ocl L Q0O SIOAId| T 1§ wooy (1) uosIdd |-9210 Aynop4| g
uolonIBuUl Apnis-1aul
10} Ajlunyoddo Jayaq sepinoid--, palalnos, SUOCAIBAS oM winiBold
081 081 081 | USISH INQ--dn0IS DFDSH UM pauoz &g pinoys [pisuab N OO SIOAId| 9SG Loy (1) BuisinN Buiyope] Jo 1o}l | o SOOYO| |
SN Buisin Buyoos] :0gOSH “4
4SVN 4SVN d/4S # 000 SOJON CO__.Q_‘_OmQD Uolo0] SWION wooaw Paly Uoljoun4
woibold Jsun)
v HIMOYS $8oi0 ('sied g) paIoug # 8007 0T YOI
1 uaun) saoo ('sied Z) paibys # seopdg Jo WnIBold
0 HIMOUO SUOHIS JIOM #
0 jusiund SUOHIS YIOM #
L HIMOUD $92UIO SIONId # SI08HYDID OfD
€ jusiund s82lJO SIoAId # 11 pupo eoy00Id Ajinop4 ‘D4OSH '€ [eAe]

Buisiny Jo 8691100 UoIN JO AlsisauNn

Building Renovation Program Document

College of Nursing

University of Utah



seods yoddng paipys € |eAS1 'N

0§l L 0GlL paly Buibols €0l wooy (1) BuiBog/ebniolg Joyndwo) || *0
(0]°]} L oSt Juswidinba mau 10} ebDIoIg o€ wooy (1) obpiog luswdinb3 meN| ‘g
0SL ! 06l uo payiom Buleq juswidinbs 1o} oBpI0)S Gzl wooy (1) abpIojg [pIBUSS-]|| 'O ebplojg/poddng| ¢
HIMOYSO
JJ0JS poddng puo vzl
008 L 008 002 14 do] yseg puo (s)sijoioads DIPBIA 104 20dS JIOM PUD OO ‘vz L wooy (1) DBl YIOM 1I| 'O seoo| L
1N
HIMOUD (2)
£8G wooy (1)
08y 4 (4]} 0zl L SO0 SJOAId|  G8G Wooy (1) uosidd |-00O Anop4| 'q
uosiad
081 L 081 081 L OO BIOAId| 685 Wody (1) L- ©2IJO Joo8iIg SAINoex3| ‘' SOOWO| L
ADOTOINOYTD :O908H "1
AlINo0} DFOSH JO Alolow of [ojued GG @onds (1)
002 4 001 00l l 8IoW PBno0| 89 PINOYS "DFDSH 10} SeLn8I08s UOISIAID OM| UOUDIS MIOM| [ 6G ©00ds (1) Aope108s UOISING DFDSH| ‘A
08l L 08l 08l L 100}} UIG ©pIS Jsom DaID YoIDasay| Ul Pajooo] Ajuaund S0lJO SIOAId|  €1G Wooy (1) 1IPYD UoISIA DEDSH| o seoO| L
AIOYD UCISING :O80SH ™M
091 L 091 08 4 o|doad gz AQ paipys 920 | paiobyg|  /£zg wooy (1) paIoys-2210 AIlNoo4| 'q
'SOO1JJ0 BIPAId BIPIDASS Z SADY O}
ore 4 0cl 0cl L pseN--eldoad g AQ paloys sI Joy} SSOIO U Ajjusuno si SiyL S0lJO SIONId|  GZE WoOy () 901JJO AlINo4| 'O soolo| L
Ajuiejo/UHOeH suewom eponpoibiepun :0908H T
£2¢ Wody
(2) HMOUD (€)
Ovy wooy (1)
vey wooy (1)
L€ Wooy (1)
Opy wooy (1)
"SUOLDISHIOM 1O SOIHO SIOAlId 89 80¢ wooy (1)
PINOS HIMORS '$e210 joAld apoIndas g 9ADY O} PaaN GLe wooy (1)
ory'l gl 0cl 0cl | --g|doed g AQ painys S| JOYL SSOIJO UD AlJUBIND S| £7¢ UIOOY S0IO BIOAId|  60€ WOy (1) 2010 Anop4| ‘o SOOIO| |
4SWN # 4SYN d/4S # 900 SSJON uolduosaq UoYDI0T SWIDN 8opds D3Ny uojouny
wpibold weuno
14 HIMOYS $8oi0 ('sied g) paIoug # 800T '0¢ U2IoN
1 Juaund seoO ('sied g) peious # seo0dg Jo winibold
0 HIMORIS SUOUDIS oM #
0 luaiunDd sUoUDIS YIOM #
L HIMOUO $S0BJO SMONId # S108}IyoID Olo
m ,,cmbsommo_tOmBz_n_* 1l PUD ©24001d AInon4 “D80SH i€ [ereT

Buisiny Jo 8691100 UoIN JO AlsisauNn

Building Renovation Program Document

College of Nursing

University of Utah



Building Renovation Program Document

College of Nursing

0S1 oSl obDIOIS Bl [DAIYDID 8IN08S Y01 WOOy|| 9BpIOIS [DAIYDIY 82O suoaq| o
0G1 061 20y Wooy]|  salddng 2oO/e00 suvaqd| 'q
so|ddns 800 supaq |[pieusb
0S1 0S1 'so|lddns Aupd ‘seuizoBow ‘seiNnyo0Iq 1o} 8B0I0ls 8IN08g 80 WOy obpIo}g Jusuudoreq| ‘o yoddng| gz
0cl ocl ocl L Jojs Juswidojpreg UONDIS SHOM HIMOUIS SO0 HPIS| 'O
91y wooy (1)
ore 0cl 0cl L (Buysixe Yjoq) uolsod Yojis pup Uosod YIS 10O 10§ 8OO SO0 SIOAId| 80y WOy (1) S0IJO JPIS| ‘g
081 08l 08l L 9010 BIOAId| /0t Wooy (1) Jo10811q Juswidoeraq| ‘o SooO| |
Juswidojenaq :eolO supaa ‘g
Selllle]
002 002 Juswidojerad puo 8210 SuUDaq J0} UIOO! 84/X04/1aiulld Z 1y wooy| W00y B|l4/X04/1e4uld| "o
*9pIs 8Ysoddo ulol
oSl 0S1 $S©O00 PUD SIS | WO BUIPDO| YIM UIOO! IO S]00)00] | L7 ooy WIOOJIDIN AINOD4| P
obpioys Alddns
PUD 8|gn} YoM /siajund/Xo)/AdoD 10} 82O JusuudoleAasqd
002 002 PUD 21O $sUISNg ‘@O S,UDSJ O} PAIDIIPSP 920dS L9Y S2Ioys WIOOY| MOM | "D
0zL 0zL 0¢ vz ulool Buyssw [oulio) 86107 GOy Wooy| wlooy| pipog| 'q
Apjeloasg/uoldadosy|
052 052 Ge o] 0} JUsD[PY 'DBIO BUIIOM I0) SBYDNOD PUD SIBYD paio uadO HIMOUD Buyom uoydeosy| ‘o poddng| g
0GL 061l 061l L OO suUoaQ 0} juiod Alus/joluod UODIS SIOM HIMOID isiuoldedsy] 8210 suad| P
1y wooy (1)
00¢ 0ol 0ol L OO supa( o} Ajulixoid 8s0|D UOUDIS HOM | €Ly wiooy (1) OO0 HPIS| O
orl orl orl L OO sua(J O} JuedDlpy OO BJONId| 0Ly Wooy (1) Jupjsissy suoed| 'q
wIoo) BuiBuoyo ‘1omoys
oov ooy (0l0]4 L ‘WIoolsal ‘sBUleaU [[OUIS 10} ©00dS UM 8210 SI0AId 9010 BIOAId| 601 Wooy (1) 901JJO suoaq| ‘o SooO| |
BJlO supsqg 'Y
4SVN 4SWYN d/4S # 000 SOJON uoyduosaq uoyo20T SUIDN 990dg D8Iy uoyound
wpibold juaund

8002 '0g U2IoN
seopdg Jo uwpIBold

S}OBHYOID OlD

8IDD) JJUOIYD PUD 8jNdY PUD UOUDLSIUILIPY 7 [BAS]
BuisinN Jo 868]|0D Ui JO AlsioAun

University of Utah



HIMO¥S (1)
ge wooy (1) 90O AINoD4
09¢ 0zl 0zl L HIMOYD | + seoiO Bulsix3 7| SO0 SIPAId| GG WOOY| (1) JIBUOIIODI4 SSINN 810D SN0y | 0
HIMO¥S (2)
Lyt wooy (1)
06y wooy (1)
687 Wooy (1)
(HIMO¥D | + seoio aany €2y wooy (1)
ov8 0zl (4]} L pinoys 0gg Buiziiyn ejdoad z) HIMORUD € + o0 Bulsixy G SO0 BIONId| Py W0y (1) SO AINODS [IN/UOASd| 'Ol
081l 081 081 | OO SIOAId| Gy Wooy (1)|  IIoYD UOISING DOV LIN/UASH| 'O seoO| |
[9AS7 8joNpRIS DDV '3
0zl 0zl 0zl L SSVY 10} SO UDS(J S0100ssY O} JuSdPlpY UOUDIS YOM | L2t Wooy (1) JUDJSISSY SARDUSIUILIPY | *©
SOOIAISS
UOlDISIUILIPY O} JUS2D(pPD JUSPNIS PUD SIIDYY DIUUISPDIY
081l 081 081 L ©Q 0} SPSSN "SSVV 4O 1$81 O} JUSODIPD ©Q O} PeBU Jou s800| SO0 &4PAId| 0T Wooy (1) OO UPS(J S§I00ssy| ‘P
AyuiipIN/YiooH
S, usWIoOM dipnprIBlepun
081l 081 081 L SO0 SIOAId| gy Wooy (1) 10} SAYNOSX] | "0
i pINoys---io5081q
ozl 0zl 0zl L BAIINDSXT By} SO 100} BUIDS 8y} UO Payno0) Jou Ayjuaund UOHDIS MOM| 90 @o0ds (1) Appo108s| 'q
DO4OSH UM palod0) 1elieq uwIniBOold 81oNPPIS
08l 081 081 L 99 ADIN *AN0IH Y1088 UHM JOOl} UIG UO PBIDI0] AYuaIND|  S0IO SIPAId|  6£G W00y (1)]  [02IU]D JO J0jodIg SAINOSXT | 'O SOOO| |
UOHDISIUILIPY SWIDIBOId J|UWISpPnIY (:90l0 supeq 'd
0zl 0zl 0zl L JJ0Jig sseuisng UOUDIS YoM | 8L Wooy (1) SO0 HOI8| 'O
HIMOYS
ove 0zl 0zl L uosied §j08[01d MOU JO} 8OO UIMOID| SO SIOAId| £ Ly wooy (1) SO0 YPIS|
08l 08l 08l L B21JJO BlPAId CCl7 WOy :._ ssauisng JO upad ajoIo0ssy | ‘o SOOllJO l
ssauisng 20O suped D
4SVN 4SVN d/4S # 000 SOJON uoyduoseq uouo20] SWIDN 890dg P8Iy Uo|dUN4
wnifold uaund

8002 '0g U2IoN
seopdg Jo uwpIBold

S}OBHYDID OlD

8IDD) JJUOIYD PUD 8jNdY PUD UOUDLSIUILIPY 7 [BAS]
BuisinN Jo 8698]|0D Ui JO AlsIaAuN

Building Renovation Program Document

College of Nursing

University of Utah



002 002 WWIODO8I8] pPUD |ODUO9g| '© H
I
0oov ooy paly Buyoag Buipag/Buliom uoldessy| ‘p S
(@]
(Y4 S2e UoISIAIg AQ pailoys &g upD Z1LE Wooy Apjeroag/uodadsy| *o m
ocy ocy G¢ L sjuspnis 10} 200ds UMOP YONOo} [oUolIPPY PaIoyS| 08G W00y sesn ®00Qm umoQ yono] juspnis|‘p =
002 002 UoISINIg AQ pailoys &g upD Z L€ Wooy Buyuud/Xxo4/AdoD | 0 m
(@]
00g 00g 14 4] 100} BIUS/UCISING AG PBIOYS ©Q UDD WOy Yodlg €1¢ Wooy wiooy| jpaig| g °
100} o} paioyg o
0oV oov [eT4 91l UO SUOISIAID/SIBSN JoUl0 UlIM PaInys 80 UDD--Wooy| Bullesin L0y WOo0y| UIOOY| &2UBIBJU0D| ‘0 poddng| | m
seobdg yoddng paibys 77 [oAe] '9
>
@]
ozl ozl ozl L 20O Bulsixg | SO0 SIPAId|  61€ WOy (1) ABojoopuuoyd| ‘e P
(O]
ozl ozl ozl L 20O Bulsixg | SO0 SIOAId| 2y Wooy (1) 9210 AINoDA| P o
(@]
0ze wooy (1) <
8z¢ wooy (1) o
€6 Wooy (1) 5
TG wooy (1) m

009 0zl 0zl L SO0 PUSIXI G| SO0 BIOAId|  8Gy Wooy (1)| ©oIO Ainon4 AisBing [0DIPB | -0
90€ wooy (1) o
L7y wooy (1) c
09¢ ozl ozl L SOOIO BUlSXI €| SO0 SIPAId| by Wooy (1) 9010 AINODS SoIPIPad| 'q »
HIMOYS (2) >
Tze wooy (1) =z
0lLg wooy (1) 5

Sy Wooy (1)

(Qo1 UoDINWIS Ul PaIDO] 62€ Wooy (1) %
ovs 0zl 0zl L ©Q O} JUDM ADW HIMORD ) HIMOUD T + S90O OUlsix3 G| &0 S0AId| V1 1E WOy (1)|  &dIO Anop4/sipjuswinpuny| ‘o SOOO| | o
sjonpoibiepun DOV 4 m

002 00l 00l L SUOHDIS SHOM £0v ©opds poddng Jois OOV 4
=
ozl 0zl 0zl L Q0O Bulsix3 || SOWO SJoAId|  6G Wooy ()| &oW0 Anopg ABojoisAydoyind| @ 3
4SYN 4SYN d/ 48 # 000 SO|ON uoyduosaq Velllezeley] SWIDN 890dg DalY UoIoUNS o
wnifold uaund 5
>
8002 '0Z Y2IPIAI )
seopdg Jo uwpIBold ©
=z
c
$19041U2I0 o[ =

8IDD) JJUOIYD PUD 8jNdY PUD UOUDLSIUILIPY 7 [BAS]
BuisinN Jo 8698]|0D Ui JO AlsIaAuN



NN ANOOOO

€

LOVUNOOOOO

O— 1OLNOOOO

HIMORD se0lO ('sied ) paipys #
JuaiNnD saolO ('sied ) paiopyg #
HIMORD se0lO ('sied g) paipys #
JuauNnD saouO ('sied z) paioygs #
HIMORID SUOHDIS YIOM #

JuainD SUOHDIS SMOM #

HIMOYS SOOWO SIOAId #

juainD saolO SOAId #

10§01

o0V

“uiwipy

(WDIBOId Ul PEIOPOUILIODDY) AIDWILING JUNOD 80O

TLL9L

(Aoueio3 89'0 / 45V) 489 Ipjol wbiBoid

SovLL

48N 10401 wipifold

4SYN
wnifold

4SVN

d/4S

# 900

SSJON

uoyduoseq

uoLDO0]
aun)

SWIDN 820dg

DBy uoyoduUN4

8002 '0g U2IoN
seopdg Jo uwpIBold

S}OBHYDID OlD

810D 2IUOIYD PUD SiNOY PUD UOKDLSILILIPY 7 [BAS]

BuisinN Jo 8698]|0D Ui JO AlsIaAuN

Building Renovation Program Document

College of Nursing

University of Utah

106



0vg 00ds (1) S
v0¢ 4 4] INy Alo s Ayuaund paioys v 1G @o0ds (1) obplojg/elld| ‘e I
UOIDOO] SIU} JO AIDJIOSS a
002 L 002 DFOSH 8ut spy Ajjusuno ng uoydeosy| YoInasey| 8uj s siuL paipys|  Ggg eoods (1) uoydeoay| 'p o
£6G Wooy (1) e
0£G Wooy (1) £
ovs L ovs 's90dSs 8say) O} PapPPL BUIUIDS| ©2UDJSIP JI9PISUCD PINOYS paipys 02G wooy (1) SO0y 8oUBIBU0D | 'q m
(@]
08¢ L 08¢ paioys 616 wooy (1) wiooy| Joaig| ‘o poddng| g M
Slelelely c
ove L ove 08 ¢ SUOWOJS YoM ¢ MOM PeIoyS|  g0G @opds (1) sjuosissy poiBiepun-yoinassy| 'y o
ooy 10IS yoddng m
00¢ L 00¢ S/ 4 YIOM PaIoUS GG wooy (1) SOISIDIS "UIULIPY Yo1oesay| 'O p
[VS[el0)]] SloJplSIuIUIPRY ,Fow._o_n_\ﬂcoﬁm_wm,q [
00¢ L 00¢ 05 9 HOM PaIoys ££G Wooy (1) “UlupY YoIoasey| 4 %
G wooy (1) o
Zrs wooy (1) <
8EG W00y (1)| SIOOUSIUILIPY $08[01d/SUD)SISsY ©
082 v 0L 0/ L OO SJONId 966G Wooy (1) "UIUIPY YoI0988y | '© w
09¢ L 09¢ zL [ 200dS$ SIY} Ul SIUDJSISSO YDInasal G UOHDIS MIOM 01G @o0dg SIUDJSISSY UYDI08s9Y | ‘P m
ove L ore 08 e 20Dds $IUL Ul SJUDJSISSO YDI0asal © UOHDIS MIOM GG @o0dg SIUDJSISSY YDI08s8 | "0
GGG Wooy (1) nna
£GG wooy (1) -
1GG wooy (1) =
GG wooy (1) =
£7g Wooy (1) -
L 1S wooy (1) o
606 Wooy (1) ©
G0G wiooy (1) w
£0G Wooy (1) =
8zL'l 4] 144! vyl L "DFOSH 18pun 104 PaIUNOOOD U] SPY (10d) 6£G W00y | SO SJPAId 10G wooy (1) Aynoo4 yoroessy | 'q o
617G wooy (1) 10}0811q 8ANoax3/unaqd ©
€16 wooy (1) EllefleletN/illellg)
0L€ z S8l S8l L "UJWIPY O} PEAOW USq SPY JI0YD UOISING DFOSH| 21O 40AId £0G Wooy (1) paMOPU3 YoIDasey| D seoO| | =
301 1SIM 6 , . . ©
NSNS UIP|ING 1O SPIS ISOM POBLOAOUSY AISNOINSId 1UDI0asay G [OAO] 'Y =
4SVN # 4SVN d/4s # 000 SOJON uoyduosaq| uoyono0 Jusund SWIDN 82o0dg paly uoyoun4 =
wpibold
>
8002 '0Z YOIoN ‘»
seopds Jo wpiBold o
>
r=
$19011U2I0 o[ =

yolnassy G [end]

BuisinN Jo 868]|0D Ui JO AlsIoAuN




002 L 00z paly Buyosg Buyoag/Buom uoydedsy) "0
08l L 08l 100} YoIn®say AQ peioys &g unD Buyuid/xo4/AdoD | q
ooy 8y} painys
00¢ L 00§ Sz zlL UO SUOISIAID/SISSN 18U UHIM PaIDYS 80 UDD--UI00y| Bulleain 98G WOy WIO0Y| ©0UBIBJUOD/IUILISS | ‘D poddng| |
seopdg poddng paipys G A1 D
ore 4 0zl 200ds SIS [PUOHIPPD PESN paipys HIMOUD SWooy (sjaey) menajul| |
ove Z ozl ozl L $108[01d UDIDasay| 10} SWOOY YIOM SWIo0y 108loid| 'Y
W00 Bulipa pipawl pup &20ds SiUL UM PaL0I00sso UIOO)
joIUOD ¥ ajdoad g | of dn 10} oM pup jeswl o} sdnoib
oov L ooy e Ll JIOWIS 10} ©20dS--}I0M SADHIOND 10} 800ds 810Ul SPasN paipys HIMOUD qo1 aAoHPND| B
ove 4 0cl sell4 Joelold 10} 80DIOIS paioys 89G Wooy (1) eboiojs ll4| '
[Sle]iTe)
SUOIDJS YIOM 9 FOM 9 UM Elelelely
081 — 08y 08 9 10} 2o0ds Paso|ouUs G |[©AS7 JO BpIS |Sem Uo 2o0ds Ol IojIuwIg| 82O peso|oug HIMOUD H: PaIoYS UosIied 9-JJ0IS yoloassy|| ‘e
*ob0I0S/518Y00] PUD UOKDINDIID 10} 4S 9G + UOSIad/4S [Sle]iTe)
Q¢ @ SUOHDIS MIOM {7 "18pIn0Id YO0 10} sieulqod Bully HOM {7 UM 88G WOy (1) 200dg
0zL 4 09¢ 06 ¥ B|qOYD0) ‘SISND0| BYOAUD ‘SUOHDIS YIOM 7 10} ©20dSs YdI0asay|| 82O Pasojoul 26G Wo0y (1) peioys uosiad -1ois Yyounasay|| ‘p
HIMOYD
009 S 0zl 0zl L 20O 8joAd| () Loy wooy () SO0 HPIS Yyouossay| '
HIMOUS (g)
€LG wooy (1)
1£G ooy (1)
695 wooy (1)
£95 Wooy (1)
19G wooy (1)
6GSG wooy (1)
8¢/l ¢l j24! j24! L 9010 SOAId /GG wooy (1) ANoD4 youosasay| 'q
HLMOYS (v)
LSy Wooy (1)
oLL'L 9 g8l g8l L SOWO SHoNId|  G/G Woow (1) 104D POMOPUT YIS | 'O So0WO| |
Buipiing 4O BpPIS 40T 'Y2I0BseY iG [PAST] 'f
4SWN # 4SVN d/4s # 000 SSJON uoyduosa@| uoyoo0T jueun)d BUWIDN 8onds Daly UoYouUNy
woibold

8002 '0g U2IoN
seopdg Jo uwpIBold

S}OBHYDID OlD
yoipesay G [eAa]
BuisinN Jo 8698]|0D Ui JO AlsIoAuN

Building Renovation Program Document

College of Nursing

University of Utah

108



— NOOOONO

HIMORID se0lO ('sied ) paipys #
JuauND saolO ('sied 1) paiobyg #
HIMORID se0lO ('sied g) paipys #
JuaiND saolO ('sied z) paioygs #

HIMQORIO SUOHDIS YIOM #
JUSLND SUOHDIS YIOM #
HIMORD $82JO SJoAld #
JueLND Se0O SIONId #

[ojoL

(WpIBOId Ul PEIOPOUILIODDY) YDIDasey AIDWIWING JUnoD 800

Building Renovation Program Document

GeL'8lL

(Aoueio3 89'0 / 45V) 489 Ipjol Wbiboid

oviclL

48N [040] winiBold

College of Nursing

ooe

00¢

(mojeg
o} uadQ a8y 100]4) WNuY/| 4

09s

08¢

OUDI/SUIOONSSY | *©

00¢

00¢

WILIOD88] PUD [DOUOS3| P

4SVN
woibold

4SVN

d/4s

# 900

SOJON

uoyduosaq

UOI0D0T Jusind

BUIDN eonds Dely uoyouny

8002 '0g U2IoN
seopdg Jo uwpIBold

S}OBHYDID OlD
yoipesay G [eAa]
BuisinN Jo 8698]|0D Ui JO AlsIoAuN

University of Utah



110 University of Utah College of Nursing Building Renovation Program Document



Building Organization and Stacking
Diagram (Adjacencies)

The diagrams on the following page illustrate the
building organization and stacking concept devel-
oped during programming. These concepts are not
final, but are meant to serve as a “point of depar-
ture” for subsequent design phases.

Essentially, the diagrams suggest a building that is
organized around two perpendicular cores; the 1st
core (east-west) for entry, lobby, and shared build-
ing and shared student spaces; and the 2nd core
(north-south) is for vertical circulation, restrooms,
and building support spaces.

University of Utah College of Nursing

While the purpose/function of the two basements,
the lower level parking, and the mechanical sub-
basement, will remain relatively unchanged, the
functions on Levels 1 through 5 will be reconfigured
for the renovation:

- Level 1 Simulation Learning Center

- Level 2 Classroom, Shared Student
Space, and Student Services

- Level 3 Offices

- Level 4 Offices (including Admin.)

- Level 5 Research Offices

Building Renovation Program Document
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LEVEL TWO

LEVEL FOUR
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LEVEL FIVE
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Test-Fit Floor Plans

Each space listed in the program spreadsheet is
located on the plan diagrams, Test-Fit floor plans,
on the following pages, with relative size and gen-
eral adjacencies implied. A plan diagram for each
level of the building is included and, together, serve
to further illustrate the preferred stacking concept
developed during programming. These plan dia-
grams are not final floor plans, but are intended to
be a “point of departure” for subsequent design
phases. Exact room sizes and locations, as well as
details such as door and window locations, furni-
ture layouts, and so on, will require further study
and analysis. The plan diagrams on the following
pages serve only as verification of the program.

Departments and general groupings developed
during programming are indicated on the plan dia-
grams on the following pages. The following group-
ings are included:

University of Utah College of Nursing

- Health Systems/Community Based Care
- Faculty Practice

- Acute & Chronic Care

- Information Technology

- Research

- Administration

- Student Services

- Simulation Learning Center

- Classrooms

- Building Shared Spaces

- Shared Student Spaces

- Building Support Spaces (Elec/Tele/Data)
- Restrooms

- General Building Circulation

- Vertical Circulation (Stairs/Elevators)

Some information has been omitted for clarity. See

the Room Data Sheets in this section for additional
detail for each space indicated.

Building Renovation Program Document
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LEVEL FOUR FLOOR PLAN
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LEVEL FIVE FLOOR PLAN
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Room Data Sheets

The diagrams and charts on the following pages
provide a detailed analysis of the requirements for
each new space programmed for the renovated
College of Nursing Building. The following list of re-
quirements are included in either the plan or chart
for each space:

- Function and activities performed

- Suggested space dimensions

- Sample floor plan

(specific equipment clearances indicated)
- Number of assigned occupants

- Type of light required: natural or artificial
(see below for fixture type abbreviations)

- Window requirements

- Security requirements

- Suggested finish materials

- Specific electrical requirements

(see Section 4 for general electrical requirements)
- Communications requirements

- Audio/Visual requirements

- Required ceiling height

- Furnishings and equipment requirements

University of Utah College of Nursing

Abbreviations used on the Room Data Sheets:

NR = Preferred, but not required

SC = Sealed Concrete

WD = Wood Paneling

LG/AF = Low-glare/ambient fluorescent
UF = Utility fluorescent

TSK = Task

DEC = Decorative or accent

MLC = Dimmable or multi-level control
OC = Occupancy control

Required Adjacencies are listed below the chart.
Similarly, any special requirements required for an
individual space are listed below the chart. See
Section 04 for all general architectural, mechanical
and electrical requirements.

Building Renovation Program Document



Lower Level Parking
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1HOIFH ONIMI3D TVOILRID
dX3 ONINIFD dIFHIO
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N HSINI4 JOO14 d3HLO
3Svd 1L/ JOOT4 FIL
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SIMULATOR ROOM

PROGRAM SPREADSHEET REFERENCE
Level 1 -A.1.a

HOSPITAL HEADWALL W/
BED BUMPER / AIR &
SUCTION / OUTLETS

BED-SIDE TERMINALS

ONE-WAY GLASS (TO CONTROL ROOM)

OVER-BED TABLE

HOSPITAL BED

CAMERA/SPEAKER (IN CEILING) >

‘5‘-6”

WASTE & RECYCLING
RECEPTACLES

OVERSIZED OPENING

HAND SANITIZER DISPENSER

SINK W/ HAND SANITIZER
DISPENSER

ROOM DATA

GRAPHIC SCALE (IN FEET)

o

' Q ® e

N

® ~ g e 66 66

# OF OCCUPANTS
CARPET / RUBBER BASE
VCT / RUBBER BASE
TILE FLOOR / TILE BASE
OTHER FLOOR FINISH

AREA (NASF)
LAY-IN CEILING
OTHER CEILING

PROJECTOR / SCREEN / SPEAKERS

SINK W/ PAPER TOWEL & HAND SANITIZER
FLOOR DRAIN

OCCUPANCY SENSOR FOR LIGHTS

CAMERA / MICROPHONE

OVERSIZED DOOR WIDTH (IN FEET)
SECURITY / CARD

SIDE LITE

BLINDS
HOSPITAL BED / OVERBED TABLE

CRITICAL CEILING HEIGHT
PAINTED GYP. BD. WALL
OTHER WALL FINISH

BASE / UPPER CABINETS
HEAVY-DUTY SHELVING
STANDARD DOOR
WINDOWS / DAYLIGHT

DESK / CHAIRS

TABLE / CHAIRS

WHITE BOARD / TACK BOARD
PHONE / DATA OUTLET(S)
INTERCOM SYSTEM

SUCTION / COMPRESSED AIR
HOSPITAL HEADWALL

LIGHT FIXTURE TYPE

FILES

ADJACENCY REQUIREMENTS:
SPECIAL: 1-WAY GLASS

SIMULATOR CONTROL ROOM, PROCEDURE ROOM, NURSES STATION
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Level 1 -A2.a

PROGRAM SPREADSHEET REFERENCE
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08l
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PROGRAM SPREADSHEET REFERENCE
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Level 1 -B.1.a
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ADJACENCY REQUIREMENTS: NURSE STATION, MED. PREP. ROOM

SPECIAL: ACCESS TO COMMON SINK AREA
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Building Cost Summary

Basis of Estimate

The construction cost estimate on the following
pages has been prepared to reflect the anticipat-
ed cost of the proposed renovation to the College
of Nursing Building at the University of Utah. This
construction cost estimate is based on the pro-
grammatic information included in this document,
including the DFCM High Performance Building
Rating System and LEED Silver certification design
requirements, commissioning, and measurement
and pricing of quantities wherever information has
been provided. Unit rates have been obtained from
historical records, along with discussions with con-
tractors. The unit rates provided include labor, ma-
terial, and equipment that reflect current bid costs
in the Salt Lake City area. All subcontractor unit
rates include the individual subcontractor’'s over-
head and profit, unless stated otherwise.

The following items are excluded:
- Financing charges and expenses

- Project phasing costs
- Limited/restricted working hours

University of Utah

College of Nursing

The following items may change the estimated
costs, and are not limited to:

- Unforeseen or hidden site utility conditions or
capacities

- Modifications to the scope of work represented
by this construction cost estimate

The following assumptions have been made:

- Construction takes place during normal working
hours

- The CM/GC and subcontractors will have
sufficient/temporary site staging and site storage
within or adjacent to the vicinity of the con-
struction.

This construction cost estimate reflects current
costs. Escalation has been included to represent an
anticipated construction start date of June 2009.
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This construction cost estimate reflects a design
contingency of 10%, to allow for items not included
in the program documentation (undefined at this
stage of project development).

The construction cost estimate has been based on
a competitive open bid situation with a maximum of
three bidders for all items of subcontracted work.
Please note that Parametrix has no control over the
costs of labor, materials, equipment, contractor’s
methods, or the current competitive bidding mar-
ket. This represents Parametrix’s best judgement
as a professional construction consultant. Parame-
trix does not guarantee the proposals, bids or that
the overall construction cost will not vary from the
estimated construction costs provided within this
program document.

University of Utah College of Nursing
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CONSTRUCTION COST ESTIMATE

MASTER SUMMARY

SECTION AREA UNIT COST/SF COST

CURRENT CONSTRUCTION COST:

REMODEL 87,300 GSF 178.58 $15,589,935
SITE $376,740
TOTAL (Construction) $15,966,675
ADD OPTION: LEED Gold Rating 5.0% $798,334

NOTES: Costs are for Construction only.
Costs are Based on a Competitive Bid Basis.
Costs are Based on a Construction Start of June 2009.
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CONSTRUCTION COST ESTIMATE

REMODEL SUMMARY

SECTION AREA UNIT __ COST/SF COST

ARCHITECTURAL 87,300 GSF 51.66 $4,509,976
STRUCTURAL 87,300 GSF 14.36 $1,253,728
MECHANICAL 87,300 GSF 40.19 $3,508,300
ELECTRICAL 87,300 GSF 23.20 $2,025,050
SUB TOTAL 87,300 GSF 129.40 811,297,054
GENERAL CONDITIONS 10.0% $1,129,705
BONDING 1.0% $112,971
OVERHEAD & PROFIT 7.0% $790,794
SUB TOTAL 87,300 GSF 152.70 $13,330,524
DESIGN CONTINGENCY 10.0% $1,129,705
INFLATION TO BID DATE (June 2009) 10.0% $1.129,705
TOTAL (Construction) 87,300 GSF 178.58  $15,589,935

NOTES: Costs are for Construction only.

Costs are Based on a Competitive Bid Basis.
Costs are Based on a Construction Start of June 2009.

University of Utah College of Nursing
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CONSTRUCTION COST ESTIMATE

REMODEL DETAIL

SECTION

ARCHITECTURAL

DEMOLITION
Remove Exterior Perimeter Walls
Remove Exterior Windows
Remove Interior Partitions & Doors
Remove Finishes
Remove Specialties & Equipment

ROOF
Patch Roof (New Penetrations)

EXTERIOR WALLS
Brick Veneer, Metal Studs, Batt Insul, Gyp Bd

University of Utah College of Nursing

QUANTITY UNIT  UNIT COST COST
6,300 SF 8.00 $50,400
11,720 SF 3.50 $41,020
62,280  SF 4.00 $249,120
71,600 SF 1.50 $107,400
71,600 SF 1.00 $71,600
5.95 $519,540
1 LS 15,000 $15,000
0.17 $15,000
3,416 SF 42.00 $143,472
1.64 $143,472
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CONSTRUCTION COST ESTIMATE

REMODEL DETAIL

SECTION

ARCHITECTURAL - Continued

INTERIOR WALLS
Metal Studs, Sound Insulation & Gypsum Board

DOORS AND WINDOWS
Aluminum Windows / Curtainwall w/ Glass
Man Doors w/ Hardware

FINISHES
Floor Finishes
Wall Finishes
Ceiling Finishes
Finishes, Minimal Work (Existing Areq)
Patch & Repair

University of Utah College of Nursing

QUANTITY UNIT  UNIT COST COST
96,200 SF 9.00 $865,800
9.92 $865,800
12,082 SF 60.00 $724,920
275 LEAF 1,400 $385,000
12.71 $1,109,920
71,600 SF 6.00 $429,600
195,816  SF 1.50 $293,724
71,600 SF 3.50 $250,600
15,700 SF 4.00 $62,800
1 LS 100,000 $100,000
13.02 $1,136,724

Building Renovation Program Document



CONSTRUCTION COST ESTIMATE

REMODEL DETAIL

SECTION

ARCHITECTURAL - Continued

SPECIALTIES
Cabinets & Casework
Bath Accessories
Misc Specialties

EQUIPMENT
Headwall Units
Misc Equipment, Minimal

CONVEYING SYSTEM
Elevators

University of Utah College of Nursing

QUANTITY UNIT  UNIT COST COST
602 LF 285.00 $171,570
15 EA 3,750 $56,250

71,600 SF 2.00 $143,200

4.25 $371,020
34 EA 1,750 $59,500
1T LS 25,000 $25,000
0.97 $84,500
12 STOP 22,000 $264,000
3.02 $264,000
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CONSTRUCTION COST ESTIMATE

REMODEL DETAIL

SECTION

STRUCTURAL

DEMOLITION
Remove Slab on Grade / Suspended Floor Systems
Remove Interior Masonry Walls
Remove Stairs w/ Railings

FOUNDATION
Helical Piers (Seismic)
Concrete Footings / Grade Beams (Seismic)

FLOORS
Concrete Topping Slab At Parking
Metal Deck w/ Slab Infill At Stairs
New Main Stair w/ Railings
Steel Pan Stairs w/ Railings

COLUMNS
Braced Frames (Seismic)

University of Utah College of Nursing

QUANTITY UNIT  UNIT COST COST
4,000 SF 20.00 $80,000
3,300 SF 10.00 $33,000

8 FLT 10,000 $80,000
2.21 $193,000

6 EA 3,250 $19,500

180 LF 700.00 $126,000
1.67 $145,500

9,880 SF 4.50 $44,460
1,296  SF 33.00 $§42,768
4 FLT 35,000 $140,000

4 FLT 22,000 $88,000
3.61 $315,228

68 TON 4,500 $306,000
3.51 $306,000
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CONSTRUCTION COST ESTIMATE

REMODEL DETAIL

SECTION QUANTITY UNIT__ UNIT COST COST

STRUCTURAL - Continued

ROOF

Existing Roof No Work Required
INTERIOR WALLS

Concrete Shear Walls (Seismic) 9,800 SF 30.00 $294,000

3.37 $294,000
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CONSTRUCTION COST ESTIMATE

REMODEL DETAIL

SECTION

MECHANICAL

DEMOLITION
Remove Mechanical System

FIRE PROTECTION
Fire Sprinkler System

PLUMBING
Plumbing Fixtures w/ Piping
Plumbing Equipment & Specialties
Medical Systems (Compressed Air & Suction)

HVAC
Ductwork & Insulation
Grilles, Registers & Diffusers
HVAC VAV Boxes
HVAC Equipment
HVAC Piping & Specialties
HVAC Control System
Test, Balance & Commissioning
Mechanical Work, Minimal  (Existing Areq)

University of Utah College of Nursing

QUANTITY UNIT  UNIT COST COST
71,600  SF 2.50 $179,000
2.05 $179,000
71,600  SF 3.50 $250,600
2,87 $250,600
106 EA 3,700 $392,200
71,600  SF 2.00 $143,200
1 LS 75,000 $75,000
6.99 $610,400
61,250 LB 8.00 $490,000
720 EA 140.00 $100,800
102  EA 1,800 $183,600
71,600 SF 12.00 $859,200
71,600  SF 4.50 $322,200
71,600  SF 4.00 $286,400
71,600  SF 2.50 $179,000
15,700  SF 3.00 $47,100
28.27 $2,468,300
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CONSTRUCTION COST ESTIMATE

REMODEL DETAIL

SECTION

ELECTRICAL

ELECTRICAL
Electrical Demoalition
Light Fixtures
Devices (Outlets & Switches)
Gear (Panels & Transformers)
Emergency Generator
Feeder & Branch Circuitry
Fire Alarm System
Phone / Data System
Security System
Electrical Specialties
Electrical Commissioning
Electrical Work, Minimal  (Existing Areq)

SUB TOTAL

GENERAL CONDITIONS
BONDING

OVERHEAD & PROFIT
SUB TOTAL

DESIGN CONTINGENCY
INFLATION TO BID DATE (June 2009)

TOTAL (Construction)

NOTES: Costs are for Construction only.

University of Utah College of Nursing

10.0%
1.0%
7.0%

10.0%
10.0%

QUANTITY UNIT__ UNIT COST COST
71,600  SF 2.00 $143,200
1,110 EA 240.00 $266,400
1,480 EA 85.00 $125,800
71,600  SF 3.00 $214,800
1 EA 90,000 $90,000
71,600  SF 7.50 $537,000
71,600  SF 1.50 $107,400
71,600  SF 3.00 $214,800
71,600  SF 2.50 $179,000
71,600  SF 1.00 $71,600
71,600  SF 0.50 $35,800
15,700  SF 2.50 $39,250
23.20 $2,025,050
87,300 GSF 129.40 $11,297,054
$1,129,705
$112,971
$790.794
87,300 GSF 152.70 $13,330,524
$1,129,705
$1,129,705
87,300 GSF 178.58 $15,589,935
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CONSTRUCTION COST ESTIMATE

SITE SUMMARY

SECTION AREA UNIT  COST/SF COST

SITE $273,000
SUB TOTAL $273,000
GENERAL CONDITIONS 10.0% $27,300
BONDING 1.0% $2,730
OVERHEAD & PROFIT 7.0% $19,110
SUB TOTAL $322,140
DESIGN CONTINGENCY 10.0% $27,300
INFLATION TO BID DATE (June 2009) 10.0% $27,300
TOTAL (Construction) $376,740

NOTES: Costs are for Construction only.

Costs are Based on a Competitive Bid Basis.
Costs are Based on a Construction Start of June 2009.

University of Utah College of Nursing
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CONSTRUCTION COST ESTIMATE

SITE DETAIL

SECTION QUANTITY UNIT  UNIT COST COST
SITE
ON-SITE
Sanitary Sewer Line - 6" 300 LF 125.00 $37,500
High Temperature Water Line - 3" 150 LF 200.00 $30,000
Electrical Ductbank 300 LF 235.00 $70,500
Transformer - 500 KVA 2 EA 20,000 $40,000
4 Way Switch - 15 KV 1 EA 45,000 $45,000
Misc Site Work 1 LS 50,000 $50,000
$273,000
SUB TOTAL $273,000
GENERAL CONDITIONS 10.0% $27,300
BONDING 1.0% $2,730
OVERHEAD & PROFIT 7.0% $§19,110
SUB TOTAL $322,140
DESIGN CONTINGENCY 10.0% $27,300
INFLATION TO BID DATE (June 2009) 10.0% $27,300
TOTAL (Construction) $376,740

NOTES: Costs are for Construction only.
Costs are Based on a Competitive Bid Basis.
Costs are Based on a Construction Start of June 2009.

University of Utah College of Nursing Building Renovation Program Document



190

Summary of Value Engineering Options

During the Programming Phase, a Value Engineer-
ing Session was held to review and discuss pos-
sible cost saving options for the project as it moves
into design. The following items were identified to
be further studied and considered during the de-
sign phases.

Architectural

ltem #1: $450,000
Do not replace the existing exterior windows.

Item #2: Requires Further Study
Look at minimal pieces and parts replacement to
elevators versus full replacement.

Item #3: Requires Further Study
The Project should investigate a possible FEMA
Grant as another funding source.

ltem #4: $175,000
Add sun shading device on exterior of building at
west windows.

ltem #5: Up to $65,000

Have the abatement contractor provide all demoli-
tion work. This will increase the soft costs, and de-
crease the hard costs, but there will also be some
potential cost savings.

Structural

Item #1: Requires Further Study

Consider using steel plate shear walls as the new
lateral force resisting elements on the east and west
exterior walls of the structure. It may be possible to

University of Utah College of Nursing

place steel plate shear walls in only one of the bays
at these two walls rather than two bays. The effect
on redundancy on the lateral force resisting system
shall be considered along with overturning forces
on the existing concrete foundation walls. Window
openings in steel plate shear walls will need to be
considered.

Item #2: Requires Further Study

Evaluate the ability of the existing concrete founda-
tion walls to spread overturning loads over a wider
base below the new lateral force resisting elements
and reduce the degree of foundation strengthening
that will be required at the foundation walls.

Item #3: Requires Further Study

Evaluate options for placement of shear walls or
braced frames at the stairway on the north wall of
the building. If the location of the stair is moved
slightly south, a braced frame may be able to be
placed between the existing steel columns rather
than placing a new concrete shear wall. This will
make the new lateral system at the north wall con-
sistent with the east and west walls.

Item #4: Requires Further Study

Consider use of composite materials to strengthen
existing concrete shear walls at the stair/elevator
core if strengthening is required by further analysis
of the existing walls.

Mechanical

ltem #1: $135,000

In the recently renovated areas of the building, in-
cluding the 5th floor west side and the 2nd floor
classrooms, the existing cold duct from the dual
duct system could be re-used as the new primary
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duct for the VAV reheat system. This option is very
desirable.

ltem #2: $150,000

Instead of 2 entirely separate air handling units, a
single air handling unit with modular components
(such as Huntair fan wall). This could reduce the
equipment cost by using only 1 unit, but its modular
components may also reduce the installation cost
since the location of the air handling room will re-
quire assembling the unit in place. This is a fair
option that should be further investigated during
design.

ltem #3: $85,000

Eliminate the use of radiant fin tube, and use only
the reheat in the VAV boxes for heating needs. We
recommend doing something additional on the 5th
floor specifically due to the overhang, such as pos-
sibly supplying heat from boxes in the fourth floor,
or possibly adding floor return to the fourth floor in
order to get better mixing at floor level. These are
fair options that should be further considered dur-
ing design.

ltem #4: $15,000

Use the air handler room as a return plenum, as
opposed to ducting from the return shaft. Thisis a
fair option that should be further evaluated during
design.

ltem #5: $20,000

Eliminate the steam powered domestic water heat-
er. Domestic water could be heated by a central
electric storage water heater. It could also be heat-
ed by electric instantaneous heaters under the lav-
atories, and an electric storage water heater for the
changing and shower rooms. Although this option
may save money, it is not desired by the University
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plumbing shop and maintenance department, so it
is not a very desirable option.

ltem #6: Up to $25,000

Investigate options for plastic piping. Because it is
a return air plenum, these options may be limited;
however, pvc sewer piping in plumbing chases
may be an option to save some money.

ltem #7: Up to $100,000
Re-use as much of the existing fire sprinkler piping
as possible. Definitely re-use riser, fire department

connection, etc. Possibly re-use mains. Coordi-
nate options during design.

Electrical

ltem #1: $15,000

Remove Elevator from Emergency Power:  There

is an exception in the IBC that possibly would not
require the elevator to be on the emergency power
system. This could reduce the size of the new gen-
erator. Prior to implementing this item, this should
be reviewed with the code official, campus facilities
and the users to verify if this is a viable VE option.

Item #2: Requires Further Study

Move Audio/Visual Budget from FF&E to Construc-
tion Budget: The design team could then work
closely with the users during the design phase to
control costs of this item. Also, if the AV system
is designed and competitively bid, it can reduce
costs.

Item #3: Requires Further Study

Define what the AV budget includes: There is a
$355,682 line item in FF&E for AV equipment. This
figure should be further broken down into various
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rooms and systems to verify the overall budget fig-
ure and allow budget decisions to be made.

Item #4: Requires Further Study
Eliminate distance learning from the AV budget and
add this in the future.

Item #5: Requires Further Study
Do not upgrade the AV in the Auditorium at this time
— defer to future.

Item #6: Not Applicable

Place telephone conduits in existing open trench
(east side of Nursing Building) at this time to avoid
future disruptions: This item was reviewed further
by David Wesemann and Scott Jefferson and found
to not provide a significant advantage, since the
sidewalk will need to be excavated anyway for the
installation of the power conduits that are further to
the south of the existing trench.

Item #7: These Items are included in the April 29,
2008 Estimate.

Verify that new 15 kV switch and transformers are in
the budget. The budget did not appear to include
these items. At least $80,000 should be put in the
budget for this equipment.

Item #8: Requires Further Study

Verify that budget includes conduit only for voice/
data cabling. There is a line item in FF&E for voice
and data cabling and equipment. The construction
budget should therefore not be carrying dollars for
the wiring, but for conduit only.

ltem #9: $25,000

Keep existing lighting in Auditorium: this would
save the cost of a new ceiling and lighting system
for this room.

University of Utah College of Nursing

The following items are being considered for cost
savings, and will adjust the total construction cost
as follows:

Architectural ltem #1: $ 450,000
Mechanical Item #1: $ 135,000
Mechanical Item #2: $ 150,000
Mechanical Item #6: $ 25,000
Possible Cost Savings: $ 760,000
Construction Estimate: $15,996,675
Less possible VE ltems: $ -760,000

$15,236,675
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Cost Comparables

As part of the programming effort, the Program-
ming Team researched similar renovation projects
that have started or completed construction in the
past 2 years. Cost comparability information for two
of these projects is included below:

Old Main, Southern Utah University, Cedar City, UT

Year Started/Complete: 3-2007 / 3-2008
Building Gross Square-Feet: 18,000 GSF
Building height in levels: 3 levels

Total Construction Cost*: $3,876,408
Cost per Square-Foot*: $205

Cost/SF escalated to 6/2009*:  $226

The Children’s Center, Salt L ake City, UT

Year Started/Complete : 3-2008 / 3-2009
Building Gross Square-Feet: 46,750 GSF
Building height in levels: 4 levels

Total Construction Cost*: $6,300,000
Cost per Square-Foot*: $135

Cost/SF escalated to 6/2009*:  $149

*Cost includes sitework, but not furniture or equip-
ment.

University of Utah College of Nursing
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Cost Comparison Graph
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Site Visits Summary

In order to insure that the College of Nursing Simu-
lation Learning Center is a state-of-the-art facility,
the Programming Team visited several local simula-
tion labs for a first-hand experience of “what to do
and what not to do.” The facilities visited include:

- J. Marriott Allied Health Sciences Building,
Weber State University

- Health Sciences Center,
Salt Lake Community College

- Dolores Dore Eccles Health, Wellness, &
Athletic Center, Westminister College

While none of the facilities are identical to the Simu-
lation Learning Center planned for the College of
Nursing, components of each lab are relevent for
study and provide useful comparison.

Weber State University

The Nursing Arts Lab in the J. Marriott Allied Health
Sciences Building is utilized by over 20 faculty and
nearly 300 students. Though the simulation lab at
Weber State is much smaller in actuall size than

University of Utah College of Nursing

than is planned for the University of Utah’s College
of Nursing Building program, it serves as a model
for the implementation of high-tech equipment re-
quired for a state-of-the-art simulation facility.

The high-fidelity simulation room is a single rectan-
gular room containing 3 beds (SimMan and neona-
tal intensive care unit) and a debriefing classroom
setup. Each of the simulators have pan/zoom cam-
eras and microphones located in the ceiling which
are controlled by computer stations within the ad-
jacent control room. In addition to the mannequins,
hospital headwalls and equipment complete the
simulation. A lower-fidelity suite with 11 beds, sinks,
etc is located next door. An office, and a storage
[ break [/ work room are also included in the lab.
The lab manager noted that it would be preferable
to have individual rooms for each simulator so as
to facilitate real-life hospital situations. Also, it was
noted that storage was not adequate, and specifi-
cally, mannequin storage damaged the units over
time.

Overall, the Weber State lab is technology oriented

and does not emphasize the simulation of a hospi-
tal setting.
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Salt Lake Community College

The simulation lab in the Health Sciences Center
on the Jordan Campus of the Salt Lake Community
College is moderately sized, yet serves over 450
students each year. Recently completed, the lab
is a very realistic simulation of a hospital setting.
Large simulator rooms and a central nursing station
are the highlights of this facility. The four high-fidel-
ity suites provide more that enough space for edu-
cating groups. Yet, the rooms do not have a central
control room, and necessitate that the instructor run
the simulation from inside the individual suite. Each
of the suites has a oversized glass door for view-
ing from the halls. Additionally, a small observation
area is provided, but the windows are located too
high to allow useful visual access into the rooms.
A large open plan room and several small rooms
provided. provides opportunities for lower-fidelity
individual and group education. A debrifing roomis
centrally located between the hi-fi and lo-fi rooms.

While the SLCC lab is a model for hospital simu-
lation, it was noted that the lack of a centralized
control room limits the high-tech lab approach to
education.

University of Utah College of Nursing

Westminister College

The simulation lab in the Dolores Dore Eccles
Health, Wellness & Athletic Center at Westminister
College is moderatley sized, yet limits the number
of students utilizing the lab to 90 per year. This lab
provides four high-fidelity simulation rooms and a
medium sized open plan room for lower-fidelity train-
ing. A couple of exam rooms and a large debrief-
ing room balance the program. Two central control
rooms provide visual access to the simlators, but
were undersized. This lab utilitized a semi-morgue
style approach to storing mannequins, which was
deemed to be moderatly successful.

Overall, it was noted that this lab was a good bal-
ance between high-tech lab and hospital simula-
tion. Tangential amenities, such as a swimming
pool, running track, and exercise equipment, in the
same facility exemplified the human-oriented cen-
ter and provided many opportunities for informal
interaction.

The photos and plans on the following pages serve

to illustrate all of the simulation lab facilities visited
during programming.
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INTRODUCTION

In recent years the awareness of the potential of earthquakes in Northern Utah has been
heightened. Recent discoveries along with geotechnical and geoseismic investigations
have revealed that major earthquakes occur in Northern Utah on a regular geologic basis.
Since many of the buildings found in Northern Utah were built at a time when knowledge
of the region’s seismicity and the knowledge of proper seismic detailing were limited,
these buildings are particularly vulnerable in terms of potential damage due to seismic
motion. The buildings at the College of Nursing in University of Utah are no exception.
Also, in recent decades, innovative changes have been incorporated into building codes to
deal with seismic issues. Buildings designed prior to these innovations simply do not
have the inherent characteristics that enable them to perform as well during a significant
earthquake. Many older buildings are vulnerable to seismic damage simply because they
were designed and built without the benefit of modern standards and code criteria.

OBJECTIVES AND SCOPE

The evaluation of the College of Nursing building will be completed using a tiered
approach specified in ASCE/SEI 31-03. The first tier, or screen phase, includes a review
of construction documents, site observations, and the completion of a number of
checklists and associated quick check calculations. The second tier of the evaluation is
performed for structures that do not comply with the requirements of the tier 1 screening.
Tier 2 evaluation includes a detailed analytical evaluation of the various structural
members. Structures that fail to comply with the requirement of a tier 2 evaluation can
be evaluated in yet a third tier of evaluation. The tier 3 evaluation employs very
sophisticated and time intensive nonlinear analysis. The use of these nonlinear
techniques can in some cases qualify structures that would not meet the requirements of a
linear tier 2 analysis. The evaluation methodology is discussed more fully in the
following section.

The objective of this report was to complete a seismic screening of the boiler plant per
the methodology outline in ASCE/SEI 31-03. Based on these findings in tierl, a Tier 2
evaluation has been performed. The tier 2 evaluation required the completion of the
following tasks:

o Site investigation to confirm the layout of structural elements that are part of
the building’s lateral force resisting system and to assess the physical
condition of the building.

e In-depth study of existing building drawings to develop an accurate
understanding of the construction of the building.

e Create a three-dimensional computer model(s) that will be used to accurately
calculate distributed lateral forces on structural elements under design lateral
loads.
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e Perform calculations on structural elements to determine demand to capacity
ratios to verify the adequacy of existing construction.

e Develop a schematic seismic upgrade plan to show the extent of seismic
rehabilitation work required to strengthen the building.

e Develop an estimate of probable cost for structural seismic rehabilitation
work.

BASIS OF EVALUATION

The seismic evaluation of the College of Nursing Building was performed per ASCE/SEI
31-03, “Seismic Evaluation of Existing Buildings”, 2003. This standard is the nationally
recognized standard for the seismic evaluation of existing buildings.

ASCE/SEI 31-03 was developed specifically for evaluating the capacity of existing
buildings to withstand earthquake force levels established by the most recent criteria set
by earthquake scientists. Applying the requirements of new building codes, such as IBC
2003, to existing buildings is generally not recommended because detailing requirements
for ductile lateral force resisting systems in new construction cannot be incorporated in
older buildings. ASCE/SEI 31-03 provides m-factors that are component demand
modifiers that are based on the Performance Objective and the component or element.
These m-factors establish the design capacity of the members.

The performance objective for this study has been established as Life Safety Performance
Level at the Maximum Considered Earthquake (MCE). The MCE represents the
characteristic large earthquake determined for the region.

Life Safety Performance is defined as the structural components maintain a margin of
safety against failure and/or collapse, and the overall risk of lifc-threatening injury as a
result of structural damage is expected to be low.

Seismic force levels used in ASCE/SEI 31-03 analyses are developed using mapped
ground accelerations multiplied by modification factors to obtain a seismic coefficient.
Seismic forces for this site were generated based on contour maps prepared by the USGS.
Due to the proximity of the site to known faults the anticipated accelerations are high.
The peak expected acceleration for buildings with short periods for the MCE is 1.77 g
(1.77 times the weight of the structure).

The acceleration determined from these maps is the modified by multiplying by a series
of coefficients outlined in ASCE/SEI 31-03. This seismic coefficient is multiplied by the
participating weight of the building to calculate an equivalent static lateral load. Utilizing
a mathematical model of the building, the equivalent static lateral load is distributed to
structural elements that resist lateral forces to determine the demand on each element.
Structural elements are classified as either primary or secondary, primary elements being
those structural elements and components that provide the capacity of the structure to
resist collapse under seismic forces induced by ground motion in any direction. These

Page 2




ol

>

University of Utah
College of Nursing
06/23/05

elements create the Seismic Force Resisting System (SFRS). All other elements are
classified as secondary.

Expected strengths for building materials used in the construction of the building are
determined through existing drawings and specifications. These expected strengths are
multiplied by an m-factor to establish the design capacity of the structural element. The
m-factors are demand modifiers that account for expected ductility associated with a
specific action at the selected structural performance level. Demand to Capacity Ratios
(DCR) are calculated for each element and compared to the acceptance criteria for the
analysis method. If deficiencies remain, rehabilitation methods will need to be
investigated.

SITE SEISMICITY

The College of Nursing Building is located within the Wasatch fault zone. Geologic
seismic hazard mapping indicates that this site could experience severe lateral ground
shaking.

Due to its proximity to the Wasatch Fault, the expected ground accelerations are high.
The expected ground motion for the College of Nursing Building and other sites near the
fault are expected to be of similar magnitude of ground motions of many areas at or near
fault-lines along the coast of California.

ASCE/SEI 31-03 defines a minimum level of lateral forces to use for the evaluation of
structures based on ground motions corresponding to the MCE. It is based upon analysis
of available geoseismic data and is meant to represent the large, rare seismic event that is
characteristic for the site. USGS (United States Geological Survey), in cooperation with
NEHRP (National Earthquake Hazards Reduction Program) have developed contour
maps that display the level of lateral motion expected for any site across the United
States. The information shown in the contour maps is then mathematically combined
with coefficients representing localized soil conditions to produce the expected level of
ground motion.
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To enable engineers to determine the most appropriate level of force for the building in
question, the contour maps are divided to represent two primarily unique building
classifications. These are termed as buildings with short periods (periods in the range of
0.2 seconds) and buildings with long periods (periods in the range of 1.0 seconds or
more). A building period is defined as the amount of time required for the structure to
complete one complete cycle of natural vibration. For the buildings at the College of
Nursing, the contour maps indicate that horizontal accelerations could be in excess of
1.77 g for short period structures (see Figure 2). For more limber long period structures
horizontal accelerations could be in excess of 0.79 g. This means that a very stiff short
structure could experience horizontal forces as high as 1.77 times its own weight and a
taller, more limber structure could experience horizontal forces as high as 0.79 times its
own weight for the characteristic earthquake.
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BUILDING DESCRIPTION

The College of the Nursing Building was constructed in 1967. This building consists of a
4 story office and classroom building above the 2 levels of the parking structures. The
upper level of the parking structure is at ground level. The parking structure has been
repaired in 1988.

The office and classroom building is a steel framed structures supported on the concrete
columns and walls at parking level. The columns consist of the wide flange sections that
are spliced at the second and fourth floors. The suspended floor slab consists of 3” light
weight concrete over the 1 %” deep composite metal deck reinforced with #3 at 127 o.c.
each way. The metal deck at floors bears on wide flange beams with composite
construction.

The roof structure is comprised of 2 %4” light weight concrete on 1 2" deep, 22 Ga. Metal
deck. The roof slab bear on the wide flange beams.

The parking floor consists of the 4 %” reinforced concrete slab supported by post
tensioned concrete beams. The post tensioned beams are supported by concrete columns
and walls.

The seismic force resisting system consists of reinforced masonry shear piers at exterior
and steel moment frames in orthogonal direction. Reinforced concrete shaft walls at stair
and elevator will function as shear walls. Steel moment frames consists of steel wide
flange columns and beams with bolted end plate connections. Concrete over metal deck
at the floors and roof functions as a rigid horizontal diaphragm.
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3D View of the Building
The existing building frame in 3D view is shown in Figure 2.

" s & "-'Sé .
Building in 3D View

Figure 2

E! Page 7

Qo)




University of Utah
College of Nursing
06/23/05

FINDINGS

For the tier 1 analysis, ASCE/SEI 31-03 requires investigation into the primary seismic
systems of the structure as well as investigation into building characteristics that are
commonly considered to be critical in terms of a building’s seismic safety and ability to
perform in a significant earthquake. The criteria used to evaluate the building was based
on the Basic Safety Objective which requires that the building perform a Life Safety level
of performance at the Maximum Considered Earthquake (MCE).

[n order to conduct this investigation, ASCE/SEI 31-03 provides a structural checklist to
evaluate building characteristics that have primary influence over a structure’s ability to
safely withstand the forces of a moderate or major earthquake. The findings of these
checklists help to identify areas or components of the building that have potential seismic
deficiencies. The areas or components identified in the checklist are then evaluated in a
tier 2 evaluation to determine the extent of the deficiencies.

In the evaluation of the College of Nursing Building, checklists were conducted on each
portions of the structure. Each item in the checklist was reviewed for compliance, or non-
compliance based upon plan review, a limited site walk through, limited analysis, and
engineering judgments. The full results of the checklists are included in the appendix.

A Tier 2 analysis of the Nursing building structures required computer models of the
structures to be developed to analyze the forces in the elements. Computer models of
each structure were created and analyzed individually. Each building section required a
significant amount of computer analysis to determine the seismic behavior of the
buildings. All computer modeling was done using RAM version 8.2.4. In the computer
models, all beams and columns were modeled in the program using the parameters given
in the original design drawings. Earthquake loads were applied to the computer model
based on the specific ground motion expected at the location of the terminal building
based upon the MCE.

As the earthquake forces were applied to each of the computer models, specific
information regarding movement of the structure, forces in the beams and columns, and
stresses in the connections was gathered. This information was then input into
spreadsheets developed to evaluate critical elements for life safety and collapse
prevention using the ASCE/SEI 31-03 Guidelines.

The computer model the building is shown in Figure 3. The building deflections under
the MCE earthquake in both directions are shown in Figure 4 and 5.
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Figure 3 Building Frame System

Deficiencies

The following is a list of the major potential deficiencies identified by the ASCE/SEI 31-
03 checklists. The deficiencies are listed in their relative order of importance based upon
life-safety considerations, with the lower numbered deficiencies having greater
importance. It should be noted that ASCE/SEI 31-03 does not prescribe a relative
importance to the checklist elements and therefore, the order of listing is based upon
engineering judgments and may not be exact.

)

2)

Masonry Shear Walls. The shear stress in the reinforced masonry shear walls/piers
is 133 psi, calculated using ASCE/SEI 31-03 quick check procedure, which is greater
than 70 psi for Life Safety.

Drift. The drift ratio of the steel moment frames with reinforced masonry infill,
calculated using ASCE/SEI 31-03 quick check procedure is from 0.098 to 0.15,
which is greater than 0.025 for Life Safety.

The Tier 2 analysis of the existing lateral resisting system indicates that there are
large interstory drifts in the East-West direction due to the seismic loads. The story
drift is 6.9 that is greater than the allowable story drift of 4.2 Large story drift have
potential to cause extensive structural and nonstructural damage to moment
connection, partitions, and claddings. Drifts may also induce large P-Delta demands.
The building deflections under the MCE earthquake in both directions are shown in
Figure 4 and 5.
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Moment Frame Connections. . The moment frame connections that were used in
the original structure include bolted end plate connection but are not detailed to
current standards for moment frames required to resist large seismic forces. The 1994
earthquake in Northridge, California indicated that moment frame connections of this
type are susceptible to severe damage or collapse in an earthquake. Thus these types
of connections are called pre-Northridge Connections. These connections are
susceptible because they tend to fail prematurely. Current moment frame connections
are detailed to provide ductility in the beam to column connection. Ductility in the
connection enables it to experience load reversals and high rotational demands and
still maintain its structural integrity. A typical existing moment frame connection as
detailed in the drawings is shown below in Figure 6.

:bcxl:p:'ﬁ'—-— ;- 4 ;
dbal.: -zub:\‘ ’ } :
?B*m !’E’fn& Z _wm:gt_-;”:
CoWER CTYPICA S 7 .
:@:Emaggmuw_ar— , A 5
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"'Mnt)mcp._a/

- _'PJ:Mz_.:m:_:!r;:( E-ThBLE)

ﬁ“ﬁ&mﬁn:mnégwm“"mﬁ

Figure 6 Existing Bolted End Plate Moment Connection

Strong Column/Weak Beam. The moment frame does not meet the strong column
weak beam requirement. It is means that moment frame columns are not strong
enough to force hinging in the beams. Column hinging can lead to story mechanism
and a concentration of inelastic activity at a single level.

Concrete shear wall. The shear stresses in the concrete shear walls at stair and
elevator shaft is from 150 psi to 400 psi, calculated using ASCE/SEI 31-03 quick
check procedure, which is greater than 100 psi for Life Safety.

Torsion. After the failure of the masonry shear walls at exterior under the large
seismic forces, their will be a significant torsion in the building per ASCE/SEI 31-03
quick check. Additional seismic demands and lateral drifts will be imposed on the
vertical elements by rotation of the diaphragm.

Page 11




7

University of Utah
College of Nursing
06/23/06

Non-Structural Elements. Non-structural elements in the building that are not
properly anchored can result in falling hazards to the building occupants. These
clements include ceilings, lights, elevators, signs, partition walls, shelving and
storage, fire sprinklers, piping, mechanical and electrical equipment, and hazardous
materials. Due to the nature of the building, the amount of piping and heavy
mechanical equipment is very large, and some of these pipes, such as water piping,
pose potentially large hazards. During the site walk through it was noted that most of
the piping and many of the other listed elements may not comply with ASCE/SEI 31~
03 requirements. It is recommended that all of these elements be checked and
properly anchored, braced, and outfitted with flexible couplings at building-to-
building, tunnel interfaces, and other strategic locations.

Preferred Option and Upgrade Recommendations

Schematic retrofit approaches have been developed for each of deficiencies. Retrofit
schemes have been developed based upon knowledge of existing deficiencies and
engineering judgment.

There are several items that need to be upgraded to bring the College of Nursing
Buildings into compliance with the requirements set forth by ASCE/SEI 31-03. The
following are our recommendations for upgrading the structures:

1)

2)

3)

New Concrete Shear at the North of the Building. Adding new concrete shear wall
at the north will significantly reduce the shear in the existing masonry and concrete
shear wall. It also eliminates the torsion problem in the building.

New Steel Braced Frames at the East and West of the Building. Adding a new
concrete shear wall at the north of the building does improve the performance of the
building to resist the large seismic loads. However, the moment frames in the south-
north direction still resist the distributed seismic forces. The strong column and weak
beam problem still exists. It is very expensive to strengthen the each column along
the east and west side of the building. The new steel braced frames is preferred and
recommended to add along the east and west side of the building. It will release
almost all the stresses of the moment frame member due to the seismic force. .Figure
7 shows the new steel braced frames locations.

Non Structural Elements. All the connections and bracing for mechanical and
electrical system will be expected to be designed to meet the current code
requirements during the upgrade of mechanical system. The bracing for ceilings,
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lights, and partition walls will be expected to be designed for current code during the
Figure 7 Seismic Upgrade based on Preferred Option
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ESTIMATE oF PROBABLE COST

An estimate of probable costs has been developed for the schematic retrofit approach
presented for the building. The cost estimates derived include costs for removing typical
architectural finishes, strengthening the structure or foundation, and replacing the
architectural finishes. Additional costs have been included to account for areas where the
proposed retrofit appears to interfere with known plumbing, electrical, mechanical
equipment or special architectural finishes. Costs have not included contractor
mobilization, overhead and profit as well as providing some allowances to cover typical
design fees, testing and special inspection requirements. The cost estimates shown are
costs relative to upgrading the main structural system of the building to meet the basic
safety objective of ASCE/SEI 31-03. Costs for bracing secondary elements of the
building including architectural ornamentation, signs, mechanical equipment or other
non-structural elements have not been included in the cost estimate. Costs have not
included the new additions at the south and north entries, architectural interior remodel,
and the infill of existing stair.

The following table presents a summary of the expected costs for the upgrade of the
structures for the college of nursing building based on the phases.

Structure Upgrade Cost
Estimate

Phase 1 ( Seismic upgrade from foundation to 2" floor) $590,294.00

Phase 11 (Seismic upgrade from 2™ floor and above) $855,371.50

Total Seismic Upgrade Cost Estimate: $1,445,666.00
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Conclusion

The presented upgrade scheme presents an approximate solution in order upgrade the
structure to meet the Life Safety Performance Level of ASCE/SEI 31-03. Additional
analysis will be required in order to incorporate the upgrade into the architectural floor
plan and provide proper sizing and detailing of the structural elements.

The seismic upgrade recommendations are intended to increase the level of life safety to
the building occupants. However, many of the existing details of the building still will
not meet current code requirements for a new building. This means the earthquake
hazard to occupants of the building will be reduced, but not eliminated. The goal of this
report is to present a schematic upgrade that will bring the primary structural system to
meet the Life Safety Performance Level of ASCE/SEI 31-03. The owner should consider
the intended use of the structure to determine if the Life Safety Performance Level meets
the owner’s upgrade criteria. A similar upgrade approach would be used with a higher
seismic performance level (i.e. Immediate Occupancy), however, strengthening measures
would be more severe and costs would increase accordingly. Under the Life Safety
Performance Level criteria, injuries during the earthquake may occur, but it is expected
that the overall risk of life threatening injury will be minimized. The Life Safety
Performance Level upgrade criteria are not intended to limit damage to the building.
Repair of the structure after a moderate seismic event should be possible, but for
economic reasons this may not be practical.

Fan Xiao, P.E.

Jeff Miller, S.E.
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Cost Estimate for College of Nursing at Univ. of Utah (PHASE I)

The costs listed below are for the work related to seismic upgrade only

Typical Costs
CF Concrete Foundation Work (cu yd)
HP Helical Piers (each)
CS 12" concrete Shearwall (sq ft)
ST Cost per Ib of steel (installed)
FW 5/16" fillet weld (per inch)
D  Arch, Mecha and Elec Demolition

A Arch, Mech and Elec Put Back (sq ft floor space;

W Wall put back (lin ft)

DS Drag Struts (lin ft)

BFC Braced frame connections at floor (each)
EWCL Exterior Wall demolition

EWF Exterior Wall put back

RDC Roof Diaphragm Connectios (lin ft)

Building

Braced Frames
Anchor Bolts
New Braced Frame Steel
Welds for BF connection
Gussets
Diphragm Connection
Footing and Foundation
New Footing at BF(Augmentation)

InFill Floor at Braced Frames

Concrete Shear Wall
Wall Concrete
New Footing at CW(Augmentation)
New SOB
Diphragm Connection

Demolition and Replace
Demo Existing SOG
Demo existing Masonry Wall
Demo Existing arch ceiling

Replace Slab on Grade
Replace Existing Ext Wall

E|
A

(ol

ST
FW

RDC

CF

ST
CSs
CF

CF
RDC

EWL

EWF

900
2300
25
2
1.5
5
30
150
200
750

25
35

Quantity

48

17072

2688
2656
228

256
0
740
0

350
10.4
3.7
30

300
1190
1780

300
1190

Units

bolts
Ibs steel
inches
Ibs steel

lin ft

Cu Yds
Cu Yds
sq ft
Ibs steel

sq ft
Cu Yds
Cu Yds

lin ft

sq ft
sq ft
sq ft

lin ft
sq ft
sq ft

€7 €7 P A P €A P €N A LA A A B

€ A &

& P e

600.00
2,300.00
30.00
2.50
1.50
8.00
20.00
150.00
200.00
750.00
8.00
45.00
200.00

Cost/unit

1560.00
2.50
1.50
2.00

200.00

600.00

230.00
2.50

30.00
600.00
600.00
200.00

2.00
8.00
8.00

4.00
45.00

€ N

& &H

Cost

7,200.00
42,680.00
4,032.00
5,312.00
45,600.00

153,600.00

170,200.00

10,500.00
6,240.00
2,220.00
6,000.00

600.00
9,520.00
14,240.00

1,200.00
53,550.00




Replace Ceiling A 1780 sq ft $ 20.00 $ 35,600.00
0 $ - $ -

Misc/Mech/Elec/Plumb 1 lump $ 12,000.00 $ 12,000.00

Public Barricades and Protection PB 1 allowance $ 10,000.00 $ 10,000.00

$ 590,294.00

Total Area of the Building 120807 sq ft $ 4.89

Note:

The cost listed above are not included the items as follows; the new additions at the south and north entry,
the architectural interior remodel, the infill of existing stair, mechanical and electrical work relating to

the listed item above: mobilization, overhead, profit, design fee, and special inspection.

Al
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Cost Estimate for College of Nursing at Univ. of Utah (PHASE II)

The costs listed below are for the work related to seismic upgrade only

Typical Costs
CF Concrete Foundation Work (cu yd)
HP Helical Piers (each)
CS 12" concrete Shearwall (sq ft)
ST Cost per Ib of steel (installed)
FW 5/16" fillet weld (per inch)
D  Arch, Mecha and Elec Demolition

A Arch, Mech and Elec Put Back (sq ft floor space,

W Wall put back (lin ft)

DS Drag Struts (lin ft)

BFC Braced frame connections at floor (each)
EWL Exterior Wall demolition

EWF Exterior Wall put back

RDC Roof Diaphragm Connectios (lin ft)

Building

Braced Frames
Anchor Bolts
New Braced Frame Steel
Welds for BF connection
Gussets
Diphragm Connection
Footing and Foundation
New Footing at BF(Augmentation)

InFill Floor at Braced Frames

Concrete Shear Wall
Wall Concrete
New Footing at CW(Augmentation)
New SOB
Diphragm Connection

Demolition and Replace
Demo Existing SOG
Demo existing Masonry Wall
Demo Existing arch ceiling

Replace Slab on Grade
Replace Existing Ext Wall
Replace Ceiling

E 'Mech/Elec/Plumb

A

Qo

ST
FW

RDC

CF

ST
CS
CF

CF
RDC

EWL

EWF

900
2300
25
2
1.5
5
30
150
200
750

25
35

Quantity

0
30519
18816

8010
752

1110
0
1050

120

2390
4820

2390
4820

Units

bolts
Ibs steel
inches
Ibs steel
lin ft

Cu Yds
Cu Yds
sq ft
Ibs steel

sq ft
Cu Yds
Cu Yds

lin ft

sq ft
sq ft
sq ft

lin ft
sq ft
sq ft
sq ft

lump

€0 €7 €0 €A €5 €7 7 €P €A P H e

£ A e

P eH PO P e

600.00
2,300.00
30.00
2.50
1.50
8.00
20.00
150.00
200.00
750.00
8.00
45.00
200.00

Cost/unit

150.00
2.50
1.50
2.00

200.00

600.00

230.00
2.50

30.00
600.00
600.00
200.00

2.00
8.00
8.00

4.00
45.00
20.00

12,000.00

& 7 & A P &P €A 7 €

& A R

© PR

Cost

76,297.50
28,224.00
16,020.00
150,400.00

255,300.00

31,500.00

24,000.00

19,120.00
38,560.00

107,550.00
96,400.00

12,000.00




Public Barricades and Protection PB 0 allowance $ 10,000.00 $ -

$ 855,371.50
Total Area of the Building 120807 sq ft $ 7.08

Note:

The cost listed above are not included the items as follows; the new additions at the south and north entry,
the architectural interior remodel, the infill of existing stair, mechanical and electrical work relating to

the listed item above; mobilization, overhead, profit, design fee, and special inspection.
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3.7.3 Basic Structural Checklist for Building Type S1: Steel Moment Frames
with Stiff Diaphragms

This Basic Structural Checklist shall be completed where required by table 3-2.

Each of the evaluation statements on this checklist shall be marked Complaint (C), Non-compliant
(NC), or Not Applicable (N/A) for Tier 1 Evaluation. Compliant statements identify issues that are
acceptable according tot eh criteria of this standard, while non-compliant statements identify
issues that require further investigation. Certain statements may not apply to the buildings being
evaluated. For non-compliant evaluation statements, the design professional may choose to
conduct further investigation using the corresponding Tier 2 Evaluation procedure; corresponding
section numbers are in parentheses following each evaluation statement.

C3.7.3 Basic Structural Checklist for Building Type $1

These buildings consist of a frame assembly of steel beams and steel columns. Floor and roof
framing consists of cast-in-place concrete slabs or metal deck with concrete fill supported on
steel beams, open web joists, steel trusses. Lateral forces are resisted by steel moment frames
that develop their stiffness through rigid or semi-rigid beam-column connections. Where all
connections are moment-resisting connection, the entire frame participates in lateral force
resistant. Where only selected connections are moment-resisting connections, resistance is
provided along discrete frame lines. Columns are oriented so that each principal direction of the
building has columns resisting forces in strong axis bending. Diaphragms consist of concrete or
metal deck with concrete fill and are stiff relative tot eh frames. Where the exterior of the
structure is concealed, walls consist of metal panel curtain walls, glazing, brick masonry, or
precast concrete panels. Where the interior of the structure is finished, frames are concealed
by ceilings, partition walls, and architectural column furring. Foundations consist of concrete
spread footings or deep pile foundations.

Building System

LOAD PATH: The structure shall contain a minimum of one complete load path for
Life Safety and Immediate Occupancy for seismic force effects from any horizontal
direction that serves to transfer the inertial forces from the mass to the foundation (Tier
2:Sec.4.3.1.1)

¢ 'ne) va
N

ADJACENT BUILDINGS: The clear distance between the building being evaluated
NC | N/A | and any adjacent building shall be greater than 4 percent of the height of the shorter

MEZZANINES: Interior mezzanine levels shall be braced independently from the
NC |{ N/A }| main structure, or shall be anchored to the lateral-force-resisting elements of the main
structure. (Tier 2: Sec. 4.3.1.3)

WEAK STORY: The strength of the lateral-force-resisting system in any story shall
} NC | N/A | not be less than 80% of the strength in an adjacent story above or below for Life-Safety
p— and Immediate Occupancy.. (Tier 2: Sec. 4.3.2.1)

P
C

e building for Life Safety and Immediate Occupancy. (Tier 2: Sec. 4.3.1.2)
C

Z
C

SOFT STORY: The stiffness of the lateral-force-resisting system in any story shall not
be less than 70% of the lateral-force-resisting system stiffness in an adjacent story
above or below or less than 80% of the average stiffness of the three stories above or
below for Life-Safety and Immediate Occupancy. (Tier 2: Sec. 4.3.2.2.)

Cc NC | NA

T GEOMETRY : There shall be no changes in horizontal dimension of the lateral-force-
C | NC | N/A | resisting system of more than 30% in a story relative to adjacent stories for Life Safety
e and Immediate Occupancy, excluding one-story penthouses and mezzanines. (Tier 2:




Scc. 4.3.2.3)

N/A

VERTICAL DISCONTINUITIES: All vertical elements in the lateral-force-resisting
system shall be continuous to the foundation. (Tier 2: Sec. 4.3.2.4)

N/A

MASS: There shall be no change in effective mass more than 50% from one story to
the next for Life Safety and Immediate Occupancy. Light roofs, penthouses, and
mezzanines need not be considered. (Tier 2: Sec. 4.3.2.5)

N/A

TORSION: The estimated distance between the story center of mass and the story
center of rigidity shall be lass than 20 percent of the building width in either plan
dimension for Life Safety and Immediate Occupancy. (Tier 2: Sec. 4.3.3.3)

N/A

DETERIORATION OF STEEL: There shall be no visible rusting, corrosion, cracking
or other deterioration in any of the steel elements or connections in the vertical- or
lateral-force-resisting systems. (Tier 2: Sec. 4.3.3.3)

N/A

DETERIORATION OF CONCRETE: There shall be no visible deterioration of
concrete or reinforcing steel in any of the vertical-or lateral-forcing-resisting elements.

(Tier 2: Sec. 4.3.3.4)

Lateral Force Resisting System

NC

I\o

N/A

REDUNDANCY: The number of lines of moment frames in each principle direction
shall be greater than or equal 2 for Life Safety and Immediate Occupancy. The number
of bays of moment frames in each line shall be greater than 2 of Life Safety and 3 for
Immediate Occupancy. (Tier 2: Sec. 4.4.1.3.2)

N/A

INTERFERING WALLS: All concrete and masonry infill walls placed in moment
frames shall be isolated from structural elements. (Tier 2: Sec. 4.4.1.2.1)

N/A

DRIFT CHECK: The drift ratio of the steel moment frames, calculated using the Quick
Check procedure of Section 3.4.3.1, shall be less than 0.025 for Life Safety and 0.015
for Immediate Occupancy. (Tier 2: Sec. 4.4.1.3.1)

N/A

AXIAL STRESS CHECK: The axial stress due to gravity loads in columns subjected to
overturning forces shall be less than 0.10F, for Life Safety and Immediate Occupancy.
Alternatively, the axial stress due to overturning forces alone, calculated using the
Quick Check Procedure of Section 3.5.3.6, shall be less than 0.30F, for Life Safety and
Immediate Occupancy. (Tier 2: Sec. 4.4.1.3.2)

Connections

NC

7o)

N/A

TRANSFER TO STEEL FRAMES: Diaphragms shall be connected for transfer of
loads to the steel frames for Life Safety and the connections shall be able to develop the

lesser of the strength of the frames or the diaphragms for Immediate Occupancy. (Tier
2: Sec. 4.6.2.2)

)NC

f/(')j

N/A

STEEL COLUMNS: The columns in lateral-force-resisting frames shall be anchored to
the building foundation for Life Safety and the anchorage shall be able to develop the
lesser of the tensile capacity of the column, the tensile capacity of the lowest level
column splice (if any), or the uplift capacity of the foundation, for Immediate
Occupancy. (Tier 2: Sec. 4.6.3.1)




3.7.3S

Supplemental Structural Checklist For Building Type S1: Steel
Moment Frames With Stiff Diaphragms

This Supplemental Structural Checklist shall be completed when required by Table 3-2. The
Basic Structural Checklist shall be completed prior to completing this Supplemental Structural

Seismic Provisions for Structural Steel Buildings Table 1-9-1 (AISC, 1997). (Tier 2: Sec.

Checklist.
Lateral Force Resisting System
c | nc | nva MOMENT-RESISTING CONNECTIONS: All moment connections shall be able to develop
the strength of the adjoining members or panel zones. (Tier 2: Sec. 44.1.3.3)

| PANEL ZONES: All panel zones shall have the shear capacity to resist the shear demand

C ) NC | N/A | required to develop0.8 times the sum of the flexural strengths of the girders framing in at the

o face of the column. (Tier 2 Sec. 4.4.1.3.4)

=y COLUMN SPLICES: All column splice details located in moment-resisting frames shall

C | NC | N/A | include connection of both flanges and the web for Life Safety, and the splice shall develop

P the strength of the column for Immediate Occupancy. (Tier 2: Sec. 4.4.1.3.5
‘\\ STRONG COLUMN/WEAK BEAM: The percentage of strong column/weak beam joints in
C (;-C | N/A | each story of each line of moment-resisting frames shall be greater than 50 percent for Life
s ’! Safety and Immediate Occupancy. (Tier 2 Sec. 4.4.1.3.6)
C <N¢> N/A | COMPACT MEMBERS: All frame elements shall meet section requirements set forth by

4.4.13.7)

BEAM PENETRATIONS: All openings in frame-beam webs shall be less than Y4 of the
beam depth and shall be located in the center half of the beams. This statement shall apply to
the Immediate Occupancy Performance Level only. (Tier 2: Sec. 4.4.1.3.9)

GIRDER FLANGE CONTINUITY PLATES: There shall be girder flange continuity plates
at all moment-resisting frame joints. This statement shall apply tot eh Immediate Occupancy
Performance Level only. (Tier 2: Sec. 4.4.1.3.8)

OUT-OF-PLANE BRACING: Braced frame connections attached to beam bottom flanges
located away from beam-column joints shall be braced out-of-plane at the bottom flange of
the beams. This statement shall apply to the Immediate Occupancy Performance Level only.
(Tier 2: Sec. 4.4.3.1.6)

BOTTOM FLANGE BRACING: The bottom flanges of beams shall be braced out-of-plane.
This statement shall apply to the Immediate Occupancy Performance Level only. (Tier 2:
Sec. 4.4.1.3.11)

Diaphragms

PLAN IRREGULATIES: There shall be tensile capacity to develop the strength of the
diaphragm at re-entrant corners or other locations of plan irregularities. This statement shall
apply to the Immediate Occupancy Performance Level only. (Tier 2: Sec. 4.5.1.7)

DIAPHRAGM REINFORCEMENT AT OPENINGS: There shall be reinforcing around all

)
xﬁ"’mwv

M\
c | ne ( N/A \| diaphragm openings larger than 50 percent of the width in either major plan dimension. This
.. /| statement shall apply to the Immediate Occupancy Performance Level only. (Tier 2: Sec.
4.5.1.8)
Connections
- UPLIFT AT PILE CAPS: Pile caps shall have top reinforcement and piles shall be anchored
e to the pile caps for Life Safety, and the pile cap reinforcement and pile anchorage shall be

able to develop the tensile capacity of the piles for Immediate Occupancy. (Tier 2: Sec.
4.6.3.10)




Chapter 3.0 - Screening Phase (Tier 1)

3.7.7 Basic Structural Checklist for Building Type S5: Steel Frames with Infill
Masonry Shear Walls and Stiff Diaphragms

This Basic Structural Checklist shall be completed when required by Table 3-2.

Each of the evaluation statements on this checklist shall be marked compliant (C), non-compliant
(NC), or not applicable (N/A) for a Tier 1 Evaluation. Compliant statements identify issues that are
acceptable according to the criteria of this standard, while non-compliant statements identify issues
that require further investigation. Certain statements may not apply to the buildings being evaluated.
For non-compliant evaluation statements, the user may choose to conduct further investigation using
the corresponding Tier 2 evaluation procedure; the section numbers in parentheses following each
evaluation statement correspond to Tier 2 evaluation procedures.

C3.7.7 Basic Structural Checklist for Building Type S5

This is an older type of building construction that consists of a frame assembly of steel beams and
steel columns. The floors and roof consist of cast-in-place concrete slabs or metal deck with concrete
fill. Framing consists of steel beams, open web joists or steel trusses. Walls consist of infill panels
constructed of solid clay brick, concrete block, or hollow clay tile masonry. Infill walls may
completely encase the frame members, and present a smooth masonry exterior with no indication of
the frame. The seismic performance of this type of construction depends on the interaction between
the frame and infill panels. The combined behavior is more like a shear wall structure than a frame
structure Solidly infilled masonry panels form diagonal compression struts between the intersections
of the frame members. If the walls are offset from the frame and do not fully engage the frame
members, the diagonal compression struts will not develop. The strength of the infill panel is limited
by the shear capacity of the masonry bed joint or the compression capacity of the strut. The post-
cracking strength is determined by an analysis of a moment frame that is partially restrained by the
cracked infill. The diaphragms consist of concrete floors and are stiff relative to the walls.

Building System
T
ff C)NC N/A LOAD PATH: The structure shall contain one complete load path for Life Safety and Immediate
X\\, Occupancy for seismic force effects from any horizontal direction that serves to transfer the inertial
forces from the mass to the foundation. (Tier 2: Sec. 4.3.1.1)

e
C NC @D MEZZANINES: Interior mezzanine levels shall be braced independently from the main structure,
e or shall be anchored to the lateral-force-resisting elements of the main structure. (Tier 2:

Sec. 4.3.1.3)

G)NC N/A WEAK STORY: The strength of the lateral-force-resisting system in any story shall not be less
S than 80% of the strength in an adjacent story above or below for Life-Safety and Immediate
Occupancy. (Tier 2: Sec. 4.3.2.1)

(C)NC N/A SOFT STORY: The stiffness of the lateral-force-resisting system in any story shall not be less than
- 70% of the stiffness in an adjacent story above or below or less than 80% of the average stiffness of
the three stories above or below for Life-Safety and Immediate Occupancy. (Tier 2: Sec. 4.3.2.2)

&C }NC N/A GEOMETRY: There shall be no changes in horizontal dimension of the lateral-force-resisting
ey system of more than 30% in a story relative to adjacent stories for Life Safety and Immediate
Occupancy, excluding one-story penthouses. (Tier 2: Sec. 4.3.2.3)

%
C (\NC I N/A VERTICAL DISCONTINUITIES: All vertical elements in the lateral-force-resisting system shail
o be continuous to the foundation, (Tier 2: Sec. 4.3.2.4)

ﬂ,/z:} {“7%- tAasonrs
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Chapter 3.0 - Screening Phase (Tier 1)

m‘v.\l'

C INC NA
J
( C>NC N/A
\\«.
< C>NC N/A
(C) NC NA
<c> NC N/A
N
C\C)NC N/A
( C >NC N/A

e
( C>NC N/A

e INC N/A

MASS: There shall be no change in effective mass more than 50% from one story to the next for
Life Safety and Immediate Occupancy. (Tier 2: Sec. 4.3.2.5)

TORSION: The distance between the story center of mass and the story center of rigidity shall be
less than 20% of the building width in either plan dimension for Life Safety and Immediate
Occupancy. (Tier 2: Sec. 4.3.2.6)

DETERIORATION OF STEEL: There shall be no visible rusting, corrosion, cracking, or other
deterioration in any of the steel elements or connections in the vertical- or lateral-force-resisting
systems. (Tier 2: Sec. 4.3.3.3)

DETERIORATION OF CONCRETE: There shall be no visible deterioration of concrete or
reinforcing steel in any of the vertical- or lateral-force-resisting elements, (Tier 2: Sec. 43.3.4)

MASONRY UNITS: There shall be no visible deterioration of masonry units, (Tier 2:
Sec. 4.3.3.7)

MASONRY JOINTS: The mortar shall not be easily scraped away from the joints by hand with a
metal tool, and there shall be no areas of eroded mortar. (Tier 2: Sec.4.3.3.8)

CRACKS IN INFILL WALLS: There shall be no existing diagonal cracks in infill walls that
extend throughout a panel, are greater than 1/8" for Life Safety and 1/16" for Immediate
Occupancy, or have out-of-plane offsets in the bed joint greater than 1/8" for Life Safety and 1/16"
for Immediate Occupancy. (Tier 2: Sec. 4.3.3.12)

Lateral Force Resisting System

REDUNDANCY: The number of lines of shear walls in each principal direction shall be greater
than or equal to 2 for Life Safety and Immediate Occupancy. (Tier 2: Sec. 4.4.2.1.1)

SHEAR STRESS CHECK: The shear stress in the reinforced masonry shear walls, calculated
using the Quick Check Procedure of Section 3.5.3.3, shall be less than 70 psi for Life Safety and
Immediate Occupancy. (Tier 2: Sec. 4.4.2.4.1) o

[5B23 FEr > ren ps

SHEAR STRESS CHECK: The shear stress in the unreinforced masonry shear walls, calculated
using the Quick Check procedure of Section 3.5.3.3, shall be less than 30 psi for clay units and 70
psi for concrete units for Life Safety and Immediate Occupancy. (Tier 2: Sec. 4.4.2.5.1)

WALL CONNECTIONS: Masonry shall be in full contact with frame for Life Safety and
Immediate Occupancy. (Tier 2: Sec. 4.4.2.6.1)

Connections

TRANSFER TO SHEAR WALLS: Diaphragms shall be reinforced and connected for transfer of
loads to the shear walls for Life Safety and the connections shall be able to develop the lesser of the
shear strength of the walls or diaphragms for Immediate Occupancy. (Tier 2 Sec. 4.6.2.1)

STEEL COLUMNS: The columns in lateral-force-resisting frames shall be anchored to the
building foundation for Life Safety and the anchorage shall be able to develop the lesser of the

tensile capacity of the column, the column splice, or the foundation, for Immediate Occupancy.
(Tier 2: Sec. 4.6.3.1)

ASCE xx-xx

Seismic Evaluation Draft Standard
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i
o ()
@NC N/A
C NC @
C @N/A
C NC @

3.7.7S Supplemental Structural Checklist for Building Type S5: Steel Frames with
Infill Masonry Shear Walls and Stiff Diaphragms

This Supplemental Structural Checklist shall be completed when required by Table 3-2. The Basic
Structural Checklist shall be completed prior to completing this Supplemental Structural Checklist.

Lateral Force Resisting System

REINFORCING AT OPENINGS: All wall openings that interrupt rebar shall have trim
reinforcing on all sides. This statement shall apply to the Immediate Occupancy Performance
Level only. (Tier 2: Sec. 4.4.2.4.3)

PROPORTIONS: The height-to-thickness ratio of the infill walls at each story shali be less than 9

for Life Safety in regions of high seismicity, 13 for Immediate Occupancy in regions of moderate

seismicity, and 8 for Immediate Occupancy in regions of high seismicity. (Tier 2: Sec. 4.4.2.6.2)
{315 7(‘2//[@’/ =T 0 <, !

SOLID WALLS: The infill walls shall not be of cavity construction. (Tier 2: Sec. 4.4.2.6.3)

Diaphragms

PLAN IRREGULARITIES: There shall be tensile capacity to develop the strength of the
diaphragm at re-entrant corners or other locations of plan irregularities. This statement shall apply
to the Immediate Occupancy Performance Level only. (Tier 2: Sec. 4.5.1.7)

DIAPHRAGM REINFORCEMENT AT OPENINGS: There shall be reinforcing around all
diaphragm openings larger than 50% of the building width in either major plan dimension. This
statement shall apply to the Immediate Occupancy Performance Level only. (Tier 2: Sec. 4.5.1.8)

Connections

ANCHOR SPACING: Exterior sasensy-walls shall be anchored to the floor and roof systems at a
spacing of 4 ft. or less for Life Safety and Immediate Occupancy. (Tier 2: Sec. 4.6.1.3)

LATERAL LOAD AT PILE CAPS: Pile caps shall have top reinforcement and piles shall be
anchored to the pile caps for Life Safety, and the pile cap reinforcement and pile anchorage shall be
able to develop the tensile capacity of the piles for Immediate Occupancy. (Tier 2: Sec. 4.6.3.10)
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Chapter 3.0 - Screening Phase (Tier 1)

3.7.6 Basic Structural Checklist for Building Type S4: Steel Frames with
Concrete Shear Walls

This Basic Structural Checklist shall be completed when required by Table 3-2.

Each of the evaluation statements on this checklist shall be marked compliant (C), non-compliant
(NCQ), or not applicable (N/A) for a Tier 1 Evaluation. Compliant statements identify issues that are
acceptable according to the criteria of this standard, while non-compliant statements identify issues
that require further investigation. Certain statements may not apply to the buildings being evaluated.
For non-compliant evaluation statements, the design professional may choose to conduct further
investigation using the corresponding Tier 2 evaluation procedure; the section numbers in parentheses
following each evaluation statement correspond to Tier 2 evaluation procedures.

C3.7.6 Basic Structural Checklist for Building Type S4

These buildings consist of a frame assembly of steel beams and steel columns. The floors and roof
consist of cast-in-place concrete slabs or metal deck with or without concrete fill. Framing consists of
steel beams, open web joists or steel trusses. Lateral forces are resisted by cast-in-place concrete
shear walls. These walls are bearing walls when the steel frame does not provide a complete vertical
support system. In older construction the steel frame is designed for vertical loads only. In modern
dual systems, the steel moment frames are designed to work together with the concrete shear walls in
proportion to their relative rigidity. In the case of a dual system, the walls shall be evaluated under
this building type and the frames shall be evaluated under S1 or S1A, Steel Moment Frames.
Diaphragms consist of concrete or metal deck with or without concrete fill. The steel frame may
provide a secondary lateral-force-resisting system depending on the stiffness of the frame and the
moment capacity of the beam-column connections.

LA

™
(C /)NC N/A

C NC @A)

<C ) NC N/A
o

o

e
&C NC NA

Building System

LOAD PATH: The structure shall contain one complete load path for Life Safety and Immediate
Occupancy for seismic force effects from any horizontal direction that serves to transfer the inertial
forces from the mass to the foundation, (Tier 2: Sec. 4.3.1.1)

MEZZANINES: Interior mezzanine levels shall be braced independently from the main structure,

or shall be anchored to the lateral-force-resisting elements of the main structure. (Tier 2:
Sec. 4.3.1.3)

WEAK STORY: The strength of the lateral-force-resisting system in any story shail not be less
than 80% of the strength in an adjacent story above or below for Life-Safety and Immediate
Occupancy. (Tier 2: Sec. 4.3.2.1)

SOFT STORY: The stiffness of the lateral-force-resisting system in any story shall not be less than
70% of the stiffness in an adjacent story above or below or less than 80% of the average stiffness of
the three stories above or below for Life-Safety and Immediate Occupancy. (Tier 2: Sec. 4.3.2.2)

GEOMETRY: There shall be no changes in horizontal dimension of the lateral-force-resisting
system of more than 30% in a story relative to adjacent stories for Life Safety and Immediate
Occupancy, excluding one-story penthouses. (Tier 2: Sec. 4.3.2.3)

7N
{ C )'NC N/A VERTICAL DISCONTINUITIES: All vertical elements in the lateral-force-resisting system shall
X\ be continuous to the foundation. (Tier 2: Sec. 4.3.2.4)
JOA T
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( C) NC N/A
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{ ¢ Jnc NA
N
e
C e’f NC> N/A
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S

<?j} NC N/A
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4
@NC N/A

—

Q?)NC N/A
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,

C (NC) N/A

MASS: There shall be no change in effective mass more than 50% from one story to the next for
Life Safety and Immediate Occupancy. (Tier 2: Sec. 4.3.2.5)

TORSION: The distance between the story center of mass and the story center of rigidity shall be
less than 20% of the building width in either plan dimension for Life Safety and Immediate
Occupancy. (Tier 2: Sec. 4.3.2.6)

DETERIORATION OF STEEL: There shall be no visible rusting, corrosion, cracking, or other
deterioration in any of the steel elements or connections in the vertical- or lateral-force-resisting
systems. (Tier 2: Sec. 4.3.3.3)

DETERIORATION OF CONCRETE: There shall be no visible deterioration of concrete or
reinforcing steel in any of the vertical- or lateral-force-resisting elements. (Tier 2: Sec. 4.3.3.4)

CONCRETE WALL CRACKS: All existing diagonal cracks in wall elements shall be less than
1/8" for Life Safety and 1/16" for Immediate Occupancy, shall not be concentrated in one location,
and shall not form an X pattern. (Tier 2: Sec. 4.3.3.9)

Lateral Force Resisting System

COMPLETE FRAMES: Steel or concrete frames classified as secondary components shall form a
complete vertical load carrying system. (Tier 2: Sec. 4.4.1.6.1)

REDUNDANCY: The number of lines of shear walls in each principal direction shall be greater
than or equal to 2 for Life Safety and Immediate Occupancy. (Tier 2: Sec. 44.2.1.1)

SHEAR STRESS CHECK: The shear stress in the concrete shear walls, calculated using the Quick

Check procedure of Section 3.5.3.3, shall be less than 100 psi or 24 f'c for Life Safety and
Immediate Occupancy. (Tier 2: Sec. 4.4.2.2.1)

REINFORCING STEEL: The ratio of reinforcing steel area to gross concrete area shall be greater
than 0.0015 in the vertical direction and 0.0025 in the horizontal direction for Life Safety and
Immediate Occupancy. The spacing of reinforcing steel shall be equal to or less than 18" for Life
Safety and Immediate Occupancy. (Tier 2: Sec. 4.4.2.2.2)

COLUMN SPLICES: Steel columns encased in shear wall boundary elements shall have splices
that develop the tensile strength of the column. This statement shail apply to the Immediate
Occupancy Performance Level only. (Tier 2: Sec. 4.4.2.2.9)

Connections

TRANSFER TO SHEAR WALLS: Diaphragms shall be reinforced and connected for transfer of
loads to the shear walls for Life Safety and the connections shall be able to develop the lesser of the
shear strength of the walls or diaphragms for Immediate Occupancy. (Tier 2 Sec. 4.6.2.1)

FOUNDATION DOWELS: Walls shall be doweled into the foundation for Life Safety and the
dowels shall be able to develop the lesser of the strength of the walls or the weight of the
foundations for Immediate Occupancy. (Tier 2: Sec. 4.6.3.5)

SHEAR-WALL-BOUNDARY COLUMNS: The shear wall boundary columns shall be anchored
to the building for Life Safety and the anchorage shall be able to develop the tensile capacity of the
column for Immediate Occupancy. (Tier 2: Sec.4.6.3.6)

ASCE xx-xx
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3.7.6S Supplemental Structural Checklist for Building Type S4: Steel Frames with
Concrete Shear Walls

This Supplemental Structural Checklist shall be completed when required by Table 3-2. The Basic
Structural Checklist shall be completed prior to completing this Supplemental Structural Checklist.

C QNC) N/A

C NC 679
C NC <I:/:§>
C NC @
CﬂQNC N/A

<C >NC N/A

QC) NC N/A
_;/{ x‘%"\?“"@

( C >NC N/A

s

( C INC NA

Lateral Force Resisting System

COUPLING BEAMS: The stirrups in all coupling beams over means of egress shall be spaced at
or less than d/2 and shall be anchored into the core with hooks of 135° or more for Life Safety and
Immediate Occupancy. In addition, the beams shall have the capacity in shear to develop the uplift
capacity of the adjacent wall for Immediate Occupancy. (Tier 2: Sec. 4.4.2.2.3)

OVERTURNING: All shear walls shall have aspect ratios less than 4 to 1. Wall piers need not be
considered. This statement shall apply to the Immediate Occupancy Performance Level only. (Tier
2: Sec.4.422.4)

CONFINEMENT REINFORCING: For shear walls with aspect ratios greater than 2.0, the
boundary elements shall be confined with spirals or ties with spacing less than 8 d. This statement
shall apply to the Immediate Occupancy Performance Level only. (Tier 2: Sec. 4.4.2.2.5)

REINFORCING AT OPENINGS: There shall be added trim reinforcement around all wall
openings. This statement shall apply to the Immediate Occupancy Performance Level only. (Tier
2: Sec. 4.4.2.2.6)

WALL THICKNESS: Thickness of bearing walls shall not be less than 1/25 the minimum
unsupported height or length, nor less than 4". This statement shall apply to the Immediate
Occupancy Performance Level only. (Tier 2: Sec. 4.4.2.2.7)

WALL CONNECTIONS: There shall be a positive connection between the shear walls and the
steel beams and columns for Life Safety and the connection shall be able to develop the strength of
the walls for Immediate Occupancy. (Tier 2: Sec. 4.4.2.2.8)

Diaphragms

OPENINGS AT SHEAR WALLS: Diaphragm openings immediately adjacent to the shear walls
shall be less than 25% of the wall length for Life Safety and 15% of the wall length for Immediate
Occupancy. (Tier 2: Sec. 4.5.1.4)

PLAN IRREGULARITIES: There shall be tensile capacity to develop the strength of the
diaphragm at re-entrant corners or other locations of plan irregularities. This statement shall apply
to the Immediate Occupancy Performance Level only. (Tier 2: Sec. 4.5.1.7)

DIAPHRAGM REINFORCEMENT AT OPENINGS: There shall be reinforcing around all
diaphragm openings larger than 50% of the building width in either major plan dimension. This
statement shall apply to the Immediate Occupancy Performance Level only. (Tier 2: Sec. 4.5.1.8)

Connections

LATERAL LOAD AT PILE CAPS: Pile caps shall have top reinforcement and piles shall be
anchored to the pile caps for Life Safety, and the pile cap reinforcement and pile anchorage shall be
able to develop the tensile capacity of the piles for Iinmediate Occupancy. (Tier 2: Sec. 4.6.3.10)

Seismic Evaluation Draft Standard
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Story Shears

Location |W WH Vj Vbj

1st FL 2,107.00 13.75 28,971.3 874.74] 11,372.84
2nd FL 2,140.00 28.42 60,818.8 1,836.33]10,498.10
3rd FL 2,107.00 4217 88,8522 2,682.75| 8,661.77
4th FL 2,238.00 55.92 125,149.0 3,778.68| 5,979.02
Roof 1,046.00 69.67 72,874.8 2,200.34| 2,200.34
0.00 0 0.0 0.00 0.00
0.00 0 0.0 0.00 0.00
0.00 0 0.0 0.00 0.00

9,638.00 376,666.0 11,372.84
1st FL 2,107.00 13.75] 28,971.3 874.74{11,372.84
2nd FL 2,140.00 28.42| 60,818.8] 1,836.33]10,498.10
3rd FL 2,107.00 42 17| 88,852.2f 2,682.75| 8,661.77
4th FL 2,238.00 55.921 125,149.0| 3,778.68] 5,979.02
Roof 1,046.00 69.67| 72,874.8] 2,200.34] 2,200.34

9,638.00 376,666.0 8,661.77




Loy
IF S

FErES Mu%\'w \A@m SZo'o >

6y 000012 o/xyem] GL'ElL 000LL eoo 009l [zsic |8l 00402 9oL _SLEl 00041 eoo] gg/el [ 0091 jooy
67 [0000L2 olpem| /'€l |000F9 Ml oo'gl [7500 18l 00°0E81 soxpem| i€l [000b9 oM 6oE/E | 0091 14 Ui
6y 000012 o/xpem  GI'El  |ov9 19pimi og'gl (o500 |8t 00°0£81 goxpem| Glel  [000b9 vl 9E'LpS | 0091 14 pig
6y |00'00L2 9lxpemi JovL  l00'668 oewim| 009l [e500 8t 00081 8oXygM| /9L |00'666 oeyiM| €£1°969 | 0091 14 pug
6y [0000LC oMl GL'EL  |00'666 o57im| 009l |seon (8l 00'0£8L 8OXyTM| GLEL  |00'866 osviml 0g'oLz | oooL 143181
7800 6y _loooolz | 9sxveml sl'el  |000LL e 009l [zets I8l 00¥02 9oxZIM] GL'el  |000LL oMl zo2eL | 0091 jooy
CECD 6y loooolz | osxveml Gl'el  looor9 \oviml 00'9L /900 I8l 000e8l | 89xveM| G/ZE€L  |OOOY9 \PIM] 69°EL€ | 0091 T4 uw
) 6y |00001Z | 9l%eM| SZ'e€l  |ooove Ml oo'oL |oson (8l 000e8L | 89XbeM| SLEL [000F9 Ml geLbS | 0091 14 pig
SEOD 6y loo00le | eswem| Z9vL 00666 oewim| 0091 fesc (8l 000e8lL | eoxbeM| Zotvl 00666 v £1°959 | 0091 1 pUZ
0510 6y {0000LC oweml Gl'el 100666 oewim| 0091 fceoc (sl 000€8L | 89%¥ZM| SLEL |00'666 o5%iM| 08012 | 00'9L 14181

H¥Q] 1 uwesg 1 weag| wesg dAL] H (0D 1100 103 dAL] sioo# da| Twesg| jwesgjwesg dAL] H 0O 110D 100 dAL] oA s|oD#
uolzalI M3 uofoalig SN|  uoneoo

L'€'6'¢ €0-1€ FOSY yuqg Aioys



Axial Stress

ASCE 31-03 3.5.3.6

Location
Column Col A Axial Load}Axial StregLimit

1st FL jw14xs0 26.50 108.49 4.09 10.80
2nd FL. jw14xe0 26.50 80.79 3.05 10.80
3rd FL w1461 17.90 52.07 2.91 10.80
4th FL |wi4x61 17.90 30.04 1.68 10.80
Roof [wiox33 9.71 9.85 1.01 10.80
N-S Direction

1st FL. {wi4x90 26.50 430.58 10.80
2nd FL |wi4xe0 26.50 320.64 14 10.80
3rd FL |wi4x61 17.9 206.65 1.54 10.80
4th FL |w14x61 17.90 119.25 6.66 10.80
Roof |w10x33 9.71 39.09 4.03 10.80




Panel Zones

Location Beam Shear Shear Panel

Column Beam dz 0.8Mp Demand |Capacity |Zone
1st FL W14x90 W24x68 22.53 12.58 0.44| 5097.60| 226.2583| 199.2672| No Good
2nd FL  |wi14xe0 W24x68 22.53 12.58 0.44| 5097.60| 226.2583| 199.2672| No Good
3rd FL w14x61 W24x68 22.53 12.61 0.38] 5097.60| 226.2583| 170.235| No Good
4th FL wi4x61 W24x68 22.53 12.61 0.38| 5097.60| 226.2583| 170.235| No Good
Roof wi10x33 W12x26 11.44 8.86 0.29] 1071.36| 93.65035| 92.4984|No Good
1st FL w14x90 w24x76 22.54 12.58 0.44| 5760.00| 255.5457| 199.2672| No Good
2nd FL  [w14x90 w24x76 22.54 12.58 0.44| 5760.00| 255.5457| 199.2672| No Good
3rd FL w14x61 w24x76 22.54 12.61 0.38] 5760.00| 255.5457| 170.235| No Good
4th FL w14x61 w24x76 22.54 12.61 0.38] 5760.00| 255.5457| 170.235| No Good
Roof w10x33 w24x76 22.54 8.86 0.29] 5760.00| 255.5457| 92.4984| No Good




Beam Column Ratio

Location Column Column SC/WB
Below Above Beam1 |Beam2
1st FL W14x90 w14x90 w24x68 |w24x68 0.570
2nd FL W14x90 w14x61 W24x68 |[W24x68 0.581
3rd FL w14x61 w14x61 w24x68 |w24x68 0.576
4th FL. wi4x61 w10x33 w24x68 |w24x68 0.508
Roof w10x33 w10x33 wi2x26 (w12x26 0.788




Compactness

Location  |Column hit bi Compact |Beam
1st FL W14x80 31.82 10.211|Fails w24x68 57.108 7.667|0OK
2nd FL jwi4xe0 31.82 10.211|Fails W24x68 57.108 7.667{0OK
3rd FL w14x61 37.07 7.74410K w24x68 57.108 7.667|0K
4th FL w14x61 37.07 7.744]10K w24x68 57.108 7.667|0K
Roof w10x33 33.55 9.149{Fails w12x26 53.043 8.539|0K
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Column Analysis

Calculation Sheet #

Author: Ben Jacobsen

ASCE 31-03 TIER 2 EVALUATION (LS) Software Version: 0.98
Last Update: 20-Dec-04
Project : Unversity College of Nursing
Building : Frame Line : Grid line 1 and F
Date : 02/02/05
Level ROOF 4th FL 3rd FL 2nd FL 1st FL Roof
- Location 1/G 1/G 1/G 1/G 1/G 2{F
2 Size W10x33 W14x61 W14x61 W14x90 W14x90 W10x33
& Interaction 0.22 0.27 0.33 0.37 0.58 0.49
B Fy 36 ksi 36 ksi 36 ksi 36 ksi 36 ksi 36 ksi
§ L, 13.75 ft 13.75 ft 18.75 ft 18.75 ft 14.00 ft 13.75 ft
d Ky 1.27 1.22 1.25 1.45 1.35 1.19
Ky 1.00 1.00 1.00 1.00 1.00 1.05
- Qe (Axial) 36 k 135 k 148 k 329 k 817 k 33 k
'§ Qupx (Moment) 58 k-ft 325 k-ft 436 k-ft 598 k-ft 342 k-ft 229 k-ft
= | Qypy (Moment) 0 k-ft 0 k-ft 0 k-ft 0 k-ft 0 k-ft 14 k-ft
Q| 238.8552512  507.5245172  507.5245172 | 859.1734735  855.8791865  229.7114443
Iy 4.19 5.98 5.98 6.14 6.14 4.19
ry 1.94 2.45 2.45 3.7 3.7 1.94
g KL/r 85.05 67.35 67.35 44.59 45.41 89.30
< Ao 0.9539 0.7553 0.7553 0.5001 0.5092 1.0016
8 15.8941 15.8941 15.8941 15.8941 15.8941 15.8941
Fer 24,5989 28.3533 28.3533 32.4216 32.2973 23.6572
A 9.71 17.9 17.9 26.5 26.5 9.71
m*Qex| 800.9501761  2324.386409  2324.386409 | 3264.139535  3264.139535  800.9501761
m 7.66 8.00 8.00 6.93 6.93 7.66
Qeex (C,=1.0)| 104.5246057  290.5483011  290.5483011 471 471 104.5246057
* Mpx 116.4 306 306 471 a7 116.4
é Zx 38.8 102 102 157 157 38.8
K Sx 35 92.1 92.1 143 143 35
M,x 75.83 199.55 199.55 309.83 309.83 75.83
Lox 8.08 10.20 10.20 15.40 15.40 8.08
Ly 27.46 34,66 34.66 54.13 54.13 27.46
m* Qeey 124.20 290.25 290.25 673.65 673.65 124.20
m 3.00 3.00 3.00 3.00 3.00 3.00
Qeey (Cv=1.0) 41.4 96.75 96.75 224.55 224.55 41.4
’,,', Moy 41.40 96.75 96.75 224.55 224.55 41.40
£ Zy 14 32.8 32.8 75.6 75.6 14
s Sy 9.2 21.5 21.5 49.9 49.9 9.2
M,y 19.93 46.58 46.58 108.12 108.12 19.93
Lox 17.44 24.89 24.89 25.56 25.56 17.44
Loy 59.31 84.61 84.61 89.83 89.83 59.31
a % 2720 2720 2720 2900 2900 2720
s p 8 0.00248 0.00247 0.00247 0.00175 0.00175 0.00248
2 FL 26 ksi 26 ksi 26 ksi 26 ksi 26 ksi 26 ksi
T b/2t;*F,%® 54.9 46.5 46.5 61.2 61.2 54.9
& hit,*F,>° 162.6 182.4 182.4 155.4 155.4 162.6
{c) Copyright Reaveley Engineers Associates, Inc. Page 1 of 4
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REAVELEY ENGINEERS & ASSOCIATES INC.
Column Analysis

Calculation Sheet #

Author: Ben Jacobsen

FEMA310, ASCE 37-03 TIER 2 EVALUATION (LS) Software Version: 0.98
Last Update: 20-Dec-04
Project : University of Utah College of Nursing
Building : Frame Line : Grid line 1 and F
Date : 01/07/05
Level 4th FL 3rd FL 2nd FL 1st FL Level 3 Level 2
- Location 2/F 2/F 2/F 2/F
a2 Size W14x61 w14x61 w14x99 w14x99 W14x99 w14x99
= Interaction 0.64 0.71 0.69 0.59 0.00 0.00
z F, 36 ksi 36 ksi 36 ksi 36 ksi 36 ksi 36 ksi
S I 13.75 ft 13.75 ft 13.75 ft 13.75 ft 14.00 ft 16.00 ft
- Kx 1.38 1.51 1.64 2.18 1.50 1.95
Ky 1.03 1.05 1.09 1.73 1.00 1.00
w Qur (Axial) 129 k 226 k 324 k 420 k 0k 0k
E Qupx (Moment) 701 k-ft 543 k-ft 820 k-ft 400 k-ft 0 k-ft 0 k-ft
Quoy (Moment) 60 k-ft 72 k-ft 229 k-ft 156 k-ft 0 k-ft 0 k-ft
Qee| 500.1978121  495.2539294  925.6916701 | 767.0936006  940.4015576  862.9980779
x 5.98 5.98 6.17 6.17 6.17 6.17
ry 2.45 2.45 3.71 3.71 3.71 3.71
g KL/r 69.37 70.71 48.48 76.94 45.28 60.68
< Ao 0.7780 0.7931 0.5437 0.8629 0.5079 0.6805
A 15.8941 15.8941 15.8941 15.8941 15.8941 15.8941
For 27.9440 27.6678 31.8107 26.3606 32.3162 29.6563
A 17.9 17.9 29.1 29.1 29.1 29.1
m*Qux| 2324.386409  2324.386409  3908.190698 | 3908.190698  3908.190698  3890.654669
m 8.00 8.00 7.53 7.53 7.53 7.53
Qeex (Cv=1.0)| 290.5483011  290.5483011 519 519 519 516.6712501
ot Mpx 306 306 519 519 519 519
£ Zx 102 102 173 173 173 173
K Sx 92.1 92.1 157 157 157 157
Mix 199.55 199.55 340.17 340.17 340.17 340.17
Ly 10.20 10.20 15.44 15.44 15.44 15.44
Lis 34.66 34.66 58.16 58.16 58.16 58.16
m* Qeey 290.25 290.25 745.20 745.20 745.20 745.20
m 3.00 3.00 3.00 3.00 3.00 3.00
Qeey (Cp=1.0) 96.75 96.75 248.4 248.4 248.4 248.4
= Mgy 96.75 96.75 248.40 248.40 248.40 248.40
£ Zv 32.8 32.8 83.6 83.6 83.6 83.6
3 Sy 21.5 21.5 55.2 55.2 55.2 55.2
My 46.58 46.58 119.60 119.60 119.60 119.60
Lk 24.89 24.89 25.68 25.68 25.68 25.68
L 84.61 84.61 96.72 96.72 96.72 96.72
8 ¥ 2720 2720 3190 3190 3190 3190
3 X5 0.00247 0.00247 0.00122 0.00122 0.00122 0.00122
o F 26 ksi 26 ksi 26 ksi 26 ksi 26 ksi 26 ksi
- b/2t,*F,*° 46.5 46.5 56.04 56.04 56.04 56.04
@ h/t,*F,>° 182.4 182.4 141 141 141 141
{c) Copyright Reaveley Engineers Associates, Inc. Page 2 of 4
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REAVELEY ENGINEERS & ASSOCIATES, INC.
Beam Analysis

Calculation Sheet #

Author: Ben Jacobsen

ASCE 31-03 TIER 2 EVALUATION (LS) Software Version: 0.98
Last Update: 20-Dec-04
Project : University of Utah College of Nursing
Building : Frame Line : Grid line 1 and F
Date : 02/02/05
o Level ROOF 4th FL 3rd FL 2nd FL 1st FL Roof
g Location 1/G-F 1/G-F 1/G-F 1/G-F 1/G-F F/1-2
= Size W12x26 W24X68 W24x68 W24x68 W24X68 w24x76
o Interaction 0.14 0.10 0.16 0.19 0.17 1.09
5 F, 36 ksi 36 ksi 36 ksi 36 ksi 36 ksi 36 ksi
e Ly 18.00 ft 18.00 ft 18.00 ft 18.00 ft 18.00 ft 48.50 ft
g Qyp (Moment) 79 k-ft 322 k-t 507 k-t 600 k-ft 520 k-ft 232 k-ft
=11 Qyp (Shear) 18.4 k 52.0 k 71.0 k 82.0 k 72.0 k 20.0 k
m* Qeex 581.69 3146.76 3146.76 3146.76 3146.76 213.12
m 8.00 8.00 8.00 8.00 8.00 8.00
Qeex (C,=1.0) 72.71 393.34 393.34 393.34 393.34 26.64
Mopx 111.6 531 531 531 531 600
Zy 37.2 177 177 177 177 200
Sy 33.4 154 154 154 154 176
x Mix 72.37 333.67 333.67 333.67 333.67 381.33
g Lox 6.29 7.78 7.78 7.78 7.78 7.99
£ Ly 18.10 22.43 22.43 22.43 22.43 23.44
3 x 5.17 9.55 9.55 9.55 9.55 9.69
ry 1.51 1.87 1.87 1.87 1.87 1.92
% 1820 1590 1590 1590 1590 1760
X, 0.0139 0.029 0.029 0.029 0.029 0.0186
F 26 ksi 26 ksi 26 ksi 26 ksi 26 ksi 26 ksi
b/2t*F,>° 51.24 45.96 45.96 45.96 45.96 39.66
hit,*F,>° 283.2 312 312 312 312 294
m* Qg 484.9 1699.6 1699.6 1699.6 1699.6 1817.2
& m 8.00 8.00 8.00 8.00 8.00 8.00
% Qg 60.61 212.45 212.45 212.45 212.45 227.15
A, 2.806 9.8355 9.8355 9.8355 9.8355 10.516
(c) Copyright Reaveley Engineers Associates, Inc. Page 1of 3
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REAVELEY ENGINEERS & ASSOCIATES INC,

Beam Analysis
ASCE 31-03 TIER 2 EVALUATION (LS)

Calculation Sheet #

Author: Ben Jacobsen

Software Version: 0.98

Project : University of Utah College of Nursing

Last Update: 20-Dec-04

Building : Frame Line : Grid line 1 and F
Date : 02/02/05
% Level 4th Fl 3rd FL 2nd FL 1st FL Roof 4th FL
E. Location F/1-2 F/1-2 Fi1-2 FI1-2 F/2-3 F/2-3
= Size W24x76 w24x76 w24x76 w24x76 w18x46 w18x46
s Interaction 3.13 3.89 4.03 3.39 0.48 1.43
s F, 36 ksi 36 ksi 36 ksi 36 ksi 36 ksi 36 ksi
® L, 48.50 ft 48.50 ft 48.50 ft 48.50 ft 30.50 ft 30.50 ft
-g Qup (Moment) 668 k-t 828 k-ft 858 k-ft 722 k-ft 173 k-ft 516 k-ft
= | Qyp (Shear) 40.5 k 44,0 k 44.0 k 42.0 k 16.0 k 44.0 k
m* Qeex 213.12 213.12 213.12 213.12 361.88 361.88
m 8.00 8.00 8.00 8.00 8.00 8.00
Qcex (Cp=1.0) 26.64 26.64 26.64 26.64 45.24 45.24
Mipx 600 600 600 600 272.1 272.1
Zx 200 200 200 200 90.7 90.7
Sx 176 176 176 176 78.8 78.8
>; Mx 381.33 381.33 381.33 381.33 170.73 170.73
£ Lox 7.99 7.99 7.99 7.99 5.37 5.37
2 Lgi 23.44 23.44 23.44 23.44 16.60 16.60
2 rx 9.69 9.69 9.69 9.69 7.25 7.25
Iy 1.92 1.92 1.92 1.92 1.29 1.29
X 1760 1760 1760 1760 2060 2060
Xq 0.0186 0.0186 0.0186 0.0186 0.0101 0.0101
F 26 ksi 26 ksi 26 ksi 26 ksi 26 ksi 26 ksi
b/2t,*F,>® 39.66 39.66 39.66 39.66 30.06 30.06
hit,*F,>° 294 294 294 294 267.6 267.6
m* Qe 1817.2 1817.2 1817.2 1817.2 1126.0 1126.0
& m 8.00 8.00 8.00 8.00 8.00 8.00
& (o P 227.15 227.15 227.15 227.15 140.75 140.75
A 10.516 10.516 10.516 10.516 6.516 6.516
(c) Copyright Reaveley Engineers Associates, Inc. Page 2 of 3




REAVELEY ENGINEERS & ASSOCIATES INC.
Beam Analysis

Calculation Sheet #

Author: Ben Jacobsen

ASCE 31-03 TIER 2 EVALUATION (LS) Software Version: 0.98
Last Update: 20-Dec-04
Project : University of Utah College of Nursing
Building : Frame Line : Grid line 1 and F
Date : 02/02/05
- Level 3rd FL 2nd FL 1st FL ROOF Level 3 Level 2
§. Location F/2-3 F/2-3 F/2-3
s Size w 18x46 w18x46 w18x46 W21X44 W24X68 W27X84
% Interaction 1.80 1.87 1.49 0.00 0.00 0.00
5 F, 36 ksi 36 ksi 36 ksi 36 ksi 36 ksi 36 ksi
e Ly 30.50 ft 30.50 ft 30.50 ft 15.00 ft 15.00 ft 15.00 ft
-g Qup (Moment) 652 k-ft 676 k-ft 540 k-ft 0 k-ft 0 k-ft 0 k-ft
= 01_,9 {Shear) 54.0 k 56.0 k 47.0 k 0.0 k 0.0 k 0.0k
m* Qeex 361.88 361.88 361.88 1451.07 3470.15 5005.25
m 8.00 8.00 8.00 8.00 8.00 8.00
Qeex (Cp=1.0) 45.24 45.24 45.24 181.38 433.77 625.66
Mpx 272.1 272.1 272.1 286.2 531 732
Zx 90.7 90.7 90.7 95.4 177 244
Sx 78.8 78.8 78.8 81.6 154 213
x Mx 170.73 170.73 170.73 176.80 333.67 461.50
g Lox 5.37 5.37 5.37 5.25 7.78 8.62
c Loy 16.60 16.60 16.60 15.43 22.43 24.85
& rx 7.25 7.25 7.25 8.06 9.55 10.7
ry 1.29 1.29 1.29 1.26 1.87 2.07
X4 2060 2060 2060 1550 1590 1570
Xs 0.0101 0.0101 0.0101 0.0366 0.029 0.0311
F 26 ksi 26 ksi 26 ksi 26 ksi 26 ksi 26 ksi
b/2t*F,>*® 30.06 30.06 30.06 43.32 45.96 46.68
h/t*F,° 267.6 267.6 267.6 321.6 312 316.2
m* Qe 1126.0 1126.0 1126.0 1251.9 1699.6 2122.3
g m 8.00 8.00 8.00 8.00 8.00 8.00
& Qe 140.75 140.75 140.75 156.49 212.45 265.29
B 6.516 6.516 6.516 7.245 9.8355 12.282
(c) Copyright Reaveley Engineers Associates, Inc. Page 3 of 3




Calculation Sheet #

RJA Panel Zone Analysis Author: Ben Jacobsen
ASCE 31-03 TIER 2 EVALUATION (LS) Software Version: 0.98
Last Update: 20-Dec-04

Project : Unversity of Utah College of Nursing

Building : Frame Line : Grid line 1 and F
Date : 02/02/05
Level Roof 4th FL 3rd FL 2nd FL 1st FL Roof
’:;- Location 1/H 1H 1/H 1/H 1/H 1/G
e Column W10x33 W14x61 w14x61 W14x90 W14x90 W10x33
] Beam 1 W12x26 W24X68 W24x68 W24x68 W24x68 W12x26
2 Beam 2 W21X44 W24X68 W12x26
o Continuity Plates? Yes Yes Yes Yes Yes Yes
B 36 ksi 36 ksi 36 ksi 36 ksi 36 ksi 36 ksi
Qgyr (Axial) 68.0 k 123.0 k 122.0 k 397.0 k 943.0 k 35.0 k
B Qgyp (Shear) 21.0k 55.0 k 81.0 k 94.0 k 80.0 k 18.0 k
§ Qg1up (Moment) 84 k-ft 346 k-ft 550 k-ft 650 k-ft 624 k-ft 78 k-ft
Qgqyp (Moment) 0 k-ft 0O k-ft 83 k-ft
o Pass? Fail Fail Fail Fail Fail Fail
§ Panel Zone 0.20 0.28 0.42 0.40 0.35 0.23
= Flange Buckling N/A N/A N/A N/A N/A N/A
8 Web Yielding 0.13 0.08 0.13 0.12 0.12 0.12
§ Web Crippling 0.09 0.05 0.08 0.07 0.06 0.09
E Strong Column
= Aeak Beamn 0.51 0.57 0.57 0.41 0.01 0.28
Qup 28.11 69.97 104.79 122.12 107.00 31.62
m* Qg 137.90 247.91 247.91 306.08 306.08 137.90
m 2.00 2.00 2.00 2.00 2.00 2.00
e Qce 68.95 123.95 123.95 153.04 153.04 68.95
G ty 0.29 0.375 0.375 0.44 0.44 0.29
E bt 7.96 9.99 9.99 14.5 14.5 7.96
o ter 0.435 0.645 0.645 0.71 0.71 0.435
o 0.38 0.585 0.585 0.585 0.585 0.38
d, 12.2 23.7 23.7 23.7 23.7 12.2
d. 9.73 13.9 13.9 14 14 9.73
i 7.11 14.97 23.79 28.12 27.00 7.02
g E m*Qe.| 42.575625 187.21125 187.21125 226.845 226.845 42.575625
g% m 2.00 2.00 2.00 2.00 2.00 2.00
- 3 Q.| 21.2878125 93.605625 93.605625 113.4225 113.4225 21.2878125
€ 0.5 1 1 1 1 0.5
@ Qup 7.11 14.97 23.79 28.12 27.00 7.02
5 m* Qge 56.74 183.20 183.20 226.04 226.04 56.74
S m 2.00 2.00 2.00 2.00 2.00 2.00
o Qe 28.37 91.60 91.60 113.02 113.02 28.37
s N 0.38 0.585 0.585 0.585 0.585 0.38
§ tor 0.38 0.585 0.585 0.585 0.585 0.38
= ke 0.935 1.24 1.24 1.31 1.31 0.935
o Qup 711 14.97 23.79 28.12 27.00 7.02
“é m* Qg 81.44 315.50 315.50 422,77 422.77 81.44
5 m 2.00 2.00 2.00 2.00 2.00 2.00
a Qe 40.72 157.75 157.75 211.38 211.38 40.72
2 Ny -0.044 0.126 0.126 0.125 0.125 -0.044
= Ratio 0.509 0.565 0.566 0.408 0.006 0.284
22 ¢ Zs 38.8 102 102 157 157 38.8
§ c 8 Ac 9.71 17.9 17.9 26.5 26.5 9.71
» 3 Zi 37.2 177 177 177 177 37.2
3 Zis 0 0 0 95.4 177 37.2
{c) Copyright Reaveley Engineers Associates, Inc. Page 1 of 4
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REAVELEY ENGINEERS & ASSOCIATES INC.
Panel Zone Analysis

ASCE 31-03 TIER 2 EVALUATION (LS)

Calculation Sheet #

Author: Ben Jacobsen

Software Version:

0.98

Project : Unversity of Utah College of Nursing
Building : Frame Line : Grid line 1 and F
Date : 02/02/05
Level ath FL 3rd FL 2nd FL Tst FL Roof 4th FL
-] Location 1/G 1/G 1/G 1/G 2/F 2/F
s Column| W14x61 W14x61 W14X90 W14x90 W10x33 W14x61
s Beam 1 w24x68 w24x68 w24x68 w24x68 w24x76 w24x76
2 Beam 2 w24x68 w24x68 w24x68 w24x68 w18x46 w18x46
8 Continuity Plates? Yes Yes Yes Yes Yes Yes
I, 36 ksi 36 ksi 36 ksi 36 ksi 36 ksi 36 ksi
Qgyr (Axial) 103.0 k 113.0 k 329.0 k 817.0 k 33.0k 129.0 k
-g Qeyp (Shear) 52.0 k 71.0 k 82.0 k 72.0k 33.0 k 109.0 k
k] Qaiup (Moment) 322 k-ft 507 k-ft 600 k-ft 506 k-ft 232 k-ft 668 k-ft
Qgiyp (Moment) 346 k-ft 550 k-ft 655 k-ft 559 k-ft 173 k-ft 516 k-ft
= Pass? Fail Fail Falil Fail Fail Fail
9 Panel Zone 0.33 0.47 0.45 0.39 0.39 0.65
= Flange Buckling N/A N/A NIA NIA N/A N/A
§ Web Yielding 0.08 0.13 0.13 0.1 0.16 0.15
E s‘i‘:ﬁﬁgcgﬁﬁ.'i.’,l?, 0.05 0.08 0.07 0.06 0.11 0.09
=
E Ao Bomm 0.29 0.29 0.35 0.08 0.07 0.34
Quo 80.90 116.73 136.29 118.07 50.44 159.99
m* Qg 247.91 247.91 306.08 306.08 130.07 247.72
m 2.00 2.00 2.00 2.00 2.00 2.00
@ Qee 123.95 123.95 153.04 153.04 65.03 123.86
S ty 0.375 0.375 0.44 0.44 0.29 0.375
3 bet 9.99 9.99 14.5 14.5 7.96 9.99
o to 0.645 0.645 0.71 0.71 0.435 0.645
tyy 0.585 0.585 0.585 0.585 0.68 0.68
dy 23.7 23.7 23.7 23.7 23.9 23.9
d. 13.9 13.9 14 14 9.73 13.9
Qiiis 14.97 23.79 28.34 24.18 9.99 28.77
g, E m*Qe.| 187.21125 187.21125 226.845 226.845 42.575625 187.21125
£ X m 2.00 2.00 2.00 2.00 2.00 2.00
o3 Q.| 93.605625 93.605625 113.4225 113.4225 21.2878125  93.605625
©; 1 1 1 1 0.5 1
2 Qup 14.97 23.79 28.34 24.18 9.99 28.77
g m* Qe 183.20 183.20 226.04 226.04 63.01 185.76
$ m 2.00 2.00 2.00 2.00 2.00 2.00
2 s 29 91.60 91.60 113.02 113.02 31.50 92.88
E N 0.585 0.585 0.585 0.585 0.68 0.68
§ oy 0.585 0.585 0.585 0.585 0.68 0.68
= ke 1.24 1.24 1.31 1.31 0.935 1.24
o Qo 14.97 23.79 28.34 24.18 9.99 28.77
@ m* Qg 315.50 315.50 422.77 422.77 87.04 318.21
5 m 2.00 2.00 2.00 2.00 2.00 2.00
2 Qce 157.75 157.75 211.38 211.38 43.52 159.11
2 Ny 0.126 0.126 0.125 0.125 0.080 0.147
™ Ratio 0.293 0.288 0.352 0.077 0.073 0.340
22 ¢ Zc 102 102 157 157 38.8 102
g E 5 Ac 17.9 17.9 26.5 26.5 9.71 17.9
® 3 Zh 177 177 177 177 200 200
3 - 177 177 177 177 90.7 90.7

(c) Copyright Reaveley Engineers Associates, Inc.

Page 2 of 4
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RBEAVELEY ENGINEERS & ASSOCIATES, INC.
Panel Zone Analysis

ASCE 31-03 TIER 2 EVALUATION (LS)

Calculation Sheet #

Author: Ben Jacobsen

Software Version:

0.98

Project : Unversity of Utah College of Nursing
Building : Frame Line : Grid line 1 and F
Date : 02/02/05
Level 3rd FL 2nd FL 1st FL Roof Level 3 Level 2
3 Location 2/F 2/F 2/F
E Column W14x61 W14x99 W14x99 w w w
s Beam 1 w24x76 w24x76 wW24x76 W21X44 W24X68 W27X84
2 Beam 2| w18x46 w18x46 w18x46 W21X44 W24X68 W27X84
3 Continuity Plates? Yes Yes Yes Yes Yes Yes
Fy 36 ksi 36 ksi 36 ksi 36 ksi 36 ksi 36 ksi
Qe (Axial) 226.0 k 324.0 k 420.0 k 45.0 k 87.4 k 132.2 k
4 Qeyp (Shear) 90.0 k 116.0 k 41.0k 0.0 k 119.1 k 227.7 k
_§ Qgiup (Moment) 827 k-ft 858 k-t 722 k-ft 475 k-ft 1194 k-ft 2089 k-ft
Qgyyp (Moment) 652 k-ft 676 k-ft 541 k-ft 427 k-ft 1108 k-ft 2048 k-ft
z Pass? Fail Fail Fail #N/A #NIA #NIA
g Panel Zone 0.62 0.53 0.28 #NIA #NIA #NIA
= Flange Buckling N/A N/A N/A N/A N/A N/A
2 Web Yielding 0.19 0.14 0.12 #NIA #NIA #NIA
g Web Crippling 0.11 0.07 0.06 #N/A #N/A #N/A
E Stroog, Colimn 0.28 0.50 0.43 #NIA #NIA H#NIA
/Weak Beam
Qs 153.70 182.06 95.39 44.55 218.66 386.49
m* Qg 247.72 345.69 345.69 #N/A #N/A #N/A
m 2.00 2.00 2.00 2.00 2.00 2.00
e Qe 123.86 172.84 172.84 #N/A #N/A #N/A
K ty 0.375 0.485 0.485 #N/A #N/A #N/A
e bt 9.99 14.6 14.6 #N/A #N/A #N/A
& £ 0.645 0.78 0.78 #NJA #N/A #N/A
tyr 0.68 0.68 0.68 0.45 0.585 0.64
dy 23.9 23.9 23.9 20.7 23.7 26.7
d. 13.9 14.2 14.2 #N/A #N/A #N/A
Quo 35.62 36.95 31.09 23.45 51.66 80.15
g, g m*Q.| 187.21125 273.78 273.78 #N/A #N/A #N/A
R m 2.00 2.00 2.00 2.00 2.00 2.00
LA Q.| 93.605625 136.89 136.89 #N/A #N/A #N/A
Cr 1 1 1 0.5 1 1
2 Qup 35.62 36.95 31.09 23.45 51.66 80.15
g m* Qe 185.76 264.69 264.69 #N/A #N/A #NJA
$ m 2.00 2.00 2.00 2.00 2.00 2.00
2 Qe 92.88 132.35 132.35 #N/A #N/A #N/A
s N 0.68 0.68 0.68 0.45 0.585 0.64
g tor 0.68 0.68 0.68 0.45 0.585 0.64
ke 1.24 1.38 1.38 #N/A #N/A #NJA
@ Quo 35.62 36.95 31.09 23.45 51.66 80.16
2 m* Qg 318.21 517.29 517.29 #N/A #N/A #N/A
£ m 2.00 2.00 2.00 2.00 2.00 2.00
2 Qe 159.11 258.65 258.65 #N/A #N/A #N/A
= N 0.147 0.144 0.144 #N/A #N/A #N/A
'5 Ratio 0.276 0.498 0.432 #N/A #N/A #N/A
22 ¢ Zi 102 173 173 #N/A #N/A #N/A
EE E Ac 17.9 29.1 29.1 #N/A #N/A #N/A
® 3 Zas 200 200 200 95.4 177 244
3 Zss 90.7 90.7 90.7 95.4 177 244
(c) Copyright Reaveley Engineers Associates, Inc. Page 3 of 4
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AM Frame V8.2 - Analysis Mode
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AM Frame V8.2 - Analysis Mode
ataBase: UUnursing 02/02/05 14:14:16
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AM Frame V8.2 - Analysis Mode
ataBase: UUnursing

02/02/05 14:14:16
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AM Frame V8.2 - Analysis Mode
ataBase: UUnursing
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AM Frame V8.2 - Analysis Mode
ataBase: UUnursing

02/02/05 14:14:16

Uo
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AM Frame V8.2 - Analysis Mode

ataBase: UUnursing 02/02/05 14:04:39 ;\
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AM Frame V8.2 - Analysis Mode

ataBase: UUnursing 02/02/05 14:04:39
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AM Frame V8.2 - Analysis Mode
ataBase: UUnursing
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RAM Frame V9.0 - Analysis Mode
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RAM Frame V9.0 - Analysis Mode
DataBase: UUnursing
Member Force Envelope

02/15/05 16:45:57

Major Shear

Max

-10.32 11.84 343 1845 1.28
oy 3 w0
2 R 2
1N
= o :
-18.68 |27 41 0.36§25.11 -11.79
[ =
N ~ ‘
178718133 4.28@.70 1032}
13 5 5
B4 &3
S 3
-17.801% 05 5.03187.06 -10.01 &
1% {a-]
ot —
5 3
-18.93198.36 1.331%5.94 1113k
B £ f
ey o
8 ©
i &
— N
~ =
o >
- N
~ =
o I




U

ol oo ol
3 ) >
2 S 2
™~ o |
10) N N
= o o
&) ) o
~| =) <©f of 8_ 0 o o =
) N o o) o ) = <) =
= o @ ol o of o S ol
& ) ) ] ) =y
© o ~| ~
0 & ~ ~ ) @ o = o
N @ & & g b2 S S S
& @ < - 3 < = = =
©] ™~ I o ™~ |
& s ) N ) 5
o o 10 o o |
& B g & § 2
©f
frst < f o = 0]
o 3 b & 3 <
S <& 0 o) = <
=) s & Dl &
S ToQUve ¢ K.M*.mm.mm ey L Qme.mr RS B
) < < e o o
1o} e o) ~| N ol
p < & 5
~| o ~ ol <l o
5 ) N & = 3
< ™~ o | S o
S ) 0 | IS el
o TR s i TRl TR0 (57 TESe1e 05
| o ) = | =t
3 8 = B g
P = Jie) | o o
& & & @ & &)
™~ = <o o P pac
<) o =1 & rel o
0T ggpee ey RS = A (A ok T A om.mMﬂw Ly 6L°9849C 01 €C 0140
o = = ol i |
@ _ g 8 3 g
™~ ol o | | I
S 8 3 = @ &
o r~ o ~ pest ™~
< ) | = e} <
3.%_\.@? (4 IEEE wo.omuﬁ\mmx 1L 8%RM90°65- LEVRIVS 6V 7191346, 8E-
ol | o o) S| 0
¢ & ) &) )
o ! - ol I3
= ) S | o )
< | % 1) o) o)
2 g 2 = g g
€9 v 0 880 S ¢ P9 L- G 0474- 002 Z2Le- 080 oCb- Ly

JUSWORW IOLeR

LG*G%:9T S0/G1/C0

adoToAug 20104 IDQURK

putsinunn

rosedeled

OPOH STSATRUY - (°6A dweid WYY




5

00 b <
S S o
o o o
<0} Bow <t
(=] O o0
N o N
™~ (=] [{e} )| [se! (=) [w) O (=2
IS of o © = 3] = = S
Loty Lagd O] 0| o [sg] L) (= (=)
e e “ @ S ]
™ =} W [T} o) O
O o] o Q)] L= T [ o Lot
I o s o e o 3 S &
— | ~ ] ! O] O O (=)
- ™| ©f of [ =
© L & IS < S
[te} ~ o} ™~ o -
ol
| o~ <O [} W) (=)
© o ~ & < <
~ I~ b
o@%_mﬁ. 6 tefe6 ¢ Nw.@s‘m, BC oy iz Wmm.w. N 223
o < N o e i
. ] N [\ o)
= IS & &3 b N
S ! ~] o o s
S.mmqoo.m. Nw.ﬂ.om.m, o 1F70 L 53 @o 18 ow,@ﬁ.m, S ﬁ@.oo.o
© = W o s ~
-~ ~| N N
o ~ 2 2 B b2
o L2 o o o N
om.@,roww mm.@wﬁw 06 GRI9z 11 3 A Nw.@m\w.mw 81850 0
J g P o N <
— ¥ R N (g} [
i S &) ] & 3
=} i 0] IN | =
wm.mwom.m T~ OV Gagey L1 T 25§99 ¢b- R.m_.wm.i. 8.@8.3. 19 €gs o
o N o ~] o o
O] L ™~ O < )
b & 10) S = ]
e s e} o
80 1~ $9C 0 b 78¢C%C b FaATS Scaeh Sy ¢ 76 0 SLC0G b
XK Jesys .HO.m;mS ®QO._”®>QW S0I04 I2CqUISK

LS*G%:9T G0/ST/¢20

putsanunn :ssegeied
OPOW STSATRUY - (°6A SdWeRId WV






Appendix e

University of Utah College of Nursing Building Renovation Program Document






A Comprehensive Asbestos Survey and Assessment
For the
University of Utah’s College of Nursing
Building 588
University of Utah Campus
10 South 2000 East
Salt Lake City, Utah

April 17, 2008

Submitted To:

Mr. William Bowen
Program Manager
Division of Facilities Construction and Management
4130 State Office Building
Salt Lake City, Utah 84114

Prepared By:

IHI Environmental
640 E. Wilmington Avenue
Salt Lake City, Utah 84106

Phone: (801) 466-2223
Fax: (801) 466-9616

[HI Project No. 08 A-1020



A Comprehensive Asbestos Survey and Assessment
for the
University of Utah’s College of Nursing
Building 588
University of Utah Campus

10 South 2000 East
Salt Lake City, Utah

Executive Summary

A comprehensive asbestos survey and assessment for the University of Utah’s College of
Nursing was completed at the subject facility on March 19, 2008. Bulk samples were
collected from suspect asbestos materials and analyzed to determine if they contained
asbestos. Mr. William Bowen, State of Utah, Division of Facilities Construction &
Management requested this asbestos survey.

All areas inside and outside the building, except the roofing materials, were inspected.

Amounts of ACMs identified in this survey and estimated removal costs for these
materials by a certified asbestos abatement contractor are presented in the following
Executive Summary table. The cost estimates in this table include only asbestos removal
costs; abatement design and management fees are not included. The estimated removal
cost for all of the ACMs in the building is $1,486,008.

The estimated removal and disposition costs for the uniform hazardous materials, when
accomplished by a certified asbestos abatement contractor in conjunction with the
asbestos abatement is $13,059.

There is important information contained in the body and appendices of this report that is
not included in this executive summary. It is therefore recommended that this report be
read in its entirety. Information specific to the asbestos regulatory requirements is
provided in q 5.1.

Executive Summary ES-1 University of Utah College of Nursing
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Executive Summary

Asbestos-containing Materials by Homogeneous

University of Utah College of Nursing

DFCM
Homogeneous Material Description/Location Asbestos Amount Cost
Area Number Content Estimate
MO001  Wall System w/multiple layers - ND-2% Chrysotile 152,828 sq. ft. $305,656
Standard gypsum board wall system Joint Comp.
Rooms and hallway areas throughout the <1%
facility except renovated areas
MO007  Ceiling Tile - 2' x 2' long, thin, deep <1-3% Chrysotile 392 sq. ft. $710
worm and pin hole pattern, flush edge 1.5 - 2% Amosite
Random rooms and hallway areas
throughout the facility
MO008  Floor Tile and Mastic on Cement - 9" 8% Chrysotile 2,196 sq. ft. $5,183
tan, streaked, with black mastic Tile
Level 1 hallway >1% Chrysotile
Mastic
MOO0SA  Floor Tile and Mastic Under GDC - 9" 8% Chrysotile 1,975 sq. ft. $7,564
tan, streaked, with black mastic Tile
12 rooms on Level 1 >1% Chrysotile
Mastic
MO019  Floor Tile and Mastic on Cement - 9" 1% Chrysotile 424 sq. ft. $1,001
gray with white streaks and black Tile
South stairwell landings from Level 1 to 1% Chrysotile
the Penthouse Mastic
Mo021 Floor Tile and Mastic on Cement - 12" ND Tile 476 sq. ft. $1,123
rose marble tile with black mastic 6% Chrysotile
Level 1 west hallway Mastic
MO022 Floor Tile Mastic-Under GDC - Black 6% - 8% Chrysotile 1,976 sq. ft. $4,446
Two rooms on Level 1 and one room on
Level 3
MO023  Ceiling Tile - 2' x 4' long lateral ND - 3% Chrysotile 25,268 sq. ft. $45,735
worm and pin hole pattern, flush edge ND - 3% Amosite
109 rooms and offices throughout the
facility
MO028  Fire Door - 9' wood door with white 5% Chrysotile 13 units $1,495

Executive Summary Table

plaster core, labeled with no rating
Classroom 212, the north stairwell on all
levels and 6 random rooms
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Homogeneous Material Description/Location Asbestos Amount Cost
Area Number Content Estimate
MO030  Floor Tile and Mastic on Cement - 12" >1% Chrysotile 5,231 sq. ft. $12,345
light gray with rust streaks and black Tile
mastic >1% Chrysotile
Random rooms on Levels 2 and 5, and Mastic
throughout most of Level 4
MO30A  Floor Tile and Mastic Under GDC - >1% Chrysotile 4,294 sq. ft. $16,446
12" light gray with rust streaks and Tile
black mastic >1% Chrysotile
Throughout much of Level 4 Mastic
M033 Light Fixture - Wire Insulation - Assumed 10 units $210
Recessed light fixture wire insulation
Random locations throughout the facility
MO035  Vinyl Floor Sheeting - Thin, brittle 3% Chrysotile 64 sq. ft. $256
gray mosaic pattern without backing Sheeting
South stairwell hallway on Levels 3 and 5 <1% T.C.F.
Mastic
MO35A  Vinyl Floor Sheeting under Floor 3% Chrysotile 176 sq. ft. $792
Sheeting - Thin, brittle gray mosaic Sheeting
pattern without backing <1% T.C.F.
South stairwell hallway on Level 2 Mastic
MO037  Ceiling Tile - 2' x 2' long, real thin ND - 3% Chrysotile 712 sq. ft. $1,289
worm and pin hole pattern, flush edge 2% Amosite
Hallways around the elevator lobbies and
some offices on Levels 3 and 4
MO038  Floor Tile and Mastic on Cement - 12" >1% Chrysotile 10,596 sq. ft. $25,007
beige marble with black mastic Tile
Level 3 atrium and hallways and 26 offices >1% Chrysotile
Mastic
MO038A  Floor Tile and Mastic Under GDC - >1% Chrysotile 4,594 sq. ft. $17,595
12" beige marble with black mastic Tile
Level 3, 8 offices and/or classrooms >1% Chrysotile
Mastic
MO039  Leveling Compound - Gray >1% Chrysotile
Random locations throughout the facility
M043  Floor Tile and Mastic on Cement - 12" 8% Chrysotile 15 sq. ft. $35
light tan with rust streaks and black Tile
mastic >1% Chrysotile
Level 4, supply room 402, southwest Mastic
M047 Fire Door - 9' wood fire door, VT Assumed 1 units $115

Executive Summary Table

Industries, 1 hour rated
North stairwell on Level 5

Page 2 of 3
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Cost

Homogeneous

Area Number

Material Description/Location Asbestos

Content

Amount

Estimate

MO054

S001

S004A

T001

T002

T003

T004

TO005

TO00SA

Note 1:

Executive Summary Table

Ceiling Tile - All non-ACM ceiling
tiles below ACM fireproofing
Some areas on all levels

Spray Structural Fireproofing - Light
tan, medium soft

Throughout the facility except the west
half of Level 5, 75% of Level 2 and some
random locations on Levels 1, 3 and 4

Spray Structural Fireproofing - Soft,
bluish gray
Level 5-atrium area and some rooms

Pipe Fitting Insulation (inaccessible) -
Cloth covered white plaster on
fibrous glass insulated pipe runs
Random locations above ceilings on all
levels

Pipe Fitting Insulation - Canvas
covered white plaster on fibrous glass
Basement mechanical room

Pipe Fitting Insulation - Canvas
covered white plaster on fibrous glass
Basement mechanical room

Tank Insulation - Cloth covered white
plaster
Basement mechanical room, north area

Pipe Insulation - Cloth covered
pre-formed plaster

Basement mechanical room, both north
and south areas

Pipe Fitting Insulation - Cloth
covered white plaster

Basement mechanical room, north and
south areas

Contaminated

3 - 6% Chrysotile

ND - 15% Chrysotile

1.5% - 3% Chrysotile

3% Chrysotile

3% Chrysotile

15% Amosite

15% Chrysotile

2% Chrysotile

Page 3 of 3

30,370 sq. ft.

120,015 sq. ft.

2,387 sq. ft.

145 units

68 units

100 units

35 sq. ft.

200 In. ft.

30 units

$54,970

$955,319

$19,001

$3,384

$1,270

$1,867

$401

$2,234

$560

Cost Estimates include asbestos removal costs only; abatement design, management fees and
replacement costs are not included. Please refer to Section 6.0 for more details.
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A Comprehensive Asbestos Survey and Assessment
for the
University of Utah’s College of Nursing
Building 588
University of Utah Campus
10 South 2000 East
Salt Lake City, Utah

1.0 INTRODUCTION

A comprehensive asbestos survey and assessment for the University of Utah’s College of
Nursing was completed at the subject facility on March 19, 2008. The purpose of this survey
was to identify the existence, extent, and condition of both friable and non-friable asbestos-
containing materials (ACM). Bulk samples were collected from suspect materials and
analyzed for asbestos content. Each occurrence of ACM was assessed for friability and
condition.

The following accredited inspector performed the inspection, collected the samples, and
made the assessments:

e o 04/17/08

John C. Larson Date
State of Utah Asbestos Inspector
Certification No. ASB-0894

This report was reviewed by:

&.— =X —.4._%
04/17/08

Jon H. Self Date
Asbestos Program Manager

Asbestos Survey Report 1 University of Utah College of Nursing
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2.0 BUILDING DESCRIPTION

Building Identification

Building Address ..............

Building Construction

Building Construction Date
Building Type .....cccccveneene
Building Total Sq. Ft. ........
Structural System ..............
Exterior Wall Construction
Floor Deck Construction ...
Roof Deck Construction ...
Roof Construction .............

Floors
Floors Above Grade ..........
Floors Below Grade ..........

Interior Finishes

Building Mechanical
Heating Plant .....................
Main Heating Distribution:
Cooling......ccceeeeveeenreeennnn.

.......... 10 South 2000 East, Salt Lake City, Utah

......... Circa 1969

.......... Education and Administration
.......... Approximately 98,500 sq. ft.
.......... Concrete, block and steel

.......... Concrete
.......... Concrete
.......... Membrane roof

.......... Carpet, vinyl floor sheeting, vinyl floor tile,
ceramic tile and concrete

.......... Gypsum board wall system, plaster, ceramic
tile, concrete and block

.......... Steam supply from external boiler
.......... Ducted supply in ceilings
.......... Chilled water system

Asbestos Survey Report
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Further, the NESHAP regulations state that any sample found to contain less than 10%
asbestos but greater than “none detected," by visual estimation, must be assumed to
contain greater than 1% asbestos unless confirmed to be 1.0% or less asbestos by point
counting analysis. All samples found to contain asbestos in the range between greater
than 1% and 10% by standard PLM analysis were assumed in this report to contain
greater than 1% asbestos. For homogenous areas where all of the samples were reported
as greater than None Detected but equal to or less than 1% asbestos, samples were point
counted until one of the samples exceeded 1% or all were found to be 1% or less. In the
case of layered samples, such as gypsum board wall systems and floor tile and mastic,
where positive layers were detected, analysis results of the individual layers are evaluated
and reported. The laboratory reports can be found in Appendix B of this report.

4.0 SURVEY RESULTS
4.1 Asbestos-Containing Materials

Homogeneous areas of suspect ACM are identified as being ACM if the laboratory
analysis shows the material to contain any detectable asbestos, unless subsequent point
count analysis resulted in 1.0% or less asbestos being detected. Table 1 in the Executive
Summary and in Appendix A lists all homogeneous areas that were found to be ACM.
Each material is described by type of material, friability and visual appearance.

Friability is defined in accordance with EPA’s NESHAP regulations.

“Friable ACM” is any material containing more than 1% asbestos (as determined
by PLM) that, when dry, may be crumbled, pulverized, or reduced to powder by
hand pressure and also includes non-friable ACM that may become friable during
building demolition.

“Non-friable ACM” is any material containing more than 1% asbestos (as
determined by PLM) that, when dry, cannot be crumbled, pulverized, or reduced
to powder by hand pressure.

“Category I non-friable ACM” are asbestos-containing resilient floor coverings
(commonly known as vinyl asbestos tile (VAT)), asphalt roofing products,
packings, and gaskets.

“Category II non-friable ACM” encompasses all other non-friable ACM.

Note: In accordance with OSHA guidelines and IHI policy, when a layer within a
gypsum board wall system tests positive for asbestos, that layer is evaluated
independently from the rest of the sample. Consequently, a sample of gypsum board wall
system with asbestos only in the joint compound layer would likely be analyzed as a non-
ACM using EPA-recommended composite analysis and be analyzed as an ACM (or
containing measurable asbestos capable of producing airborne asbestos concentrations
greater than the OSHA Permissible Exposure Level) following OSHA guidelines because

Asbestos Survey Report 4 University of Utah College of Nursing
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the asbestos layer is evaluated independently. Please see Section 5 of this report for
further discussion of this matter.

4.2 Non-Asbestos-Containing Materials

Homogeneous areas of suspect ACM are identified as non-ACM if the laboratory
analysis shows the material to contain asbestos in concentrations between None Detected
up to and including 1%. Where results of the initial PLM analysis were in the range
between above None Detected up to and including 1%, point counting was used to
confirm that asbestos concentrations did not exceed 1%. Table 2, located in Appendix A
of this report, lists all homogeneous areas that were found to be non-ACM.

4.3 Bulk Sample Analytical Results

Table 3, located in Appendix A of this report, lists all of the bulk samples (in order by
sample number) that were collected from homogeneous areas of suspect ACM, along
with the laboratory analytical results. Each sample was given a unique sample number.
There may be more than one sample number for the same homogeneous area of suspect
ACM. The homogeneous areas of suspect ACM are identified in this table under the
EPA AHERA material categories of Miscellaneous (M-##), Thermal System Insulation
(T-##), and Surfacing (S##) with sequential homogeneous area numbers being assigned
within each category. The sample locations listed on this table provide brief, but
specific, descriptions of the locations where each of the samples was collected. This is
different from the homogeneous area locations provided in Tables 1 and 2 that describe
all of the locations where that homogeneous area material are located. Table 4 is the
same as Table 3 except that the entries have been sorted by homogeneous area number.

4.4 Damage and Hazard Assessment

Each homogeneous area of ACM has been assessed for existing damage, accessibility,
and potential for future damage, and this information is presented in Table 5, located in
Appendix A of this report. This table also lists the substrate present beneath each
homogeneous area of ACM.

Each homogeneous area of ACM and asbestos-containing building material (ACBM) was
classified into one of the following seven categories, as specified in EPA’s AHERA
regulations (40 CFR §763.88):

(1) Damaged or significantly damaged thermal system insulation ACM.
(2) Damaged friable surfacing ACM.

3) Significantly damaged friable surfacing ACM.

(4) Damaged or significantly damaged friable miscellaneous ACM.

(%) ACBM with potential for damage.

(6) ACBM with potential for significant damage.

(7) Any remaining friable ACBM or friable suspected ACBM.

(X)  Not applicable (material is non-friable).

The damage categories are defined as follows:

Asbestos Survey Report 5 University of Utah College of Nursing
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3.0 SURVEY PROCEDURES
3.1 Building Survey

All accessible areas of the facility except the roof were visually inspected to identify
suspect asbestos containing materials (ACM.) All accessible surfaces, structures, and
mechanical systems within these areas were examined and all suspected ACM was
touched to determine friability.

Suspect ACM was identified and assessed in homogeneous areas. A homogeneous area
is defined as a single material, uniform in texture and appearance, installed at one time,
and unlikely to consist of more than one type, or formulation, of material. In cases where
joint compound and/or tape has been applied to wallboard (gypsum board) and cannot be
visually distinguished from the wallboard, it is considered an integral part of the
wallboard and in effect becomes one material forming a wall or ceiling “system."

Each homogeneous area was given a unique material identification number. Each ID
number begins with a letter: "S" for surfacing materials, "T" for thermal system
insulation, or "M" for miscellaneous materials. This letter is followed by a three-digit
number, assigned in consecutive order. This number is used to identify the homogeneous
area throughout the inspection report.

3.2 Bulk Sample Collection

Bulk samples were collected from all accessible homogeneous areas of suspect ACM for
subsequent laboratory analysis to determine actual asbestos content.

The number of samples collected from each homogeneous area generally followed the
EPA AHERA regulations (40 CFR §763.86). Friable surfacing materials were sampled
using the random sampling scheme given in the EPA publication 560/5-85-030a, titled
"Asbestos in Buildings: Simplified Sampling Scheme for Friable Surfacing Materials."

3.3 Bulk Sample Analysis

Bulk samples were analyzed using polarized light microscopy (PLM) and visual
estimation in accordance with the EPA Interim Method for the Determination of
Asbestos in Bulk Insulation Samples, EPA-600/M4-82-020. Samples were analyzed by
Dixon Information Inc., 78 West 2400 South, Salt Lake City, Utah 84115. The
laboratory is accredited under the National Institute of Standards and Technology -
National Voluntary Laboratory Accreditation Program (NIST-NVLAP) for bulk-asbestos
sample analysis and is also accredited by the American Industrial Hygiene Association
(AIHA.)

Federal EPA’s NESHAP and AHERA regulations as well as OSHA define ACM as
material containing greater than 1% asbestos by weight. Materials containing 1% or less
asbestos are not considered regulated ACM by EPA; however, materials containing any
detectable level of asbestos may be regulated to some degree by OSHA.

Asbestos Survey Report 3 University of Utah College of Nursing
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"Undamaged" means the material had no visible damage, or extremely minor
damage or surface marring (i.e., a room full of floor tile with only two or three
small corners chipped off of the tile).

"Slight Damage" means the material had visible damage evenly distributed over
less than 10% of its surface, or localized over less than 25% of its surface.

"Significantly Damaged" means the material had visible damage that is evenly
distributed over 10% or more of its surface, or localized over 25% or more of its
surface.

Each homogeneous area of ACM was evaluated for accessibility to the building
occupants and the general public, assuming the building was fully occupied, using the
following assessment categories.

“Inaccessible” means the material was located in an area that people had no
reason to enter and could not access without special measures. One example
would be above a solid ceiling.

“Rarely Accessed” identifies a material that was in a location that could be
accessed but wasn't unless there was a specific need. An example would be a
pipe tunnel. Another example would be a high ceiling that is out of reach and not
subject to any specific disturbances.

“Periodic Access” identifies a material that was in a location that was accessible,
was not occupied full time, but was accessed on a routine basis. An example
would be a mechanical room or boiler room.

“Continuous Access” identifies a material that was in a location that was occupied
full time and was within reach of the occupants, or was frequently subject to
direct disturbance. Examples would be exposed floor tile or a normal height
ceiling.

4.5 Homogeneous Areas with Special Considerations

MOO3A - Gypsum board wall system. Under the EPA composite sample procedure the
“overall” wall system asbestos concentration was less than 1% chrysotile by
Mathematical Determination. However, the joint compound layer was
determined to contain from None Detected to 2% chrysotile asbestos, and
disturbance of this material is therefore an OSHA Class II operation. See § 5.1 for
further discussion of this issue.

MO039 — Floor leveling compound. This material was determined to be >1% chrysotile
asbestos. The material was layered with ACM black floor mastic. Quantification
cannot be determined until floor coverings are removed. It is recommended that
additional sampling be accomplished during abatement activities.

Asbestos Survey Report 6 University of Utah College of Nursing
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4.6 Assumed Asbestos-Containing Materials

MO033 - Light fixture wire insulation. This material was not sampled for safety reasons,
but has been known to contain up to 65% chrysotile asbestos and is easily identified by
sight.

MO049 — Fire door. The VT Industries 9°, 1hour rated fire door on the 5t level, north
stairwell could not be sampled without damage.

4.7 Inaccessible Areas

Ceiling space above hard ceilings and wall cavities are inaccessible for inspection. These
areas could contain thermal system insulation as part of the HVAC system that has not
been identified during the survey.

4.8 Material(s) assumed to contain >1.0% asbestos without subsequent TEM or
Point Count Analysis

All materials fall into this category except homogeneous areas SO04A - spray structural
fireproofing, T004 - tank insulation and T0O0S - pipe insulation.

5.0 Response Action Comments
5.1 Asbestos Regulatory Requirements

Asbestos is a naturally occurring fibrous mineral that was used extensively in building
materials in the United States primarily between 1930 and 1980. Inhalation of asbestos
fibers, which are very respirable and resistant to physical and chemical breakdown, has
been identified as a cause of several life-threatening diseases. Both the Environmental
Protection Agency (EPA)' and Occupational Safety and Health Administration (OSHA)?
have classified asbestos as a hazardous air pollutant and promulgated regulations on how
it must be evaluated, handled, and removed. There are also state and local regulations
that regulate asbestos.

In Utah, EPA asbestos regulations are administered by the Utah Division of Air Quality
(DAQ)’, which also has its own set of state asbestos regulations. OSHA asbestos
regulations are administered by the Utah Occupational Safety and Health Administration

' 40 CFR Part 61, National Emissions Standards for Hazardous Air Pollutants (NESHAP) Subpart M,
National emission Standard for Asbestos Toxic Substances Control Act, Subchapter II (TSCA Title II).
40 CFR 763 Subpart E, Asbestos Hazard Emergency Response Act (AHERA) — Asbestos-containing

Materials in Schools, including Appendices (See www.epa.gov).

229 CFR 1926.1101, OSHA Construction Industry Regulations, Asbestos 29 CFR 1910.1001, OSHA
Standards for General Industry, Asbestos. Nofe: OSHA has also promulgated a number of “letters of
interpretation,” which are very pertinent to how asbestos in low concentrations must be treated (See
www.osha.gov).

3 R307-801. Asbestos, Utah Division of Air Quality Rules, Implementation of Toxic Substances Control
Act Title II, Asbestos Certification, Asbestos Training, notifications and Asbestos Work Practices for
Renovations and Demolitions (See www.airquality.utah.gov).
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(UOSH)*, which has adopted the Federal OSHA regulations. All of these regulations
require asbestos inspections of buildings, or potentially impacted areas of buildings, by
DAQ-certified asbestos inspectors before buildings can be remodeled and/or demolished.
The Salt Lake Valley Health Department (SLVHD) also has asbestos regulations
covering Salt Lake County buildings scheduled for demolition.” The SLVHD asbestos
regulations for pre-demolition building inspections follow DAQ asbestos guidelines but
require that the inspector also be certified by the SLVHD.

Several factors determine how asbestos in a building must be treated prior to the
renovation or demolition of that portion of the building where the asbestos is located.
These factors and pertinent considerations from both an EPA and OSHA perspective

include the following:

Factor

EPA Regulations for
Asbestos Removal

OSHA Regulations for
Asbestos Removal

Definition of
asbestos in a
building material

Defines an asbestos-containing
material (ACM) as one containing
>1% asbestos.

Defines an asbestos-containing
material (ACM) as one containing
>1% asbestos.

Regulation of
asbestos in building
materials

Regulates only ACMs. If the
asbestos concentration in a
material is shown to be “none
detected” by initial analysis or 1%

or less by point count analysis,
EPA/DAQ does not regulate it.

Regulates not only ACMs but all
materials containing any amount
of asbestos. Note: Regulations
are not as stringent for materials
containing equal to or less than
1% asbestos but greater than a
“none detected” concentration.

Determination of
asbestos
concentration in a
gypsum board wall
system

Allows compositing of all layers
(joint compound, joint tape, and
gypsum board) into one sample,
which decreases the possibility
that the sample will be evaluated
as an ACM.

Requires that each layer of the
wall system be analyzed and
reported independently, which
increases the possibility of a
sample containing ACM or
identifiable asbestos.

Defines regulated
and non-regulated
asbestos-containing
material

Yes — Regulated ACMs include
friable ACMs and resilient
flooring, asphalt roofing, gaskets
and packing that have become
friable and other ACMs that have
a high probability of becoming
friable.

No — Requirements for asbestos
work procedures and worker
training are less stringent for
resilient flooring, asphalt roofing
materials, and materials containing
greater than “none detected” but
not greater than 1% asbestos.

* Asbestos, Tremolite, Anthophyllite, and Actinolite Standards, Chapter D (Construction), Section 58; and
Chapter Z (General Industry), Section 1001, Utah Occupational Safety and Health Rules and Regulations
(Administered by Utah Occupational Safety and Health Division) (See www.uosh.utah.gov).

> Salt Lake City — County Health Department, Health Regulation #1 Section 12 (See www.slvhealth.org).
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Notification of
asbestos abatement
or building
demolition required

Yes — Utah DAQ must be notified
on the appropriate form 10
working-days prior to an asbestos
abatement of regulated asbestos
material greater than the NESHAP
amount with demolition, or
demolition where abatement is not
required.

No — Not required.

Provision for
allowing ACMs to
remain in a building
during a demolition.

Yes — Allows ACM resilient
flooring, asphalt roofing, and
certain other non-friable building
materials in good condition to
remain in a building during
demolition as long as the
demolition process will not render
them friable.

No — If any asbestos is left in a
building during a demolition, the
demolition workers are expected
to meet the same OSHA
requirements that an abatement
contractor would meet if an
abatement contractor was
conducting an abatement of those
materials.

The IHI inspector who conducted this survey followed the EPA sampling guidelines that
are recognized by both EPA and OSHA and collected samples in a manner that would
allow evaluation of the results in terms of both EPA and OSHA compliance. As
indicated in the table above, strict compliance with the OSHA regulations will typically
involve abatement of some materials that could be completely ignored under EPA

regulations.

This report provides pertinent information and cost estimates for full compliance with
both the EPA and OSHA regulations. We would be happy to provide specific references
regarding this matter and discuss other possible options.

5.2 Renovation Options

A listing of asbestos-containing materials found during this survey is presented in the
Executive Summary presented in the front of this report, and in Appendix A, Table 1.

The spray structural fireproofing, pipe insulation, pipe fitting insulation, tank insulation
and ceiling tile material in this facility are classified as friable ACMs. The other ACMs
in the building are not currently classified as friable; however, renovations or demolition
of these materials may cause them to become friable. NESHAP regulations require the
removal of friable ACM and non-friable ACM that could become friable during
renovation or demolition activities. Therefore, we recommend that all of the ACMs in
this building be removed and properly disposed of by a licensed asbestos abatement
contractor before renovation or demolition activities begin which have the potential of
disturbing areas where these materials are located. While this recommendation may be
overly conservative from an EPA perspective, it conforms to the OSHA Construction
Industry Asbestos Standard (29 CFR 1926.1101) and will help protect workers on the site
from potential asbestos exposure and the Owner from liability exposure.
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6.0 COST ESTIMATES

A breakdown of the estimated removal costs by homogeneous area can be found in the
Table 6, Appendix A. These cost estimates are provided for use in long-term budgeting
and planning only, and do not have a level of accuracy sufficient to be used as a
construction design cost estimate. The actual cost of asbestos removal is highly
dependent on a number of factors such as the size of the job, the required time frame for
removal, the time of year the job is conducted, the regulatory climate at the time, etc.,
therefore, actual abatement costs could vary significantly from these estimates.
Replacement costs have not been included in these figures.

The cost for abatement design and management services is not included in these figures.
These additional fees can range from 15% of the estimated abatement costs for large
projects to greater than 50% for very small projects. The design and management fees
cover the cost of preparing plans and specifications, conducting the bidding process as
well as third-party oversight during abatement.

7.0 LIMITATIONS AND EXCLUSION OF WARRANTY

This asbestos survey and assessment was performed using procedures and a level
of diligence typically exercised by professional consultants performing similar
services. However, asbestos-containing material (ACM) can be present in a
structure, but not identified using ordinary investigative procedures.

No asbestos survey can completely eliminate uncertainty regarding the presence of
ACM. IHTI’s level of diligence and investigative procedures are intended to
reduce, but not eliminate, potential uncertainty regarding the presence of ACM.
The procedures used for this survey attempt to establish a balance between the
competing goals of limiting investigative costs, time, and building damage, and
reducing the uncertainty about unknown conditions. Therefore, the determinations
in this report should not be construed as a guarantee that all ACM present in the
subject property has been included in this report.

This report presents IHI’s professional determinations, which are dependent upon
information obtained during performance of consulting services. IHI assumes no
responsibility for omissions or errors resulting from inaccurate information
provided by sources outside of IHI.

No warranty or guarantee, expressed or implied, is made regarding the findings,
conclusions, or recommendations contained in this report. The limitations
presented above supersede the requirements or provisions of all other contracts or
scopes of work, implied or otherwise, except those stated or acknowledged herein.
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Asbestos Material Survey : First Level
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Asbestos Material Survey : First Level (Ceiling Plan)
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Asbestos Material Survey : Second Level
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Asbestos Material Survey : Second Level (Ceiling Plan)
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Asbestos Material Survey : Third Level
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Asbestos Material Survey : Third Level ( Ceiling Plan)
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Asbestos Material Survey : Fifth Level

%

@l

@

L
Al

1
=

&

@ 11

i 11 ~
Ve N
) L, =
o — B
N \ —
'
i ]
. P N
w1 La ‘

93¥92

O

=

)

oOog
1=

jmml el -]

|

010

auy | Temlls

Explanation

()

Sample Location and Number

Number of Pipe Fittings With Asbestos-containing Insulation

Light Fixture With Asbestos-containing Wire Insulation

Asbestos-containing Floor Tile and Mastic

9
J

|ei

Asbestos-containing Fire Doors

Asbestos-containing wallboard joint
compound within outlined area.

Asbestos-containing Floor Tile Only

—

CLIENT INFO.

University of Utah
College of Nursing
Salt Lake City, Utah

PROJECT No.:  08A-1020
| H | CAD No.: 08A1020G-1
DRAWN BY: S. Rahman
ENVIRONMENTAL ATE o
Approximate Scale REVISED BY:

20 ft

DATE:




Asbestos Material Survey : Fifth Level ( Ceiling Plan )
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EXECUTIVE SUMMARY

Between March 31 and April 4, 2008, ITHI Environmental (IHI) conducted a lead paint
inspection of the University of Utah College of Nursing building, located at 50 North
Medical Drive in Salt Lake City, Utah. The work was conducted at the request of Mr.
Bill Bowen with the State of Utah Division of Facilities Construction and Management
(DFCM). The purpose of the inspection was to identify lead coatings on building

components in anticipation of renovation work on the building.

Measurements were made on representative painted surfaces throughout the building
using a NITON 300 series X-ray Fluorescence (XRF) Spectrum Analyzer. The XRF
instrument non-destructively detects the presence of lead in paint and other surface

coatings.

Significant lead concentrations were measured in paint on the exterior concrete parking
stalls and in glazing on the interior ceramic tile walls in bathrooms and janitor closets.
Most of the coatings were in good condition at the time of the survey. Coatings on some
components had measurable lead concentrations in some locations and none detected in

others, presumably the result of past renovation work in the building.

Because of the amount and extent of lead-containing coatings on building components,
IHI Environmental recommends that all work be conducted according to the requirements

of the OSHA Lead in Construction Standard.
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1.0 INTRODUCTION

Between March 31 and April 4, 2008, IHI Environmental conducted a lead paint
inspection of the University of Utah College of Nursing Building, located at 50 North
Medical Drive in Salt lake City, Utah. The purpose of the inspection was to identify
lead-containing paint on interior and exterior components of the building in anticipation
of extensive restoration work. The work was requested by Mr. Bill Bowen with the State

of Utah DFCM, and was performed under Contract dated, February 5, 2008.

The US Department of Housing and Urban Development (HUD) Guidelines for the
Evaluation and Control of Lead-Based Paint Hazards in Housing (HUD Guidelines),
Chapter 7: Lead —Based Paint Inspection, 1997 Revision, were generally followed for this

survey, with modifications appropriate for a non-residential building.
2.0 BUILDING DESCRIPTION

The College of Nursing Building 588 consists of five floors above grade. Construction
was completed in 1969. The total interior area of the building is approximately 85,200
square feet. The building is constructed of red brick with a flat roof. Original interior
walls are gypsum board wall systems and wood. Floor finishes include concrete, carpet,

vinyl sheeting and vinyl floor tile.
3.0 LEAD PAINT DEFINITIONS

The U.S. Department of Housing and Urban Development (HUD) and EPA define “lead-
based paint” as any coating that has a lead concentration of 1.0 milligram per square
centimeter (mg/cm?) or greater, or if the lead concentration is greater than 0.5% by
weight. The Consumer Product Safety Commission (CPSC) currently considers paint to
be lead containing if the concentration of lead exceeds 600 parts per million (ppm), or
0.06% by weight. Both the CPSC and HUD definitions of lead-containing paint are

aimed at protecting the general population from exposure to lead in the residential setting.

The Occupational Safety and Health Administration (OSHA) Lead in Construction
Standard (29 CFR 1926.62) was intended to apply to any detectable concentration of lead
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in paint, as even small concentrations of lead can result in unacceptable employee
exposures during construction work. OSHA states that construction work (including
renovation, maintenance, and demolition) carried-out on structures coated with paints that
have lead concentrations lower than the HUD or CPSC can still result in hazardous

airborne lead concentrations.
4.0 SURVEY PROCEDURES
4.1 Paint Sampling Methods

Direct measurements of lead in paint were made using a NITON X-ray Fluorescence
(XRF) Spectrum Analyzer (Serial Number XL.309 — U3658NR7510). The NITON Paint
Analyzer non-destructively measures lead concentrations in painted surfaces, regardless
of the number of paint layers present. The instrument was developed specifically for
addressing lead-based paint issues in housing. Its use in identifying potential exposure
hazards for building renovation or construction work is often augmented with selective
collection and analysis of physical chip samples. The XRF measurements were made
according to the requirements of Chapter 7 of the HUD “Guidelines for the Control of
Lead-based Paint Hazards in Housing,” with appropriate modifications for a non-

residential structure.
4.2 XRF Calibration

Before beginning the testing and after the testing was completed each day, the internal
calibration of the NITON was checked by taking three consecutive measurements on a
red (1.02 mg/cmz) National Institute for Standards and Technology (NIST #2573)
standard paint film. Three more readings were taken on a lead-free white NIST #2570
film. These calibration checks are performed to detect changes in the instrument
performance. The calibration values obtained were compared to the calibration check
tolerance values on the XRF Performance Characteristic Sheet for the instrument to

ensure that it was operating within the stated tolerance limits.
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4.3 Field Documentation

Field data forms were used to manually record information about individual XRF
measurements. This information includes the room number, the building component
(such as wall, ceiling, door, baseboard, cabinet, etc.), component substrate (for example,
drywall, wood, metal, concrete), and paint condition. The field data forms are then used
by the inspector to couple measurement-specific descriptive information to the sequential
data once the instrument’s electronic memory has been downloaded to a personal
computer. This information is then manipulated by the instrument’s software to generate

data tables for the written report.
5.0 FINDINGS

The individual lead paint measurements made during this survey are located in Table 1 in
Appendix A. Table 1 lists all of the measurements made in the building by room number.
The “room side” column in the table represents which side of the room an XRF reading
was taken. The letter convention used is as follows: A= East of building, B = South, C =

West, D = North, or in a clockwise direction.

For each measurement, the lead concentration as indicated by the XRF instrument in
mg/cm’ is presented. Because the accuracy of XRF instruments is limited below 1.0
mg/cm’, it should be noted that lead might be present in low concentrations in paint even

though the XRF indicates a concentration of 0.0 mg/cm’.

To summarize the findings, the XRF instrument indicated that the following building
components contained measurable levels of lead in one or more locations. Please see

Table 1 for room-specific findings.

Interior components:

e Ceramic tile walls (4.4 to 28 mg/cm?)

e Metal I-beams (1.0 mg/cm?)

e Brick columns (1.0 mg/cm?)

e Concrete Floor in Penthouse (0.23 mg/cm?)

e Concrete walls/ceilings (0.00 to 0.2 mg/cm?)

e Metal door jambs/casings (0.00 to 0.19 mg/cm?)

Lead Paint Inspection Report -3- IHI Environmental
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e Metal fire hose/extinguisher boxes (0.00 to 0.17 mg/cm?)
e Drywall walls (0.00 to 0.16 mg/cm?)
e Metal window sills/casings/frames (0.00 to 0.11 mg/cm®)

Exterior components:

e Parking stalls (4.1 to 4.4 mg/cm?)
e Metal Pipes (0.03 mg/cm?)

The paint on interior and exterior components was generally in good condition

throughout the building.
6.0 DISCUSSION AND RECOMMENDATIONS

Lead was found in high concentrations on the interior ceramic tile walls of the restrooms
and janitor closets. Also, lead concentrations were high on the exterior concrete parking
stalls. Lead-based paint was identified on metal [-beams and brick columns. Lead was
present in low concentrations on the metal doorjambs and casings, metal window frames
and sashes, metal pipes, metal fire extinguisher and hose boxes, and concrete walls,
floors and ceilings. Therefore, any work with the potential for generating airborne lead
should be conducted according to the requirements of the OSHA Lead in Construction
Standard. The Lead in Construction Standard specifies that employers are responsible for
ensuring that their employees are not exposed to airborne lead levels exceeding the
OSHA permissible exposure limit (PEL) of fifty micrograms per cubic meter or air (50
ng/m’) averaged over an 8-hour period and take appropriate precautions when exposures
reach an action level of 30pug/m’ averaged over an 8-hour period. The standard was
written to require exposure monitoring or the use of historical or objective data to ensure

that employee exposures do not exceed the action level.

OSHA has recognized, however, that for certain workplace conditions, application of
objective data to certain tasks may be warranted. These tasks include power tool
cleaning with dust collection systems, manual demolition of structures, manual scraping,
and manual sanding. For these applications only, OSHA has adopted the CPSC threshold
under a very limited set of conditions. Specifically, when paint contains trace amounts of

lead (e.g., 0.06% and below, as defined by the Consumer Products Safety Commission as

Lead Paint Inspection Report -4- IHI Environmental
College of Nursing Building Project No. 08 A-1020



non-lead containing), the employer may determine the concentration of lead in the air
(i.e., employee exposure) by multiplying the total airborne concentration of dust times the
percentage of lead in the paint. OSHA has stated that this does not set 0.06% as a lower
threshold for the concentration of lead in paint that would exempt the employer from the
requirements of the standard. The employer must still follow all requirements of the

standard and conduct an exposure assessment for the tasks involving lead.
7.0  LIMITATIONS AND EXCLUSIONS OF WARRANTY

This inspection was performed using procedures and a level of diligence typically
exercised by professional consultants performing similar services. However, lead-based
paint (LBP) can be present in a surface, but not identified using ordinary investigative

procedures.

No lead inspection can completely eliminate uncertainty regarding the presence of LBP.
IHI level of diligence and investigative procedures are intended to reduce, but not
eliminate, potential uncertainty regarding the presence of LBP. The procedures used for
this inspection attempt to establish a balance between the competing goals of limiting
investigative costs, time, and building damage, and reducing the uncertainty about
unknown conditions. Therefore, the determinations in this report should not be construed
as a guarantee that all LBP present in the subject property has been included in this
report.

This report presents IHI professional determinations, which are dependent upon
information obtained during the performance of consulting services. IHI Environmental
assumes no responsibility for omissions or errors resulting from inaccurate information

provided by sources outside of IHI Environmental.

No warranty or guarantee, expressed or implied, is made regarding the findings,
conclusions, or recommendations contained in this report. The limitations presented
above supersede the requirements or provisions of all other contracts or scopes of work,

implied or otherwise, except those stated or acknowledged herein.

Lead Paint Inspection Report -5- IHI Environmental
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Lead-Based Paint Survey : Lower Level Parking
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Lead-Based Paint Survey : First Level

7
7

7

0

105 A

N | | | | =
Nul 1% L
@
F\\ 112
= Ex
® -
e

Side B

] e e e e e

]
S
7}
®
B 123
\\
] -
m m m I HEEEE),
U U U — R
Explanation
L) Room Tested With XRF Niton Lead Analyzer ( NITON 300 )
Notes:

Lead-based paint in yellow stall lines on concrete packing.
Lead-based glaze on bathrooms ceramic tile walls.
Lead-containing paint on metal door jambs.

Lead-containing paint on some drywall walls.

=

—r

CLIENT INFO.

University of Utah
College of Nursing
Salt Lake City, Utah

PROJECT No.:  08A-1020
I H I CAD No.: 08A1020C-4
DRAWN BY: S. Rahman
ENVIRONMENTAL e e
Approximate Scale REVISED BY:

20 ft

DATE:




Lead-Based Paint Survey : Second Level
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Lead-Based Paint Survey : Third Level
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Lead-Based Paint Survey : Forth Level
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Lead-Based Paint Survey : Fifth Level

i p . @ Student Lounge [} i
i : - y ™ :585 i
= I // ] -
1 N -0
(| . |
i P N N 586 . I
i 5 e ¢« = i
® 5§ _/ 566 T -
: Um ¢
i p
1 i = ) = 4
N N
] \/ NEE TF'
- I SRS ;
i J/ et
o - o O]
T '
é // RN
——— e W E = N
7 e ® N ) i
1 555 |\ - |/ @ ® N I
i i
: 540 05 50 |/514 502 :

EXPLANATION 0

Notes:
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Lead-Based Paint Survey : Penthouse / Roof
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Universal Hazardous Materials Survey
For the
University of Utah’s College of Nursing
Building 588
University of Utah Campus
10 South 2000 East
Salt Lake City, Utah

April 17, 2008

Submitted to:

Mr. William Bowen
Program Manager
Division of Facilities Construction and Management
4110 State Office Building
Salt Lake City, Utah 84114

Prepared by:

IHI Environmental
640 East Wilmington Avenue
Salt Lake City, Utah 84106
Phone: (801) 466-2223
Fax: (801) 466-9616

IHI Project No. 08A-1020



Universal Hazardous Materials Survey
For the
University of Utah’s College of Nursing
University of Utah Campus

On March 19, 2008, John C. Larson of IHI Environmental completed a universal
hazardous material inspection of the University of Utah’s College of Nursing, 10 South
2000 East, Salt Lake City, Utah. Mr. Larson is a certified Salt Lake County Health Pre-
demolition Building Inspector (PBI-012). The inspection was conducted based on an
agreement with Mr. William Bowen, State of Utah Division of Facility Construction and
Management (DFCM) Program Manager.

The following hazardous materials were identified in the facility:

Material Location Quantity Unit Cost
Fluorescent light Throughout building 220 (2’) tubes $0.50/In. ft
tubes containing 2,498 (4°) tubes
mercury 8 (8”) tubes

198 (6”) bulbs
Suspect PCB- Throughout building 1,525 ballasts $6/ballast
containing

fluorescent light
fixture ballasts

Refrigeration units ~ Hallways by public 11 drinking fountains $150/service
containing CFCs rests rooms $50/unit

The Utah State of Division of Facilities Construction and Management (DFCM) requires
all Universal Waste, such as fluorescent lights containing mercury, light ballasts
containing PCBs, and refrigeration units containing chlorofluorocarbons (CFCs) be
disposed at a facility approved to accept such waste for disposal or recycling. These
waste streams must be contained in United Nation (UN) specification containers, as
required under 49CFR part 173 for transportation and disposal.

Note that some of the fluorescent lights have green ends that contain small amounts of
mercury. When large quantities of these tubes are disposed of, there can still be a
significant amount of mercury released into the atmosphere. The drinking fountains were
the only refrigeration units identified in this survey. The Facilities and Maintenance
Management have a program of recycling and disposing of universal hazardous materials.

Universal Hazardous Materials Survey Report University of Utah College of Nursing
State of Utah - DFCM



Hazardous Material Survey : Basement Level
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Hazardous Material Survey : Lower Level Parking
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Hazardous Material Survey : First Level
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Hazardous Material Survey : Second Level
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Hazardous Material Survey : Third Level
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Hazardous Material Survey : Forth Level
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Hazardous Material Survey : Fifth Level
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Hazardous Material Survey : Penthouse / Roof
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ThyssenKrupp Elevator
Americas Business Unit

April 29, 2008

University of Utah
Attn: Dave Henry

Re: U of U Nursing Elevator Modernization

Dear Dave:

Thank you for the allowing me the opportunity to provide you with a bid proposal for the
elevator modernization at the Nursing Building.

After making a site visit and discussing this elevator in depth with your current service
technician, we feel that it is in your best interest to modernize this equipment as soon as
possible.

The existing Westinghouse equipment is over 40 years old, and most elevators have a
useful life of 25-30 years. More important than the age of the equipment, you should
consider the reliability and safety of the equipment. The elevators do not have fire
service, so the elevators have no way of knowing to let passengers out in the event of a
fire. Additionally, the current system allows the car doors to open if the elevator makes a
high speed stop.

While addressing these safety issues, the modernization would also make the elevators
more energy efficient. In recent studies, it has been proven that changing from the
current M/G to the VVVF drive would increase the energy savings by 50%. If you wouid
like a copy of this study, | would be more than happy to provide one to you.

If you have any further questions, please do not hesitate to contact me.

Sincerely,
Rob Williams
Modernization Representative

ThyssenKrupp



ThyssenKrupp Elevator @

SCOPE BID LETTER April 22, 2008

Attn:  Dave Henry

RE: U of U Nursing Building
Salt Lake City, UT

The following is our proposal to modernize Two (2) WESTINGHOUSE TRACTION PASSENGER ELEVATORS, in the above referenced project
per the following list of qualifications. We reserve the right to add an amendment to the subcontract subsequent to bid.

BASE BID PRICE: $262,536.00 (Two Hundred Sixty Two Thousand, Five Hundred Thirty Six).

Our price is for equipment to be furnished and installed and includes Utah State Sales Tax. This price will remain firm for a period of forty-
five (45) days.

Qualifications:

1. Seethe attached “Description of equipment form” for a detailed list of features that are included with this proposal

Please be advised of the following lead times associated with this project:

Preparation of shop drawings for review and approval: 3 weeks
(After receipt of building drawings and notice to proceed)

Fabrication: 6 weeks
{After receipt of approved shop drawings & executed subcontract)

Delivery of equipment: 1 week
Installation of elevator system: 8-per elevator weeks

ThyssenKrupp Elevator can proceed with preparation of elevator shop drawings for review and approval upon receipt of a letter of intent or

subcontract agreement. WE WILL REQUIRE A FULLY EXECUTED SUBCONTRACT AGREEMENT BEFORE THE EL EVATOR EQUIPMENT CAN BE
ORDERED.

We appreciate the opportunity to provide you with a bid for this project. We look forward to the acceptance of our proposal.

Sincerely,

THYSSENKRUPP ELEVATOR COMPANY

T LY~

Rob Williams
Modemization Sales Representative

ThyssenKrupp Elevator

1840 S, Milestone Dr., Suite B

Salt Lake City, UT 84104

Telephone: (801) 908-7433

Fax: (801) 908-7437

E-mail: rob.williams@thyssenkrupp.com
Internet: www.thyssenkruppelevator.com



Thyssen Krupp Elevator @

BUILDING
DESCRIPTION OF EQUIPMENT

1) NEWTAC50-04M CONTROLLER

2) NEW GD-1 GEARED TRACTION MACHINE

3) NEW TRACTION STEEL CABLES & WEDGE CLAMP SCHACKLES

4) NEW FLANGE MOUNTED AC MOTOR & VELOCITY ENCODER

5) NEW LOAD WEIGHER & HITCH PLATE

6) NEW RAIL MOUNTED ENCODER

7) NEW ROPE RETAINERS FOR ELEVATOR AND GOVERNOR

8) NEW POSITION TRANSDUCER & LIMIT SWITCH PACKAGE
(INCLUDES LIMIT SWITCHES, VANES, BRACKETS, ETSD, NORMAL TERMINAL STOPPING DEVICE
AND FINAL LIMIT)

9) NEW ThyssenKrupp HD-03 DOOR OPERATION

10) NEW DOOR INTERLOCKS CLOSERS & PICKUP ROLLERS

11) NEW ROPE GRIPPER (HOLLISTER WHITNEY)

12) NEW SEISMIC HOISTWAY EQUIPMENT & CONTROLLER SOFTWARE

13) NEW IMS MACHINE ROOM MONITORING WITH JOB SPECIFIC DIAGNOSTIC TOOL

14) NEW 48" TOE GUARD

15) NEW FIRE SERVICE FEATURES PER 2004 CODE

16) NEW HOISTWAY ACCESS SWITCHES

17) NEW CAR IDENTIFICATION PLATE FOR MAIN EGRESS

18) NEW HOISTWAY JAMB BRAILLE PLATES

19) NEW INSPECTION STATION (TOP OF CAR, WITH LIGHT & 110 OUTLET)

20) PRICE INCLUDES (12 MONTHS WARRANTY SERVICE, ELECTRICAL SUBCONTRACT WORK & STATE INSPECTION FEES)

ThyssenKrupp Elevator

1840 S. Milestone Dr., Suite B

Salt Lake City, UT 84104

Telephone: (801) 908-7433

Fax: (801) 908-7437

E-mail: brandon.williams@thyssenkrupp.com
Intemet: www.thyssenkruppelevator.com
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University of Utah College of Nursing
SUMMARY
ajc architects

Program Areas Eliminated

Faculty Practice
Bithcare Healthcare Crash
Rooms/Restrooms/Shower/Changing
Mental Health Practitioners--Counseling Rooms

Caring Connections
Women's Health Practice

Utah Commission on Aging/U of U Center on Aging
Offices

Simulation Leaming Center
2 High Fidelity Debriefing Classrooms
Low Fidelity Standardize Patient Rooms
Low Fidelity Case Management Interview
Rooms and Crisis Management
Simulation Lab TA Drop In
4 Low Fidelity Patient Rooms

Collaborative Spaces
PhD Seminar Rooms --to HSEB??
Computer Lab 460 --to HSEB??
Student Lounge Areas
SAC Office
Student TA Work Rooms (Similar to 580)

Classrooms
2nd level classroom 205 has been eliminated
from the Program SF

Informatics
No offices for Informatics

Research

Grad Student Touch Downs on 5th Floor

PhD Student Workroom/RA's Research Space
1 Qualitative Lab

Adjunct Faculty Touchdown

Program Document
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Task Name Duration Start Finish 2008 2009 2010
N[D[J[FIM[A[M[J]JTAlS[OINIDI[FIMIAIM[J[ITAS[OIN[D]I[FIM[AIM][ITI]A]
AS-PROPOSED TIMELINE 656 days Mon 12/17/07 Mon 6/21/10| Q= )
PROGRAMMING 120 days Mon 12/17/07 Fri 5/30/08
Program Complete 1 day Fri 5/30/08 Fri 5/30/08
TEAM SELECTION 40 days Mon 6/2/08 Fri 7/25/08
CMGC Selection 30 days Mon 6/2/08 Fri 7/11/08
AE Selection 30days Mon 6/16/08 Fri 7/25/08
DESIGN 194 days Mon 8/4/08 Thu 4/30/09
Abatement/Demolition Package 65 days Mon 8/4/08 Fri 10/31/08
Renovation/Remodel Package 192 days Wed 8/6/08  Thu 4/30/09
As-built Site Investigation 60 days Mon 2/2/09 Fri 4/24/09
CONSTRUCTION 426 days Mon 11/3/08  Mon 6/21/10 ,
Bid Abatement/Demo Package 20days Mon 11/3/08 Fri 11/28/08
College of Nursing Relocated 1 day Fri 1/2/09 Sun 1/4/09
Abatement/Demo 60 days Mon 1/5/09 Fri 3/27/09
Bid Renovation/Remodel Package 30 days Fri 5/1/09 Thu 6/11/09 %ﬁ/ll
Renovation/Remodel 263 days Wed 6/17/09 Fri 6/18/10 6/18
Substantial Completion lday Mon6/21/10 Mon 6/21/10 ¢ 6/21
Task @) Milestone @ External Tasks )
Bgﬁcﬁﬂ/gg}lgge of Nursing Renov Split e Summary Pe——————===== External Milestone <
Progress Project Summary ) Deadline ¢

Page 1
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SIMULATION LAB EQUIPMENT PLANNING CHECKLIST

Manikins:

SimMan

SimBaby

ALS Simulator

VitalSim Family of Manikins (Nursing Anne, Megacode Kelly, Nursing Kid/Baby etc)
RA Simulator

Prompt Birthing Simulator

Baby Manikins

Other

Manikin Accessories:

Nursing Wound Modules

Trauma Modules and/or Trauma Makeup Kit

Fundus Pelvis Module

Mastectomy Module

Bleeding Modules & Biological/Chemical Manikin Module

AED Trainer

VitalSim Task Trainers (sounds, blood pressure, arrhythmia)

Regulator Unit to use CO2 or wallmount air/O2 with SimMan/SimBaby
Patient Clothing/Gown/Wig/ID Bracelet, etc.

Patient Room/Cubicle Items:
Cribs/Bassinetts*
Incubators/Warmers*
Beds/Stretchers

Bedside Tables
Bedding/Sheets/Waterproof Covers*
Adjustible Overbed Tray tables
Headwalls — Real or Simulated*
Curtains or Dividers if applicable*
Suction Units
Cabinets/Closets/Manikin Storage Areas*
Oxygen Equipment*

BVM'’s, NG Tubes, Airways, etc
Woundcare/Dressing ltems*

Call Button/Paging Accessories™
Sink*

IV Pumps & Poles

Med Carts*

Surgical Equipment*

Lifts*

Simulated Drug Supplies*

Foley Kits/Bedpans/Peri Care items*
Backboards

Patient Room & Control Room Debriefing Setup:

Video Cameras*

Microphones™

2 Way Mirror Separating Control Room from Patient Care areas*
Laerdal AVS Audio Visual System

Internet/Network Connection & Jacks*

Audio Mixing Equipment*

DVD Recording Equipment*

Computer Lab & Self-Directed Learning:

MicroSim Self-Directed Learning Computer Program

Virtual IV

Virtual Phlebotomy

Heartcode ACLS & BLS Personal Learning Systems

Realtime CPR Feedback w/Laerdal Skillreporter Software (used with Resusci Anne Simulator)

* = |tems not available through Laerdal
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